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1.0 INTRODUCTION 

Georgia-Pacific Corporation (G-P) has authorized the preparation of this report for the 
monitoring and sampling of ground water beneath the former G-P California Wood Products 
Manufacturing Facility (site; Figures 1 and 2) located at 90 West Redwood Avenue in Fort 
Bragg, California.  

1.1 Objectives of Ground Water Monitoring  

Work documented in this report was conducted to: 

• Provide baseline ground water quality data by collecting and analyzing samples from 
available monitoring wells during a single event 

• Determine if changes are necessary to the scope of future sampling events to more 
effectively and efficiently monitor ground water conditions 

1.2 Site Description 

The site is located along the Pacific Ocean coastline in the City of Fort Bragg, Mendocino 
County, California. Located on approximately 445 acres west of Highway One, the site is 
bounded to the south by Noyo Bay, to the west and northwest by open coastline, and to the 
northeast and east by the City of Fort Bragg. The site was divided into ten parcels during 
previous investigations based on historical operations and land use. Figure 2 is a site map 
showing the locations of parcels, major buildings, ponds, and other features. 

2.0 SCOPE OF WORK 

Field work for the first quarter 2005 ground water monitoring event was conducted between 
March 28 and 31, 2005. 
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2.1 Ground Water Monitoring Well Network 

The monitoring well network used to collect and analyze samples during this event consists of 30 
monitoring wells installed in six of the ten parcels for G-P environmental investigations. Figure 3 
is a map depicting the ground water monitoring well locations. Most of these monitoring wells 
are 20 feet deep, and are screened across the water table (Table 1). 

In March 2005, monitoring well MW-10.3 was not sampled due to insufficient water in the 
casing.  

2.2 Methodologies 

Procedures used to measure ground water elevation and liquid phase hydrocarbons (LPH) 
thickness, purge monitoring wells, monitor field parameters, collect, handle, and document 
ground water samples, and conduct laboratory analyses during this sampling event are presented 
in Appendix A. The work was performed in accordance with the Sampling and Analysis Plan 
(SAP) and Quality Assurance Plan (QAP), which are Appendices A and C of the Acton • 
Mickelson • Environmental, Inc. (AME) June 8, 2005 Work Plan for Additional Site Assessment, 
Georgia-Pacific California Wood Products Manufacturing Facility. 

2.2.1 Ground Water Elevation and Liquid Phase Hydrocarbon Measurements 

On March 28, 2005, prior to purging and sampling, measurements were collected from each 
monitoring well to determine the depth to water below the top of well casing and the thickness of 
LPH, if present. Measurements were made using an intrinsically safe Solinst® Model 122 
Interface Meter, in accordance with procedures presented in the SAP. This instrument generates 
separate, distinct tones for LPH and water when the probe is lowered into the monitoring well, 
and is capable of detecting LPH thicknesses of 0.01 foot or more. These measurements were 
corrected to elevations relative to mean sea level (msl) by subtracting the depth to water from the 
elevation of the top of each monitoring well casing. The interface probe was decontaminated 
prior to use in each monitoring well gauged. 

2.2.2 Ground Water Monitoring Well Purging, Sampling, and Analysis 

Each of the monitoring wells was purged using a peristaltic pump and low-flow methods. Purge 
rates were maintained between 0.1 and 0.2 gallons per minute (gpm). To reduce the possibility of 
cross-contamination, dedicated peristaltic pump tubing was used to purge and sample each 
monitoring well. Dedicated discharge tubing was used for each monitoring well. 

To determine when water chemistry had stabilized and low-flow purging was producing water 
representative of aquifer conditions, field measurements were made for pH, temperature, 
turbidity, specific conductance, dissolved oxygen (DO), and oxidation reduction potential (ORP). 
Measurements of these parameters were collected using Horiba U-22XD and Horiba U-10 water 
quality meters. A Hanna Model HI-9142 Dissolved Oxygen Meter was used in association with 
the Horiba U-10. A Chemits field Test Kit was used to compare readings collected from the 
meters measuring DO at a frequency of every fifth monitoring well sampled.  
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Ferrous iron concentrations were also determined in the field for each monitoring well using a 
Hach Model IR-18C Ferrous Iron Test Kit. These tests were conducted at the conclusion of the 
purging of each monitoring well by collecting a water sample from the pump discharge tube. 

Measurements of field parameters and other relevant information for each monitoring well were 
recorded on Well Sampling/Development Information forms. Copies of these forms, along with 
ground water level measurement and instrument calibration data, are presented in Appendix B. 

Following monitoring well purging, ground water samples were collected directly from the pump 
discharge tubing into the appropriate containers. The sample containers provided by the 
analytical laboratory were pre-washed, prepared, and supplied with preservatives in accordance 
with analytical laboratory quality assurance/quality control (QA/QC) protocols. Ground water 
samples for dissolved metals were filtered in the field with disposable 0.45-micron inline 
cartridge filters. 

After placing ground water samples in appropriate containers, each was immediately labeled 
with the sample number, time, date, sampler’s name, and preservative. The sample containers 
were then placed in coolers containing water ice along with a temperature blank and the 
chain-of-custody form pending delivery to the laboratory. Copies of chain-of-custody forms are 
included in Appendix C. 

Ground water samples were submitted to Curtis & Tompkins Ltd. in Berkeley, California, a 
laboratory certified by the California Department of Health Services for analysis for the 
following: 

• Total petroleum hydrocarbons as gasoline (TPHg), total petroleum hydrocarbons as 
diesel (TPHd), and total petroleum hydrocarbons as motor oil (TPHo) by United States 
Environmental Protection Agency (EPA) Method 8015B. Samples submitted for analysis 
of TPHd and TPHo were prepared with silica gel cleanup by EPA Method 3630C 

• Benzene, toluene, ethylbenzene, and xylenes (BTEX) by EPA Method 8260B 

• Methyl tertiary-butyl ether (MTBE) by EPA Method 8260B 

• Volatile organic compounds (VOCs) by EPA Method 8260B 

• Semi-volatile organic compounds (SVOCs) by EPA Method 8270C 

• Polynuclear aromatic hydrocarbons (PAHs) by EPA Method 8310 

• Polychlorinated biphenyls (PCBs) by EPA Method 8082 

• Organochloride pesticides by EPA Method 8081A 

• Dissolved metals by EPA Method 6010B or 7470A 
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• Tannin and lignin by Method SMWW 5550B 

Copies of laboratory reports for samples collected during this ground water monitoring event are 
presented in Appendix C of this report. 

2.2.3 Quality Assurance/Quality Control 

QA/QC procedures outlined in the QAP were adhered to during the sampling events QC 
samples, including trip blanks, field duplicates, and matrix spike/matrix spike duplicates 
(MS/MSDs) were collected, submitted, and analyzed in accordance with the QAP.  

Laboratory data were validated based on data quality objectives and parameters presented in the 
QAP. Included in this validation process was evaluation of the following criteria: 

• Specified laboratory reporting limits (RLs)  
• Field duplicate and primary sample relative percent differences (RPDs) 
• Trip blanks 
• Sample temperatures upon laboratory receipt 
• Sample preservation  
• Holding times 
• Laboratory blanks 
• Surrogate spike results 
• MS/MSD results 
• Laboratory control sample RPDs and recovery rates 

Based on the results of the data validation process, samples may be qualified with the following 
flags: 

• u – the reported analyte was not detected 
• j – the reported result is an estimated value 
• uj – the reported analyte was not detected and the RL is an estimated value 
• r – the reported result is rejected and is unusable 

Ground water sample analytical reports are in Appendix C, and additional information regarding 
the application of data validation qualifiers is presented in Appendix D. 

2.2.4 Investigation Derived Waste 

Waste fluids resulting from monitoring activities, including decontamination fluids and well 
purge water, were temporarily contained in portable plastic tanks in the sampling trucks. These 
fluids were transferred to a storage tank for on-site storage pending characterization. Solid waste 
items, including paper, plastic, cardboard, and used vinyl gloves were contained in plastic trash 
bags and disposed in a dumpster provided at the site.  
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3.0 RESULTS 

3.1 Ground Water Elevation and Liquid Phase Hydrocarbon Measurements 

Depth to ground water and LPH thickness was measured in the monitoring wells on 
March 28, 2005. No ground water monitoring wells contained detectable levels of LPH during 
this monitoring event. Note that an LPH thickness of 0.01 foot was measured in monitoring well 
MW-5.1 during the previous three monitoring events. Table 2 is a compilation of current and 
historical ground water level and LPH measurements. Ground water elevations are provided 
relative to msl. 

On March 28, 2005, depth to ground water for the site ranged from 0.74 foot below ground 
surface (bgs) in MW-3.6, to 26.72 feet bgs in MW-10.3. Ground water elevations ranged from 
19.13 feet msl in monitoring well MW-4.1 to 69.64 feet msl in monitoring well MW-3.3 
(Table 2; Figure 4).  

Figure 4 is the ground water elevation contour map for March 28, 2005. The inferred ground 
water flow direction for the site was generally toward the Pacific Ocean, with the ground water 
elevation contours broadly reflecting the site topography. The inferred horizontal hydraulic 
gradient ranged from approximately 0.015 to 0.06. 

3.2 General Ground Water Quality 

3.2.1 General Ground Water Quality Parameters 

General ground water quality parameters include temperature, pH, specific conductance, DO, 
oxidation-reduction potential, ferrous iron, and turbidity. Measurements of these parameters and 
other relevant information for each monitoring well are recorded on the Sampling/Development 
Information forms (Appendix B). 

3.2.2 Total Petroleum Hydrocarbons, Benzene, Toluene, Ethylbenzene, Xylenes, and 
Methyl Tertiary-Butyl Ether 

Ground water analytical data for TPHg, TPHd, TPHo, BTEX, and MTBE are in Table 3. 

3.2.2.1 Total Petroleum Hydrocarbons as Gasoline 

TPHg was reported at less than the RL of 50 µg/L in all samples analyzed except for 56 and 58 
µg/L, respectively, in the primary and duplicate samples from monitoring well MW-3.2, which is 
located northeast of the former Mobile Equipment Shop North in Parcel 3 (Figure 3).  

3.2.2.2 Total Petroleum Hydrocarbons as Diesel  

TPHd was reported at less than the RL of 40 or 50 µg/L (with silica gel cleanup) in all samples 
analyzed except for 310 µg/L in the sample collected from monitoring well MW-5.1, which is 
located on the northwest corner of the Mobile Equipment Shop in Parcel 5 (Figure 3). 
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3.2.2.3 Total Petroleum Hydrocarbons as Motor Oil  

TPHo was reported at less than the RLs, which ranged from 240 to 300 µg/L, in all samples 
analyzed. 

3.2.2.4 Benzene 

Benzene was reported at less than the RL of 0.5 µg/L in all samples analyzed except for 1.0 µg/L 
in the ground water sample collected from only one monitoring well, MW-5.1, which is located 
on the northwest corner of the Mobile Equipment Shop in Parcel 5 (Figure 3).  

3.2.2.5 Toluene 

A total of 27 of the 32 ground water samples contained reported concentrations of toluene 
greater than the RL, with reported concentrations ranging from 0.5 to 2.7 µg/L Based on the data 
validation review, these results were qualified as non-detected, at an estimated detection limit, 
and qualified “uj” (see Section 3.3). 

3.2.2.6 Ethylbenzene 

Ethylbenzene was reported at less than the RL of 0.5 µg/L in all samples analyzed. 

3.2.2.7 Xylenes 

M,p and o-xylenes were reported at less than the RL of 0.5 µg/L in all samples analyzed except 
for 0.6 and 0.7 µg/L m,p-xylenes in the samples collected from monitoring wells MW-2.2 and 
MW-10.4, respectively. 

3.2.2.8 Methyl Tertiary-Butyl Ether  

MTBE was reported at less than the RL of 0.5 µg/L in all samples analyzed except for 0.5 and 
1.8 µg/L in the samples from monitoring wells MW-5.6 and MW-5.7, respectively, located on 
the east side of the Former Sawmill #1 in Parcel 5 (Figure 3). 

3.2.3 Volatile Organic Compounds 

Laboratory analytical results for VOCs are in Table 4. Results include reported concentrations 
greater than the respective RLs in samples from monitoring wells MW-3.1, MW-3.2, and 
MW-3.3, which are in the Former Mobile Equipment Shop area in Parcel 3, and monitoring 
wells MW-5.1 and MW-5.3, which are near the Mobile Equipment Shop located south of Pond 5 
in Parcel 5 (Figure 3). Reported concentrations of VOCs in the ground water samples obtained 
from the remaining monitoring wells were less than the respective RLs. 

Reported concentrations of 1,1-dichloethane (1,1-DCA) greater than the RL ranged from 
0.8 µg/L in the sample from monitoring well MW-3.3 up to 2.7 µg/L in the sample from 
monitoring well MW-3.1. A total of 4 out of the 32 ground water samples contained reported 
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concentrations of 1,1-DCA greater than the RL; these samples were collected from monitoring 
wells MW-3.1, MW-3.3, and MW-5.3 (primary and duplicate samples). Cis-1,2-dichloethene 
(cis-1,2-DCE) was reported at greater than the RL in samples obtained from monitoring wells 
MW-3.1, MW-3.2, MW-5.1, and MW-5.3, with concentrations up to 4.0 µg/L in the sample 
collected from monitoring well MW-5.1. 

Freon 113 was reported in the sample obtained from monitoring well MW-3.3 at a concentration 
of 7.0 µg/L. Reported concentrations of Freon 113 in the ground water samples obtained from 
the remaining monitoring wells were less than the RL. 

Naphthalene was reported at concentrations of 3.9 and 4.0 µg/L in the primary and duplicate 
samples collected from monitoring well MW-5.3. Reported naphthalene concentrations in the 
ground water samples obtained from the remaining monitoring wells were less than the RL. 

Reported tetrachloroethene (PCE) concentrations greater than the RL ranged from 1.6 µg/L in 
the sample from monitoring well MW-3.3 to 2.1 µg/L in the primary and duplicate samples 
collected from monitoring well MW-3.2 and the sample from monitoring well MW-3.1. The 
reported PCE concentrations in the ground water samples obtained from the remaining 
monitoring wells were less than the RL. 

1,1,1-trichloroethane was reported at less than the RL in all samples analyzed except for 5.4 µg/l 
in the sample from monitoring well MW-3.3. 

Trichloroethene (TCE) was reported at greater than the RL in samples obtained from monitoring 
wells MW-3.1, MW-3.2, and MW-5.1, with concentrations ranging up to 2.9 µg/L in the sample 
obtained from monitoring well MW-5.1. 

3.2.4 Semi-volatile Organic Compounds 

Reported concentrations of SVOCs were less than the respective RLs (Table 5).  

3.2.5 Polynuclear Aromatic Hydrocarbons 

Reported concentrations of PAHs in March 2005 site ground water samples were less than the 
respective RLs, with the exception of naphthalene at concentrations of 4.2 and 4.7 µg/L in the 
primary and duplicate samples obtained from monitoring well MW-5.3 (Table 6). Monitoring 
well MW-5.3 is located near the Mobile Equipment Shop located south of Pond 5 in Parcel 5 
(Figure 3). 

3.2.6 Polychlorinated Biphenyls 

Reported concentrations of PCBs were less than the respective RLs (Table 7). 
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3.2.7 Organochlorine Pesticides 

Reported concentrations of organochlorine pesticides were less than the respective RLs 
(Table 8).  

3.2.8 Dissolved Metals 

Laboratory analytical results for dissolved metals are in Table 9. They include reported 
concentrations of arsenic, barium, and zinc greater than the respective RLs. Concentrations of the 
remaining dissolved metals were less than the respective RLs. 

Concentrations of arsenic greater than the RL were reported in samples collected from 
monitoring wells MW-4.2, MW-5.3 through MW-5.7, and MW-10.4 in Parcels 4, 5, and 10, 
respectively. The maximum reported arsenic concentration was 19 µg/L in the sample obtained 
from monitoring well MW-5.7, which is located southeast of Former Sawmill #1 (Figure 3). 

Concentrations of barium ranged from less than the RL to 3,400 µg/L in the sample from 
monitoring well MW-4.1 in Parcel 4. A total of 30 of the 32 ground water samples had reported 
concentrations of barium greater than the RL. 

Concentrations of zinc were less than the RL, except for the sample from monitoring well MW-
3.1 in Parcel 3 at a concentration of 350 µg/L.  

3.2.9 Tannin and Lignin 

Reported tannin and lignin concentrations ranged from less than the RL to 6,900 µg/L in the 
sample from monitoring well MW-5.5. A total of 21 out of the 32 ground water samples 
contained reported concentrations of tannin and lignin greater than the RL (Table 10). 

3.3 Data Validation Results 

Data validation was performed using procedures outlined in the QAP. Data qualifiers appended 
to the laboratory results have been added to the tables summarizing the ground water analytical 
data. Copies of data validation summary reports are included in Appendix D. 

Analytical results of trip blank and equipment blank samples indicate that field QC measures 
were properly implemented. The results of the data validation process indicate that most QC 
criteria, including holding times, instrument checks, sample temperatures, calibration, blanks, 
duplicates, spikes, standards, and RLs were met by the laboratory. 

In general, the overall assessment of the analytical results indicates that data are acceptable and 
usable, although occasional deviations from control limits required that some of the reported 
values be qualified. Most of these control limit deviations are the result of surrogate recoveries or 
holding times. The impact of these deviations is that some of the reported laboratory values have 
been qualified as estimated values (i.e., flagged “uj”). 
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As reported by the laboratory, a total of 27 of the 32 ground water samples contained reported 
concentrations of toluene greater than the RL, with reported concentrations ranging from 0.5 to 
2.7 µg/L. Historically, reported toluene concentrations in ground water samples from the 
monitoring wells were generally below the RL. Reported toluene concentrations in trip blank 
samples collected in March 2005 were also below the RL. The relatively narrow range of 
reported concentrations, coupled with the lack of spatial correlation and the results of the trip 
blank samples and historical data suggests that the toluene was introduced to the samples through 
a pathway independent of the trip blank samples. (For example, introduction of toluene to the 
sample containers or sample tubing during transport or storage.) Based on the data validation 
review, these results were qualified as non-detected, at an estimated detection limit, and qualified 
“uj.” 

In general, validation of the laboratory reports indicated that the majority of laboratory data meet 
the QAP-specified criteria for precision, accuracy, representativeness, comparability, and 
completeness. No systemic laboratory QC issues were identified, and no corrective actions were 
required. 

4.0 SUMMARY AND CONCLUSIONS 

No ground water monitoring wells contained detectable levels of LPH during this monitoring 
event. The inferred ground water flow direction for the site was generally toward the Pacific 
Ocean. 

Reported concentrations of TPHg were less than the RL, except for reported concentrations of 56 
and 58 µg/L, respectively, in the primary and duplicate ground water samples collected from 
monitoring well MW-3.2. Reported concentrations of TPHd were less than the RL, with the 
exception of a reported concentration of 310 µg/L in the sample collected from monitoring well 
MW-5.1. Reported concentrations of TPHo were less than the RL. 

Benzene was reported in the ground water sample obtained from monitoring well MW-5.1 at a 
concentration of 1.0 µg. Reported benzene concentrations in the ground water samples obtained 
from the remaining monitoring wells were less than the RL. Reported concentrations of MTBE 
ranged from less than the RL to 1.8 µg/L in the sample from monitoring well MW-5.7. 

Reported concentrations of VOCs were greater than the RLs in samples obtained from 
monitoring wells MW-3.1, MW-3.2, MW-3.3, MW-5.1, and MW-5.3. The VOCs with reported 
concentrations greater than the RL included 1,1-DCA, cis-1,2-DCE, Freon 113, naphthalene, 
PCE, 1,1,1-TCA, and TCE. Reported concentrations of VOCs were less than the respective RLs. 

Reported concentrations of PAHs were less than the respective RLs, with the exception of 
naphthalene in one monitoring well, MW-5.3, where it was reported at concentrations of 4.2 and 
4.7 µg/L in the primary and duplicate samples, respectively. Reported concentrations of SVOCs, 
PCBs, and organochlorine pesticides were less than the respective RLs. 
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Laboratory analytical results of ground water samples collected for dissolved metals included 
reported concentrations of arsenic, barium, and zinc greater than the respective RLs. 
Concentrations of the remaining dissolved metals were less than the respective RLs. 

5.0 RECOMMENDATIONS 

Quarterly monitoring will continue at the site. Analytical parameters for the second quarter 2005 
monitoring event will include TPHg, TPHd and TPHo with silica gel cleanup, VOCs, SVOCs, 
PAHs, PCBs, and dissolved metals. The PCB analysis will include specific congeners. Analyses 
for TPHd, TPHo, SVOCs, PAHs, and PCB congeners will be reported to the method detection 
limit. 

6.0 REMARKS 

This ground water monitoring report represents our professional opinions, which are based in 
part on client-supplied and currently available information and are arrived at in accordance with 
accepted hydrogeologic and engineering practices at this time and location. Other than this, no 
warranty is implied or intended. This ground water monitoring report was prepared solely for the 
use of our client. Any reliance on the information contained in the ground water monitoring 
report by third parties shall be at such parties’ sole risk. 

7.0  REFERENCES 

AME. 2005. Work Plan for Additional Site Assessment, Georgia-Pacific California Wood 
Products Manufacturing Facility. Includes Appendix A, Sampling and Analysis Plan, 
Appendix B, Quality Assurance Plan. June 9. 
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WELL PARCEL
EAST 
(feet)

NORTH 
(feet)

CASING 
ELEVATION

(feet)

TOP OF 
SCREEN 
(feet bgs)

BOTTOM 
OF 

SCREEN
(feet bgs)

SCREEN 
LENGTH 

(feet)

TABLE 1

MONITORING WELL CONSTRUCTION DETAILS

TOP OF 
FILTER 
(feet bgs)

BOTTOM
OF

FILTER
(feet bgs)

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-2.1 2 6050175.99 2294112.70 60.79 5 19.75 14.75 4 20

MW-2.2 2 6050176.56 2293835.20 60.70 5 19.75 14.75 4 20

MW-2.3 2 6050284.88 2293863.53 62.67 5 19.75 14.75 4 20

MW-3.1 3 6050981.83 2293457.19 76.07 4.5 24.25 19.75 3.5 24.5

MW-3.2 3 6051068.66 2293461.33 76.18 8 23.25 15.25 7 25

MW-3.3 3 6051082.54 2293300.43 74.22 5 24.75 19.75 4 25

MW-3.4 3 6051191.86 2292715.89 60.84 4.1 9.75 5.65 4 11

MW-3.5 3 6051183.42 2292653.44 59.40 2.5 12.5 10 2 13

MW-3.6 3 6051126.72 2292593.43 57.61 2.5 12.5 10 2 13

MW-3.7 3 6050447.13 2293206.57 63.24 5 24.75 19.75 4 25

MW-3.8 3 6050449.99 2293534.60 63.44 5 24.75 19.75 4 25

MW-3.9 3 6050485.92 2293591.22 63.32 5 19.75 14.75 4 20

MW-4.1 4 6050111.01 2292087.14 22.91 2 27.25 25.25 1.5 30

MW-4.2 4 6050191.46 2292228.96 28.12 4 28.75 24.75 3 30

MW-4.3 4 6050297.47 2292132.93 25.19 3 29.75 26.75 2 30

MW-4.4 4 6050432.95 2292123.60 26.54 5 29.75 24.75 4 30

MW-5.1 5 6051249.88 2291773.24 58.32 5 24.75 19.75 4 25

MW-5.2 5 6051356.28 2291788.43 59.61 5 24.75 19.75 4 26

MW-5.3 5 6051200.92 2291538.19 56.71 5 29.75 24.75 4 30

MW-5.4 5 6051316.86 2291493.40 58.99 5 29.75 24.75 4 30

MW-5.5 5 6051198.46 2291367.85 57.56 5 29.75 24.75 4 30

MW-5.6 5 6050856.11 2292202.54 50.07 5 24.75 19.75 4 25
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WELL PARCEL
EAST 
(feet)

NORTH 
(feet)

CASING 
ELEVATION

(feet)

TOP OF 
SCREEN 
(feet bgs)

BOTTOM 
OF 

SCREEN
(feet bgs)

SCREEN 
LENGTH 

(feet)

TABLE 1

MONITORING WELL CONSTRUCTION DETAILS

TOP OF 
FILTER 
(feet bgs)

BOTTOM
OF

FILTER
(feet bgs)

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-5.7 5 6050760.50 2292109.14 44.83 5 34.75 29.75 4 35

MW-5.8 5 6050664.80 2292295.12 45.62 2 19.75 17.75 1.5 20

MW-5.9 5 6050562.23 2292112.94 31.32 5 24.75 19.75 4 25

MW-7.1 7 6049756.55 2290878.73 54.03 5 14.75 9.75 4 15

MW-10.1 10 6049208.77 2288773.88 78.82 15 29.75 14.75 12 30

MW-10.2 10 6048962.69 2289267.80 70.69 4 12.75 8.75 3 14

MW-10.3 10 6048746.19 2288475.51 71.62 16 24.75 8.75 15 25

MW-10.4 10 6048641.98 2288994.46 73.42 18 29.75 11.75 17 30

East and North horizontal coordinates are in California Coordinate System, North American Datum 1983.
Casing elevation is in mean sea level. The casing elevation is the measuring point for ground water levels.
bgs = Below ground surface.
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LOCATION DATE

REFERENCE
ELEVATION

(feet)

DEPTH 
TO 

WATER 
(feet)

GROUND 
WATER

ELEVATION
(feet)

LPH 
THICKNESS

 (feet)

DEPTH 
TO LPH

 (feet) NOTES

TABLE 2

GROUND WATER ELEVATION DATA

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-2.1 60.79 4.52 56.271/29/2004

60.79 5.26 55.536/23/2004

60.79 5.96 54.839/22/2004

60.79 5.56 55.2312/7/2004

60.79 4.29 56.503/28/2005

MW-2.2 60.70 2.90 57.801/29/2004

60.70 4.23 56.476/23/2004

60.70 5.35 55.359/22/2004

60.70 4.40 56.3012/7/2004

60.70 2.46 58.243/28/2005

MW-2.3 62.67 4.29 58.381/29/2004

62.67 5.44 57.236/23/2004

62.67 6.63 56.049/22/2004

62.67 5.87 56.8012/7/2004

62.67 3.96 58.713/28/2005

MW-3.1 76.07 6.50 69.571/28/2004

76.07 8.84 67.236/24/2004

76.07 10.26 65.819/22/2004

76.07 9.89 66.1812/7/2004

76.07 6.61 69.463/28/2005

MW-3.2 76.18 6.57 69.611/28/2004

76.18 8.92 67.266/24/2004

76.18 10.31 65.879/22/2004

76.18 9.96 66.2212/7/2004

76.18 6.67 69.513/28/2005

MW-3.3 74.22 4.70 69.521/28/2004

74.22 6.97 67.256/24/2004

74.22 8.28 65.949/22/2004

74.22 7.75 66.4712/7/2004

74.22 4.58 69.643/28/2005

MW-3.4 60.84 1.38 59.461/28/2004

60.84 2.10 58.746/24/2004

60.84 3.72 57.129/22/2004

60.84 3.76 57.0812/7/2004

60.84 1.51 59.333/28/2005
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LOCATION DATE

REFERENCE
ELEVATION

(feet)

DEPTH 
TO 

WATER 
(feet)

GROUND 
WATER

ELEVATION
(feet)

LPH 
THICKNESS

 (feet)

DEPTH 
TO LPH

 (feet) NOTES

TABLE 2

GROUND WATER ELEVATION DATA

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-3.5 59.40 1.63 57.771/28/2004

59.40 2.91 56.496/24/2004

59.40 3.93 55.479/22/2004

59.40 2.95 56.4512/7/2004

59.40 1.51 57.893/28/2005

MW-3.6 57.61 1.05 56.561/28/2004

57.61 2.15 55.466/24/2004

57.61 2.55 55.069/22/2004

57.61 2.22 55.3912/7/2004

57.61 0.74 56.873/28/2005

MW-3.7 63.24 6.52 56.721/28/2004

63.24 7.70 55.546/24/2004

63.24 9.63 53.619/22/2004

63.24 8.65 54.5912/7/2004

63.24 5.75 57.493/28/2005

MW-3.8 63.44 4.58 58.861/28/2004

63.44 5.61 57.836/24/2004

63.44 7.19 56.259/22/2004

63.44 6.40 57.0412/7/2004

63.44 3.89 59.553/28/2005

MW-3.9 63.32 4.09 59.231/28/2004

63.32 5.01 58.316/24/2004

63.32 6.61 56.719/22/2004

63.32 5.90 57.4212/7/2004

63.32 3.87 59.453/28/2005

MW-4.1 22.91 3.96 18.951/28/2004

22.91 6.15 16.766/23/2004

22.91 7.31 15.609/22/2004

22.91 4.95 17.9612/7/2004

22.91 3.78 19.133/28/2005

MW-4.2 28.12 6.25 21.871/28/2004

28.12 8.96 19.166/23/2004

28.12 11.58 16.549/22/2004

28.12 7.07 21.0512/7/2004

28.12 5.50 22.623/28/2005
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LOCATION DATE

REFERENCE
ELEVATION

(feet)

DEPTH 
TO 

WATER 
(feet)

GROUND 
WATER

ELEVATION
(feet)

LPH 
THICKNESS

 (feet)

DEPTH 
TO LPH

 (feet) NOTES

TABLE 2

GROUND WATER ELEVATION DATA

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-4.3 25.19 3.10 22.091/28/2004

25.19 5.67 19.526/24/2004

25.19 2.69 22.503/28/2005

MW-4.4 26.54 2.89 23.651/28/2004

26.54 4.56 21.986/24/2004

26.54 6.31 20.239/22/2004

26.54 3.58 22.9612/7/2004

26.54 2.25 24.293/28/2005

Pond 8 Outfall N 40.01 -0.05 40.063/30/2005

Pond 8 Outfall S 39.91 -0.25 40.163/30/2005

MW-5.1 58.32 9.95 48.371/29/2004

58.32 11.14 47.196/24/2004 0.0111.13 Used LPH density 0.81

58.32 12.08 46.259/22/2004 0.0112.07 Used LPH density 0.81

58.32 10.87 47.4612/7/2004 0.0110.86 Used LPH density 0.81

58.32 9.71 48.613/28/2005

MW-5.2 59.61 1.26 58.351/29/2004

59.61 2.30 57.316/24/2004

59.61 2.80 56.819/22/2004

59.61 2.50 57.1112/7/2004

59.61 0.85 58.763/28/2005

MW-5.3 56.71 8.77 47.941/29/2004

56.71 10.09 46.626/25/2004

56.71 11.28 45.439/22/2004

56.71 10.21 46.5012/7/2004

56.71 6.65 50.063/28/2005

MW-5.4 58.99 3.97 55.021/29/2004

58.99 4.40 54.596/24/2004

58.99 5.35 53.649/22/2004

58.99 4.64 54.3512/7/2004

58.99 3.31 55.683/28/2005

MW-5.5 57.56 8.33 49.231/29/2004

57.56 9.80 47.766/25/2004

57.56 10.95 46.619/22/2004

57.56 10.49 47.0712/7/2004

57.56 8.04 49.523/28/2005
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LOCATION DATE

REFERENCE
ELEVATION

(feet)

DEPTH 
TO 

WATER 
(feet)

GROUND 
WATER

ELEVATION
(feet)

LPH 
THICKNESS

 (feet)

DEPTH 
TO LPH

 (feet) NOTES

TABLE 2

GROUND WATER ELEVATION DATA

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-5.6 50.07 11.20 38.871/29/2004

50.07 12.31 37.766/24/2004

50.07 13.72 36.359/22/2004

50.07 11.59 38.4812/7/2004

50.07 10.69 39.383/28/2005

MW-5.7 44.83 4.89 39.941/29/2004

44.83 5.71 39.126/24/2004

44.83 6.10 38.739/22/2004

44.83 5.10 39.7312/7/2004

44.83 4.33 40.503/28/2005

MW-5.8 45.62 5.18 40.441/29/2004

45.62 8.94 36.686/24/2004

45.62 9.96 35.669/22/2004

45.62 4.68 40.9412/7/2004

45.62 4.23 41.393/28/2005

MW-5.9 31.32 4.34 26.981/29/2004

31.32 8.62 22.706/24/2004

31.32 13.27 18.059/22/2004

31.32 5.45 25.8712/7/2004

31.32 3.18 28.143/28/2005

MW-7.1 54.03 6.26 47.771/28/2004

54.03 6.44 47.596/23/2004

54.03 6.66 47.379/22/2004

54.03 6.47 47.5612/7/2004

54.03 5.92 48.113/28/2005

MW-10.1 78.82 16.98 61.831/27/2004

78.82 19.08 59.746/23/2004

78.82 19.65 59.168/17/2004

78.82 20.04 58.789/22/2004

78.82 20.00 58.8212/7/2004

78.82 17.44 61.383/28/2005
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LOCATION DATE

REFERENCE
ELEVATION

(feet)

DEPTH 
TO 

WATER 
(feet)

GROUND 
WATER

ELEVATION
(feet)

LPH 
THICKNESS

 (feet)

DEPTH 
TO LPH

 (feet) NOTES

TABLE 2

GROUND WATER ELEVATION DATA

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

MW-10.2 70.69 7.91 62.781/27/2004

70.69 9.70 60.996/23/2004

70.69 10.30 60.398/17/2004

70.69 10.76 59.939/22/2004

70.69 10.55 60.1412/7/2004

70.69 7.07 63.623/28/2005

MW-10.3 71.62 25.99 45.631/27/2004

71.62 -999.006/23/2004 Dry

71.62 -999.008/17/2004 Dry

71.62 -999.009/22/2004 Dry

71.62 -999.0012/7/2004 Dry

71.62 26.72 44.903/28/2005

MW-10.4 73.42 25.05 48.371/27/2004

73.42 26.44 46.986/23/2004

73.42 26.95 46.468/17/2004

73.42 27.42 46.009/22/2004

73.42 27.42 46.0012/7/2004

73.42 25.22 48.203/28/2005

Reference elevation (i.e. the casing elevation) is in mean sea level.
Ground water elevation is corrected for the observed LPH thickness using the LPH density stated in the Notes column.
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/29/2004 NA NA NAMW-2.1 NA NA<50 NA<50 Primary NA NANA
6/23/2004 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 2.7 uj
1/29/2004 NA NA NAMW-2.2 NA NA<50 NA<50 Primary NA NANA
6/23/2004 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA 0.6 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 1.5 uj
1/29/2004 NA NA NAMW-2.3 NA NA110 NA<50 Primary NA NANA
6/23/2004 NA <0.5 <0.5 NA <0.5 60 <300 <50 Primary <0.5 <0.5 <0.5 
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 1.3 uj
1/28/2004 NA NA NAMW-3.1 NA NA<50 NA<50 Primary NA NANA
6/24/2004 NA NA NANA NA<50 <300 90 Primary NA NANA
9/22/2004 73 <0.5 <0.5 <300 40 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 55 <0.5 <0.5 <300 7.9 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 1.4 uj
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/28/2004 NA NA NAMW-3.2 NA NA180 NA400 Primary NA NANA
6/24/2004 NA NA NANA NA120 <300 240 Primary NA NANA
9/22/2004 450 <0.5 <0.5 <300 1 83 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 560 <0.5 <0.5 <300 0.7 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA <0.5 <0.5 NA <0.5 56 <300 <50 Primary <0.5 <0.5 1 uj
3/28/2005 NA <0.5 <0.5 NA <0.5 58 <300 <50 Duplicate <0.5 <0.5 0.9 uj
1/28/2004 NA NA NAMW-3.3 NA NA<50 NA<50 Primary NA NANA
6/24/2004 NA NA NANA NA<50 <300 <50 Primary NA NANA
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 74 <0.5 0.8 760 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.9 uj
1/28/2004 NA NA NAMW-3.4 NA NANA <300 <50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.8 uj
1/28/2004 NA NA NAMW-3.5 NA NANA <300 <50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.5 uj
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/28/2004 NA NA NAMW-3.6 NA NANA <300 <50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.7 uj
1/28/2004 NA NA NAMW-3.7 NA NANA NA<50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 1.1 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
1/28/2004 NA NA NAMW-3.8 NA NANA NA<50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <240 <40 Primary <0.5 <0.5 0.6 uj
1/28/2004 NA NA NAMW-3.9 NA NANA NA<50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 150 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <240 <40 Primary <0.5 <0.5 0.6 uj
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/28/2004 NA <0.5 <0.5 MW-4.1 NA <0.5 NA NA<50 Primary <0.5 <0.5 <0.5 
6/23/2004 NA <0.5 <0.5 NA <0.5 NA <300 <50 Primary <0.5 <0.5 <0.5 
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.6 uj
1/28/2004 NA <0.5 <0.5 MW-4.2 NA <0.5 NA NA<50 Primary <0.5 <0.5 <0.5 
6/23/2004 NA <0.5 <0.5 NA <0.5 NA <300 <50 Primary <0.5 <0.5 <0.5 
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.6 uj
1/28/2004 NA <0.5 <0.5 MW-4.3 NA <0.5 NA NA76 Primary <0.5 <0.5 <0.5 
6/24/2004 NA <0.5 <0.5 NA <0.5 NA <300 <50 Primary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.7 uj
1/28/2004 NA <0.5 <0.5 MW-4.4 NA <0.5 NA NA<50 Primary <0.5 <0.5 <0.5 
6/24/2004 NA <0.5 <0.5 NA <0.5 NA <300 <50 Primary <0.5 <0.5 <0.5 
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 320 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <240 <40 Primary <0.5 <0.5 0.6 uj
1/29/2004 NA <0.5 <0.5 MW-5.1 NA <0.5 <50 <300 82 Primary 0.9 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 310 Primary 1 <0.5 0.5 uj
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/29/2004 NA <0.5 <0.5 MW-5.2 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
6/24/2004 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.6 uj
1/29/2004 NA <0.5 <0.5 MW-5.3 NA 1.3 <50 <300 <50 Primary <0.5 <0.5 <0.5 
6/25/2004 NA <0.5 <0.5 NA 0.6 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/23/2004 <50 <0.5 <0.5 <300 0.9 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.9 uj
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Duplicate <0.5 <0.5 0.9 uj
1/29/2004 NA <0.5 <0.5 MW-5.4 NA 1.6 <50 <300 <50 Primary <0.5 <0.5 <0.5 
6/24/2004 NA <0.5 <0.5 NA 0.7 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/23/2004 <50 <0.5 <0.5 <300 1 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 1.6 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.7 uj
1/29/2004 NA NA NAMW-5.5 NA NA<50 NA<50 Primary NA NANA
6/25/2004 NA NA NANA NA<50 <300 <50 Primary NA NANA
9/22/2004 610 <0.5 <0.5 2100 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 370 <0.5 <0.5 1700 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/29/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.8 uj
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/29/2004 NA NA NAMW-5.6 NA NANA NA<50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 0.7 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA 0.5 <50 <240 <40 Primary <0.5 <0.5 0.8 uj
1/29/2004 NA NA NAMW-5.7 NA NANA NA<50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 2.2 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 0.9 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA 1.8 <50 <240 <40 Primary <0.5 <0.5 <0.5 
1/30/2004 NA NA NAMW-5.8 NA NANA NA<50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/9/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <240 <40 Primary <0.5 <0.5 <0.5 
1/28/2004 NA NA NAMW-5.9 NA NANA <300 <50 Primary NA NANA
6/24/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/23/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.8 uj
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/28/2004 NA NA NAMW-7.1 NA NANA NA<50 Primary NA NANA
6/23/2004 NA NA NANA NANA <300 <50 Primary NA NANA
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/31/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.5 uj
1/27/2004 NA NA NAMW-10.1 NA NANA NA<50 Primary NA NANA
6/23/2004 NA NA NANA NANA <300 <50 Primary NA NANA
8/17/2004 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/7/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/31/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.6 uj
1/27/2004 NA NA NAMW-10.2 NA NANA NA<50 Primary NA NANA
6/23/2004 NA NA NANA NANA <300 <50 Primary NA NANA
8/17/2004 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary 3.3 <0.5 <0.5 
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/30/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 0.5 uj
3/31/2005 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Duplicate <0.5 <0.5 0.6 uj
1/27/2004 NA NA NAMW-10.3 NA NANA NA<50 Primary NA NANA
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WELL

  
SAMPLE 

DATE
TPH

GASOLINE
TPH

DIESEL BENZENE TOLUENE
ETHYL

BENZENE
M,P-

XYLENES

 
O- 

XYLENE

TABLE 3

GROUND WATER ANALYTICAL DATA
TOTAL PETROLEUM HYDROCARBONS, BENZENE, TOLUENE, ETHYLBENZENE, XYLENES, AND METHYL TERTIARY BUTYL ETHER

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

TPH
MOTOR OIL

 

MTBE

TPH
MOTOR OIL

(SGCU)

TPH
DIESEL
(SGCU)

  
SAMPLE 

TYPE

1/27/2004 NA NA NAMW-10.4 NA NANA NA<50 Primary NA NANA
6/23/2004 NA NA NANA NANA <300 <50 Primary NA NANA
8/17/2004 NA <0.5 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 <0.5 
9/22/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
12/8/2004 <50 <0.5 <0.5 <300 <0.5 <50 NANAPrimary <0.5 <0.5 <0.5 
3/28/2005 NA 0.7 <0.5 NA <0.5 <50 <300 <50 Primary <0.5 <0.5 1.8 uj

Analyte abbreviations:
     TPH  = Total petroleum hydrocarbons.
    (SGCU) = Sample preparation by silica gel cleanup.
     MTBE = Methyl tertiary butyl ether.
<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
NA = Not analyzed.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Analysis Methods:
    TPH Gasoline analyzed by EPA Method 8015B.
    TPH Diesel and TPH Motor Oil analyzed by EPA Method 8015B with silica gel cleanup by EPA Method 3630 where noted.
    Benzene, toluene, ethylbenzene, xylenes, and MTBE analyzed by EPA Method 8260B.
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WELL
SAMPLE 

DATE
SAMPLE 

TYPE 1,1-DCA
cis-

1,2-DCE
NAPH- 

THALENE
FREON 

113 1,1,1-TCA

TABLE 4

GROUND WATER ANALYTICAL DATA, OTHER VOLATILE ORGANIC COMPOUNDS

OTHER VOLATILE 
ORGANIC COMPOUNDS RESULTPCE TCE

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-2.1 6/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.1 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.1 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.1 3/28/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-2.2 6/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.2 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5 1,2,4-Trimethylbenzene 0.8
MW-2.2 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.2 3/28/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-2.3 6/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5 sec-Butylbenzene 0.8
MW-2.3 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.3 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-2.3 3/28/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-3.1 9/22/2004 Primary 0.7 <0.5<5.0 <0.50.6<0.50.5
MW-3.1 12/8/2004 Primary 1.7 <0.5<5.0 <0.51.5<0.50.7
MW-3.1 3/28/2005 Primary 2.7 <0.5<5 0.82.1<21.3

MW-3.2 9/22/2004 Primary 0.9 <0.5<5.0 0.82.2<0.52.4 sec-Butylbenzene 0.8
MW-3.2 12/8/2004 Primary 2.3 <0.5<5.0 0.51.5<0.55.5
MW-3.2 3/28/2005 Primary <0.5 <0.5<5 0.62.1<23.3
MW-3.2 3/28/2005 Duplicate <0.5 <0.5<5 0.52.1<23.4
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WELL
SAMPLE 

DATE
SAMPLE 

TYPE 1,1-DCA
cis-

1,2-DCE
NAPH- 

THALENE
FREON 

113 1,1,1-TCA

TABLE 4

GROUND WATER ANALYTICAL DATA, OTHER VOLATILE ORGANIC COMPOUNDS

OTHER VOLATILE 
ORGANIC COMPOUNDS RESULTPCE TCE

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-3.3 9/22/2004 Primary 1.9 5.25.1 <0.51.8<0.50.7
MW-3.3 12/8/2004 Primary 0.7 1.3<5.0 <0.50.9<0.5<0.5 1,2,4-Trimethylbenzene 2.3

Isopropylbenzene 1.6
Propylbenzene 1.2

MW-3.3 3/28/2005 Primary 0.8 5.47 <0.51.6<2<0.5

MW-3.4 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5 Carbon Disulfide 0.9
MW-3.4 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.4 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-3.5 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.5 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.5 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-3.6 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.6 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.6 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-3.7 9/23/2004 Primary <0.5 <0.5<5.0 <0.50.6<0.5<0.5
MW-3.7 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.7 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-3.8 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.8 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.8 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-3.9 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.9 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-3.9 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
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WELL
SAMPLE 

DATE
SAMPLE 

TYPE 1,1-DCA
cis-

1,2-DCE
NAPH- 

THALENE
FREON 

113 1,1,1-TCA

TABLE 4

GROUND WATER ANALYTICAL DATA, OTHER VOLATILE ORGANIC COMPOUNDS

OTHER VOLATILE 
ORGANIC COMPOUNDS RESULTPCE TCE

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-4.1 1/28/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.1 6/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.1 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.1 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.1 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-4.2 1/28/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.2 6/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.2 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.2 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.2 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-4.3 1/28/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.3 6/24/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.3 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-4.4 1/28/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.4 6/24/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.4 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.4 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-4.4 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-5.1 1/29/2004 Primary <0.5 <0.5<5.0 2.6<0.51.64.1 Propylbenzene 0.6
MW-5.1 3/29/2005 Primary <0.5 <0.5<5 2.9<0.5<24
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WELL
SAMPLE 

DATE
SAMPLE 

TYPE 1,1-DCA
cis-

1,2-DCE
NAPH- 

THALENE
FREON 

113 1,1,1-TCA

TABLE 4

GROUND WATER ANALYTICAL DATA, OTHER VOLATILE ORGANIC COMPOUNDS

OTHER VOLATILE 
ORGANIC COMPOUNDS RESULTPCE TCE

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-5.2 1/29/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.2 6/24/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.2 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.2 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.2 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-5.3 1/29/2004 Primary 0.8 <0.5<5.0 <0.5<0.50.80.6
MW-5.3 6/25/2004 Primary 0.7 <0.5<5.0 <0.5<0.5<0.50.7
MW-5.3 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.3 12/9/2004 Primary 0.6 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.3 3/29/2005 Primary 1 <0.5<5 <0.5<0.53.91
MW-5.3 3/29/2005 Duplicate 1 <0.5<5 <0.5<0.540.9

MW-5.4 1/29/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.4 6/24/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.4 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.4 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.4 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-5.5 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.5 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.5 3/29/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-5.6 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.6 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.6 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
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WELL
SAMPLE 

DATE
SAMPLE 

TYPE 1,1-DCA
cis-

1,2-DCE
NAPH- 

THALENE
FREON 

113 1,1,1-TCA

TABLE 4

GROUND WATER ANALYTICAL DATA, OTHER VOLATILE ORGANIC COMPOUNDS

OTHER VOLATILE 
ORGANIC COMPOUNDS RESULTPCE TCE

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-5.7 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.7 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.7 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-5.8 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.8 12/9/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.8 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-5.9 9/23/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.9 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-5.9 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-7.1 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-7.1 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-7.1 3/31/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

MW-10.1 8/17/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.1 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.1 12/7/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.1 3/31/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-10.2 8/17/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.2 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.2 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.2 3/30/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5
MW-10.2 3/31/2005 Duplicate <0.5 <0.5<5 <0.5<0.5<2<0.5
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WELL
SAMPLE 

DATE
SAMPLE 

TYPE 1,1-DCA
cis-

1,2-DCE
NAPH- 

THALENE
FREON 

113 1,1,1-TCA

TABLE 4

GROUND WATER ANALYTICAL DATA, OTHER VOLATILE ORGANIC COMPOUNDS

OTHER VOLATILE 
ORGANIC COMPOUNDS RESULTPCE TCE

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-10.4 8/17/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.4 9/22/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.4 12/8/2004 Primary <0.5 <0.5<5.0 <0.5<0.5<0.5<0.5
MW-10.4 3/28/2005 Primary <0.5 <0.5<5 <0.5<0.5<2<0.5

Volatile organic compound abbreviations:
  1,1-DCA = 1,1-dichloroethane
  cis-1,2-DCE = cis-1,2-dichloroethene
  PCE = tetrachloroethene (perchloroethylene)
  1,1,1-TCA = 1,1,1-trichloroethane
  TCE = trichloroethene
<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Samples analyzed by EPA Method 8260B.
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WELL
SAMPLE 

DATE
SAMPLE

TYPE
2-Methyl- 

naphthalene
Naph- 
thalene Phenol

TABLE 5

GROUND WATER ANALYTICAL DATA, SEMI-VOLATILE ORGANIC COMPOUNDS

OTHER SEMI-VOLATILE 
ORGANIC COMPOUNDS RESULT

Penta- 
chlorophenol

2,4,5-Tri- 
chlorophenol

2,4,6-Tri- 
chlorophenol

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-2.1 9/22/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-2.1 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-2.1 3/28/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 

MW-2.2 9/22/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-2.2 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-2.2 3/28/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-2.3 9/22/2004 Primary <9.7 <9.7 <9.7 <19 <9.7 <9.7 
MW-2.3 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-2.3 3/28/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.1 9/22/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.1 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.1 3/28/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 

MW-3.2 9/22/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.2 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.2 3/28/2005 Primary <10 <10 <10 <20 <10 <10 
MW-3.2 3/28/2005 Duplicate <10 <10 <10 <20 <10 <10 
MW-3.3 9/22/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.3 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.3 3/28/2005 Primary <9.7 <9.7 <9.7 <19 <9.7 <9.7 

MW-3.4 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.4 12/9/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.4 3/29/2005 Primary <9.7 <9.7 <9.7 <19 <9.7 <9.7 
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WELL
SAMPLE 

DATE
SAMPLE

TYPE
2-Methyl- 

naphthalene
Naph- 
thalene Phenol

TABLE 5

GROUND WATER ANALYTICAL DATA, SEMI-VOLATILE ORGANIC COMPOUNDS

OTHER SEMI-VOLATILE 
ORGANIC COMPOUNDS RESULT

Penta- 
chlorophenol

2,4,5-Tri- 
chlorophenol

2,4,6-Tri- 
chlorophenol

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-3.5 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.5 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.5 3/29/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 

MW-3.6 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.6 12/9/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.6 3/29/2005 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-3.7 9/23/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-3.7 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.7 3/29/2005 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-3.8 9/23/2004 Primary <9.7 <9.7 <9.7 <19 <9.7 <9.7 
MW-3.8 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.8 3/29/2005 Primary <10 <10 <10 <20 <10 <10 

MW-3.9 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-3.9 12/8/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-3.9 3/29/2005 Primary <10 <10 <10 <20 <10 <10 
MW-4.1 9/23/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-4.1 12/8/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-4.1 3/30/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-4.2 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-4.2 12/8/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-4.3 3/30/2005 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
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WELL
SAMPLE 

DATE
SAMPLE

TYPE
2-Methyl- 

naphthalene
Naph- 
thalene Phenol

TABLE 5

GROUND WATER ANALYTICAL DATA, SEMI-VOLATILE ORGANIC COMPOUNDS

OTHER SEMI-VOLATILE 
ORGANIC COMPOUNDS RESULT

Penta- 
chlorophenol

2,4,5-Tri- 
chlorophenol

2,4,6-Tri- 
chlorophenol

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-4.4 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-4.4 12/8/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-4.4 3/30/2005 Primary <10 <10 <10 <20 <10 <10 

MW-5.1 1/29/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.1 3/29/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 

MW-5.2 1/29/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.2 6/24/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.2 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.2 12/9/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.2 3/29/2005 Primary <10 <10 <10 <20 <10 <10 

MW-5.3 1/29/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.3 6/25/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.3 9/23/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.3 12/9/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.3 3/29/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.3 3/29/2005 Duplicate <10 <10 <10 <20 <10 <10 
MW-5.4 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.4 12/9/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.4 3/29/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.5 9/22/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.5 12/9/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-5.5 3/29/2005 Primary <10 <10 <10 <20 <10 <10 
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WELL
SAMPLE 

DATE
SAMPLE

TYPE
2-Methyl- 

naphthalene
Naph- 
thalene Phenol

TABLE 5

GROUND WATER ANALYTICAL DATA, SEMI-VOLATILE ORGANIC COMPOUNDS

OTHER SEMI-VOLATILE 
ORGANIC COMPOUNDS RESULT

Penta- 
chlorophenol

2,4,5-Tri- 
chlorophenol

2,4,6-Tri- 
chlorophenol

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-5.6 9/23/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.6 12/9/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.6 3/30/2005 Primary <10 <10 <10 <20 <10 <10 

MW-5.7 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.7 12/9/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.7 3/30/2005 Primary <10 <10 <10 <20 <10 <10 
MW-5.8 9/23/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-5.8 12/9/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.8 3/30/2005 Primary <10 <10 <10 <20 <10 <10 
MW-5.9 9/23/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-5.9 12/8/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-5.9 3/30/2005 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 

MW-7.1 9/22/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-7.1 12/8/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-7.1 3/31/2005 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-10.1 8/17/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-10.1 9/22/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-10.1 12/7/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-10.1 3/31/2005 Primary <10 <10 <10 <20 <10 <10 
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WELL
SAMPLE 

DATE
SAMPLE

TYPE
2-Methyl- 

naphthalene
Naph- 
thalene Phenol

TABLE 5

GROUND WATER ANALYTICAL DATA, SEMI-VOLATILE ORGANIC COMPOUNDS

OTHER SEMI-VOLATILE 
ORGANIC COMPOUNDS RESULT

Penta- 
chlorophenol

2,4,5-Tri- 
chlorophenol

2,4,6-Tri- 
chlorophenol

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Results provided where reported concentrations are above the respective method detection limit. Concentrations in micrograms per liter)

MW-10.2 8/17/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-10.2 9/22/2004 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-10.2 12/8/2004 Primary <9.7 <9.7 <9.7 <19 <9.7 <9.7 
MW-10.2 3/30/2005 Primary <9.5 <9.5 <9.5 <19 <9.5 <9.5 
MW-10.2 3/31/2005 Duplicate <9.5 <9.5 <9.5 <19 <9.5 <9.5 

MW-10.4 8/17/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-10.4 9/22/2004 Primary <9.4 <9.4 <9.4 <19 <9.4 <9.4 
MW-10.4 12/8/2004 Primary <9.6 <9.6 <9.6 <19 <9.6 <9.6 
MW-10.4 3/28/2005 Primary <10 <10 <10 uj<20 <10 uj <10 uj

<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Samples analyzed by EPA Method 8270C.
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WELL

 
 

SAMPLE 
DATE

Ace-
naphth- 

ene

Ace- 
naphthyl- 

ene

Benzo- 
(b) fluor-
anthene

Benzo- 
(g,h,i) 

perylene

Benzo(k) 
fluor- 

anthene
Chrys-

ene

Dibenz- 
(a,h) 

anthra- 
cene

TABLE 6

GROUND WATER ANALYTICAL DATA, POLYNUCLEAR AROMATIC HYDROCARBONS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Benzo- 
(a) 

anthra- 
cene

 

Fluor- 
ene

Benzo- 
(a) 

pyrene
Anthra- 

cene

  

SAMPLE 
TYPE

 

Pyrene

 

Phen- 
anthrene

 

Naph- 
thalene

Indeno- 
(1,2,3-

cd) 
pyrene

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-2.1 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-2.2 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-2.3 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.1 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.2 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 3 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 <0.1 <0.2 <1 <0.1 <0.1 Primary <0.1 <0.1 <1 <0.1 

3/28/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 <0.1 <0.2 <1 <0.1 <0.1 Duplicate <0.1 <0.1 <1 <0.1 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.3 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.4 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 
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WELL

 
 

SAMPLE 
DATE

Ace-
naphth- 

ene

Ace- 
naphthyl- 

ene

Benzo- 
(b) fluor-
anthene

Benzo- 
(g,h,i) 

perylene

Benzo(k) 
fluor- 

anthene
Chrys-

ene

Dibenz- 
(a,h) 

anthra- 
cene

TABLE 6

GROUND WATER ANALYTICAL DATA, POLYNUCLEAR AROMATIC HYDROCARBONS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Benzo- 
(a) 

anthra- 
cene

 

Fluor- 
ene

Benzo- 
(a) 

pyrene
Anthra- 

cene

  

SAMPLE 
TYPE

 

Pyrene

 

Phen- 
anthrene

 

Naph- 
thalene

Indeno- 
(1,2,3-

cd) 
pyrene

9/23/2004 <2.0 <0.20 <0.20 <0.1 <0.1 <0.20 MW-3.5 <0.1 <0.20 <0.98 <0.1 <0.1 Primary <0.1 <0.1 <0.98 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.6 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.7 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.8 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-3.9 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-4.1 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-4.2 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

3/30/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 MW-4.3 <0.1 <0.2 <1 <0.1 <0.1 Primary <0.1 <0.1 <1 <0.1 
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SAMPLE 
DATE

Ace-
naphth- 

ene

Ace- 
naphthyl- 

ene

Benzo- 
(b) fluor-
anthene

Benzo- 
(g,h,i) 

perylene

Benzo(k) 
fluor- 

anthene
Chrys-

ene

Dibenz- 
(a,h) 

anthra- 
cene

TABLE 6

GROUND WATER ANALYTICAL DATA, POLYNUCLEAR AROMATIC HYDROCARBONS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Benzo- 
(a) 

anthra- 
cene

 

Fluor- 
ene

Benzo- 
(a) 

pyrene
Anthra- 

cene

  

SAMPLE 
TYPE

 

Pyrene

 

Phen- 
anthrene

 

Naph- 
thalene

Indeno- 
(1,2,3-

cd) 
pyrene

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-4.4 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-5.1 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-5.2 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 <0.1 <0.2 <1 <0.1 <0.1 Primary <0.1 <0.1 <1 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-5.3 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 4.2 <0.1 

3/29/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 <0.1 <0.2 <1 <0.1 <0.1 Duplicate <0.1 <0.1 4.7 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-5.4 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-5.5 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/29/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 <0.1 <0.2 <1 <0.1 <0.1 Primary <0.1 <0.1 <1 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-5.6 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-5.7 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 0.26 <0.95 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

Sunday, August 07, 2005Page 3 of 5 TABLEqmr6PAHs



WELL

 
 

SAMPLE 
DATE

Ace-
naphth- 

ene

Ace- 
naphthyl- 

ene

Benzo- 
(b) fluor-
anthene

Benzo- 
(g,h,i) 

perylene

Benzo(k) 
fluor- 

anthene
Chrys-

ene

Dibenz- 
(a,h) 

anthra- 
cene

TABLE 6

GROUND WATER ANALYTICAL DATA, POLYNUCLEAR AROMATIC HYDROCARBONS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Benzo- 
(a) 

anthra- 
cene

 

Fluor- 
ene

Benzo- 
(a) 

pyrene
Anthra- 

cene

  

SAMPLE 
TYPE

 

Pyrene

 

Phen- 
anthrene

 

Naph- 
thalene

Indeno- 
(1,2,3-

cd) 
pyrene

9/23/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 MW-5.8 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/9/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

9/23/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-5.9 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

9/22/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-7.1 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/31/2005 <1.9 uj <0.19 uj <0.19 uj <0.1 uj <0.1 uj <0.19 uj<0.1 uj <0.19 uj<0.95 uj <0.1 uj<0.1 ujPrimary <0.1 uj<0.1 uj<0.95 uj<0.1 uj

8/17/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-10.1 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

12/7/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/31/2005 <1.9 uj <0.19 uj <0.19 uj <0.1 uj <0.1 uj <0.19 uj<0.1 uj <0.19 uj<0.96 uj <0.1 uj<0.1 ujPrimary <0.1 uj<0.1 uj<0.96 uj<0.1 uj

8/17/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-10.2 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/30/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Primary <0.1 <0.1 <0.95 <0.1 

3/31/2005 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.95 <0.1 <0.1 Duplicate <0.1 <0.1 <0.95 <0.1 

8/17/2004 <1.9 <0.19 <0.19 <0.09 <0.09 <0.19 MW-10.4 <0.09 <0.19 <0.94 <0.09 <0.09 Primary <0.09 <0.09 <0.94 <0.09 

9/22/2004 <1.9 <0.19 <0.19 <0.1 <0.1 <0.19 <0.1 <0.19 <0.96 <0.1 <0.1 Primary <0.1 <0.1 <0.96 <0.1 

12/8/2004 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <0.20 <1.0 Primary <1.0 <1.0 <1.0 <1.0 

3/28/2005 <2 <0.2 <0.2 <0.1 <0.1 <0.2 <0.1 <0.2 <1 <0.1 <0.1 Primary <0.1 <0.1 <1 <0.1 
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SAMPLE 
DATE

Ace-
naphth- 

ene

Ace- 
naphthyl- 

ene

Benzo- 
(b) fluor-
anthene

Benzo- 
(g,h,i) 

perylene

Benzo(k) 
fluor- 

anthene
Chrys-

ene

Dibenz- 
(a,h) 

anthra- 
cene

TABLE 6

GROUND WATER ANALYTICAL DATA, POLYNUCLEAR AROMATIC HYDROCARBONS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Benzo- 
(a) 

anthra- 
cene

 

Fluor- 
ene

Benzo- 
(a) 

pyrene
Anthra- 

cene

  

SAMPLE 
TYPE

 

Pyrene

 

Phen- 
anthrene

 

Naph- 
thalene

Indeno- 
(1,2,3-

cd) 
pyrene

<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Samples analyzed by EPA Method 8310.
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WELL
 SAMPLE 

DATE
AROCHLOR- 

1016
AROCHLOR- 

1221
AROCHLOR- 

1254
AROCHLOR- 

1260

TABLE 7

GROUND WATER ANALYTICAL DATA, POLYCHLORINATED BIPHENYLS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

AROCHLOR- 
1242

AROCHLOR- 
1248

AROCHLOR- 
1232

  SAMPLE 
TYPE

9/22/2004 <0.95 <0.48 <0.48MW-2.1 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/28/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.95 <0.48 <0.48MW-2.2 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/28/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.96 <0.48 <0.48MW-2.3 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/28/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.96 <0.48 <0.48MW-3.1 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/28/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.96 <0.48 <0.48MW-3.2 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/28/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Primary
3/28/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Duplicate
9/22/2004 <0.97 <0.49 <0.49MW-3.3 <0.49<0.49 <0.49<0.49Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/28/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.96 <0.48 <0.48MW-3.4 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/29/2005 <0.96 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
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WELL
 SAMPLE 

DATE
AROCHLOR- 

1016
AROCHLOR- 

1221
AROCHLOR- 

1254
AROCHLOR- 

1260

TABLE 7

GROUND WATER ANALYTICAL DATA, POLYCHLORINATED BIPHENYLS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

AROCHLOR- 
1242

AROCHLOR- 
1248

AROCHLOR- 
1232

  SAMPLE 
TYPE

9/23/2004 <0.95 <0.48 <0.48MW-3.5 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/29/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.95 <0.48 <0.48MW-3.6 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/29/2005 <0.99 <0.5 <0.5<0.5<0.5 <0.5<0.5Primary
9/23/2004 <0.96 <0.48 <0.48MW-3.7 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/29/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.95 <0.48 <0.48MW-3.8 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/29/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.96 <0.48 <0.48MW-3.9 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/29/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.97 <0.49 <0.49MW-4.1 <0.49<0.49 <0.49<0.49Primary
12/8/2004 <0.97 <0.49 <0.49<0.49<0.49 <0.49<0.49Primary
3/30/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
9/23/2004 <0.95 <0.48 <0.48MW-4.2 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.94 <0.47 <0.47MW-4.3 <0.47<0.47 <0.47<0.47Primary
9/23/2004 <0.96 <0.48 <0.48MW-4.4 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
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WELL
 SAMPLE 

DATE
AROCHLOR- 

1016
AROCHLOR- 

1221
AROCHLOR- 

1254
AROCHLOR- 

1260

TABLE 7

GROUND WATER ANALYTICAL DATA, POLYCHLORINATED BIPHENYLS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

AROCHLOR- 
1242

AROCHLOR- 
1248

AROCHLOR- 
1232

  SAMPLE 
TYPE

3/29/2005 <0.95 <0.48 <0.48MW-5.1 <0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.95 <0.48 <0.48MW-5.2 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/29/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Primary
9/23/2004 <0.94 <0.47 <0.47MW-5.3 <0.47<0.47 <0.47<0.47Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/29/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/29/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Duplicate
9/23/2004 <0.95 <0.48 <0.48MW-5.4 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/29/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.96 <0.48 <0.48MW-5.5 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.98 <0.49 <0.49<0.49<0.49 <0.49<0.49Primary
3/29/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Primary
9/23/2004 <0.95 <0.48 <0.48MW-5.6 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.95 <0.48 <0.48MW-5.7 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
9/23/2004 <0.95 <0.48 <0.48MW-5.8 <0.48<0.48 <0.48<0.48Primary
12/9/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
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WELL
 SAMPLE 

DATE
AROCHLOR- 

1016
AROCHLOR- 

1221
AROCHLOR- 

1254
AROCHLOR- 

1260

TABLE 7

GROUND WATER ANALYTICAL DATA, POLYCHLORINATED BIPHENYLS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

AROCHLOR- 
1242

AROCHLOR- 
1248

AROCHLOR- 
1232

  SAMPLE 
TYPE

9/23/2004 <0.95 <0.48 <0.48MW-5.9 <0.48<0.48 <0.48<0.48Primary
12/8/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.97 <0.49 <0.49<0.49<0.49 <0.49<0.49Primary
9/22/2004 <0.94 <0.47 <0.47MW-7.1 <0.47<0.47 <0.47<0.47Primary
12/8/2004 <0.96 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/31/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
8/17/2004 <0.94 <0.47 <0.47MW-10.1 <0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.97 <0.49 <0.49<0.49<0.49 <0.49<0.49Primary
12/7/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/31/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Primary
8/17/2004 <0.94 <0.47 <0.47MW-10.2 <0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
12/8/2004 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Primary
3/30/2005 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
3/31/2005 <0.95 <0.48 <0.48<0.48<0.48 <0.48<0.48Duplicate
8/17/2004 <0.94 <0.47 <0.47MW-10.4 <0.47<0.47 <0.47<0.47Primary
9/22/2004 <0.94 <0.47 <0.47<0.47<0.47 <0.47<0.47Primary
12/8/2004 <0.98 <0.49 <0.49<0.49<0.49 <0.49<0.49Primary
3/28/2005 <1 <0.5 <0.5<0.5<0.5 <0.5<0.5Primary
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WELL
 SAMPLE 

DATE
AROCHLOR- 

1016
AROCHLOR- 

1221
AROCHLOR- 

1254
AROCHLOR- 

1260

TABLE 7

GROUND WATER ANALYTICAL DATA, POLYCHLORINATED BIPHENYLS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

AROCHLOR- 
1242

AROCHLOR- 
1248

AROCHLOR- 
1232

  SAMPLE 
TYPE

<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Samples analyzed by EPA Method 8082.
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WELL
SAMPLE 

DATE
SAMPLE

TYPE ALDRIN 4,4'-DDD 4,4'-DDT

TABLE 8

GROUND WATER ANALYTICAL DATA, ORGANOCHLORIDE PESTICIDES

OTHER 
ORGANIOCHLORIDE 

PESTICIDE RESULT4,4'-DDE
ENDOSULFAN

I
ENDOSULFAN

II

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

MW-2.1 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-2.1 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-2.1 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-2.2 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-2.2 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-2.2 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-2.3 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-2.3 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-2.3 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.1 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.1 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.1 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-3.2 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.2 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.2 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.2 3/28/2005 Duplicate <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.3 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.3 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.3 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-3.4 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.4 12/9/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.4 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
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WELL
SAMPLE 

DATE
SAMPLE

TYPE ALDRIN 4,4'-DDD 4,4'-DDT

TABLE 8

GROUND WATER ANALYTICAL DATA, ORGANOCHLORIDE PESTICIDES

OTHER 
ORGANIOCHLORIDE 

PESTICIDE RESULT4,4'-DDE
ENDOSULFAN

I
ENDOSULFAN

II

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

MW-3.5 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.5 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.5 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-3.6 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.6 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.6 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.7 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.7 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.7 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.8 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.8 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.9 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-3.9 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-3.9 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-4.1 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-4.1 12/8/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-4.1 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-4.2 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-4.2 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-4.2 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-4.3 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
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WELL
SAMPLE 

DATE
SAMPLE

TYPE ALDRIN 4,4'-DDD 4,4'-DDT

TABLE 8

GROUND WATER ANALYTICAL DATA, ORGANOCHLORIDE PESTICIDES

OTHER 
ORGANIOCHLORIDE 

PESTICIDE RESULT4,4'-DDE
ENDOSULFAN

I
ENDOSULFAN

II

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

MW-4.4 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-4.4 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-4.4 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-5.1 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-5.2 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.2 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.2 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-5.3 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.3 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.3 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.3 3/29/2005 Duplicate <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.4 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.4 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.4 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-5.5 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.5 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.5 3/29/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.6 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.6 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.6 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
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WELL
SAMPLE 

DATE
SAMPLE

TYPE ALDRIN 4,4'-DDD 4,4'-DDT

TABLE 8

GROUND WATER ANALYTICAL DATA, ORGANOCHLORIDE PESTICIDES

OTHER 
ORGANIOCHLORIDE 

PESTICIDE RESULT4,4'-DDE
ENDOSULFAN

I
ENDOSULFAN

II

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

MW-5.7 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.7 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.7 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-5.8 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.8 12/9/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.8 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.9 9/23/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.9 12/8/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-5.9 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-7.1 9/22/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-7.1 12/8/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-7.1 3/31/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

MW-10.1 8/17/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-10.1 9/22/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-10.1 12/7/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-10.1 3/31/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-10.2 8/17/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-10.2 9/22/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-10.2 12/8/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-10.2 3/30/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-10.2 3/31/2005 Duplicate <0.05 <0.1<0.1 <0.1 <0.1<0.05
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WELL
SAMPLE 

DATE
SAMPLE

TYPE ALDRIN 4,4'-DDD 4,4'-DDT

TABLE 8

GROUND WATER ANALYTICAL DATA, ORGANOCHLORIDE PESTICIDES

OTHER 
ORGANIOCHLORIDE 

PESTICIDE RESULT4,4'-DDE
ENDOSULFAN

I
ENDOSULFAN

II

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

MW-10.4 8/17/2004 Primary <0.05 <0.09<0.09 <0.09 <0.09<0.05
MW-10.4 9/22/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-10.4 12/8/2004 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05
MW-10.4 3/28/2005 Primary <0.05 <0.1<0.1 <0.1 <0.1<0.05

<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Samples analyzed by EPA Method 8081A.
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WELL
 SAMPLE 

DATE
Anti- 
mony Arsenic

Chrom-
 ium Cobalt Copper Lead

Mer- 
cury

TABLE 9

GROUND WATER ANALYTICAL DATA, DISSOLVED METALS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Beryl-
lium

 Molyb- 
denum

Cad- 
miumBarium

 SAMPLE 
TYPE

Thall- 
ium

 
Silver

Selen- 
iumNickel Zinc

Vanad- 
ium

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-2.1 <2.0 <20<60 <5.013Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.059Primary <5.0<5.0<5.0<20 69<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <518Primary <5<5<5<20 <20<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-2.2 <2.0 <20<60 <5.025Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.042Primary <5.0<5.0<5.0<20 60<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <515Primary <5<5<5<20 <20<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-2.3 <2.0 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.010Primary <5.0<5.0<5.0<20 53<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <514Primary <5<5<5<20 <20<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.1 <2.0 <20<60 <5.051Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.046Primary <5.0<5.0<5.0<20 48<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <531Primary <5<5<5<20 350<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.2 <2.0 <20<60 <5.014Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.022Primary <5.0<5.0<5.0<20 50<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <525Primary <5<5<5<20 <20<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <527Duplicate <5<5<5<20 <20<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.3 <2.0 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.011Primary <5.0<5.0<5.0<20 43<10

3/28/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <5<10Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.4 <2.0 <20<60 <5.0120Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.050Primary <5.0<5.0<5.0<20 4912

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <512Primary <5<5<5<20 <20<10
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WELL
 SAMPLE 

DATE
Anti- 
mony Arsenic

Chrom-
 ium Cobalt Copper Lead

Mer- 
cury

TABLE 9

GROUND WATER ANALYTICAL DATA, DISSOLVED METALS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Beryl-
lium

 Molyb- 
denum

Cad- 
miumBarium

 SAMPLE 
TYPE

Thall- 
ium

 
Silver

Selen- 
iumNickel Zinc

Vanad- 
ium

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.5 <2.0 <20<60 <5.028Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.024Primary <5.0<5.0<5.0<20 <20<10

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <516Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.6 <2.0 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 <20<10

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <512Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.7 <2.0 <20<60 <5.062Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0110Primary <5.0<5.0<5.0<20 29<10

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <517Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.8 <2.0 <20<60 <5.040Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.036Primary <5.0<5.0<5.0<20 <20<10

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <531Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-3.9 <2.0 <20<60 <5.024Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.030Primary <5.0<5.0<5.0<20 <20<10

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <524Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-4.1 <2.0 <20<60 <5.03300Primary <5.0<5.09.5<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.09600Primary <5.0<5.0<5.0<20 77<10

3/30/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <53400Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-4.2 <2.0 <20<60 <5.0130Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0200Primary <5.0<5.0<5.0<20 49<10

3/30/2005 5.8 <10 <20 <10 <3 <0.2<2 <20<60 <5110Primary <5<5<5<20 <20<10

3/30/2005 <5 <10 <20 <10 <3 <0.2MW-4.3 <2 <20<60 <538Primary <5<5<5<20 <20<10
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WELL
 SAMPLE 

DATE
Anti- 
mony Arsenic

Chrom-
 ium Cobalt Copper Lead

Mer- 
cury

TABLE 9

GROUND WATER ANALYTICAL DATA, DISSOLVED METALS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Beryl-
lium

 Molyb- 
denum

Cad- 
miumBarium

 SAMPLE 
TYPE

Thall- 
ium

 
Silver

Selen- 
iumNickel Zinc

Vanad- 
ium

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-4.4 <2.0 <20<60 <5.087Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.077Primary <5.0<5.0<5.0<20 52<10

3/30/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <596Primary <5<5<5<20 <20<10

3/29/2005 <5 <10 <20 <10 <3 <0.2MW-5.1 <2 <20<60 <546Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-5.2 <2.0 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 57<10

3/29/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <5<10Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-5.3 <2.0 <20<60 <5.040Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.049Primary <5.0<5.0<5.0<20 47<10

3/29/2005 8.3 <10 <20 <10 <3 <0.2<2 <20<60 <536Primary <5<5<5<20 <20<10

3/29/2005 6.2 <10 <20 <10 <3 <0.2<2 <20<60 <537Duplicate <5<5<5<20 <20<10

9/23/2004 9.9 <10 <20 <10 <3.0 <0.20MW-5.4 <2.0 <20<60 <5.011Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 9.7 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.013Primary <5.0<5.0<5.0<20 42<10

3/29/2005 6.4 <10 <20 <10 <3 <0.2<2 <20<60 <5<10Primary <5<5<5<20 <20<10

9/22/2004 10 <10 <20 <10 <3.0 <0.20MW-5.5 <2.0 <20<60 <5.075Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 10 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.044Primary <5.0<5.0<5.0<20 42<10

3/29/2005 10 <10 <20 <10 <3 <0.2<2 <20<60 <5110Primary <5<5<5<20 <20<10

9/23/2004 9.3 <10 <20 <10 <3.0 <0.20MW-5.6 <2.0 <20<60 <5.0130Primary <5.0<5.013<20 <20<10

12/9/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0220Primary <5.0<5.0<5.0<20 24<10

3/30/2005 8.3 <10 <20 <10 <3 <0.2<2 <20<60 <5150Primary <5<5<5<20 <20<10

9/23/2004 23 <10 <20 <10 <3.0 <0.20MW-5.7 <2.0 <20<60 <5.0210Primary <5.0<5.023<20 <20<10

12/9/2004 12 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0130Primary <5.0<5.0<5.0<20 <20<10

3/30/2005 19 <10 <20 <10 <3 <0.2<2 <20<60 <5220Primary <5<5<5<20 <20<10
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WELL
 SAMPLE 

DATE
Anti- 
mony Arsenic

Chrom-
 ium Cobalt Copper Lead

Mer- 
cury

TABLE 9

GROUND WATER ANALYTICAL DATA, DISSOLVED METALS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Beryl-
lium

 Molyb- 
denum

Cad- 
miumBarium

 SAMPLE 
TYPE

Thall- 
ium

 
Silver

Selen- 
iumNickel Zinc

Vanad- 
ium

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-5.8 <2.0 <20<60 <5.078Primary <5.0<5.0<5.0<20 <20<10

12/9/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.064Primary <5.0<5.0<5.0<20 <20<10

3/30/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <578Primary <5<5<5<20 <20<10

9/23/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-5.9 <2.0 <20<60 <5.0250Primary <5.0<5.010<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0230Primary <5.0<5.0<5.0<20 46<10

3/30/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <5230Primary <5<5<5<20 <20<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-7.1 <2.0 <20<60 <5.042Primary <5.0<5.06.1<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.050Primary <5.0<5.0<5.0<20 49<10

3/31/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <557Primary <5<5<5<20 <20<10

8/17/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-10.1 4.7 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 <20<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.040Primary <5.0<5.0<5.0<20 <20<10

12/7/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.048Primary <5.0<5.0<5.0<20 54<10

3/31/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <543Primary <5<5<5<20 <20<10

8/17/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-10.2 4.2 <20<60 <5.0<10Primary <5.0<5.0<5.0<20 32<10

9/22/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.028Primary <5.0<5.0<5.0<20 <20<10

12/8/2004 <5.0 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.022Primary <5.0<5.0<5.0<20 79<10

3/30/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <539Primary <5<5<5<20 <20<10

3/31/2005 <5 <10 <20 <10 <3 <0.2<2 <20<60 <538Duplicate <5<5<5<20 <20<10

8/17/2004 <5.0 <10 <20 <10 <3.0 <0.20MW-10.4 <2.0 <20<60 <5.0180Primary <5.0<5.09.8<20 29<10

9/22/2004 11 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0150Primary <5.0<5.08.6<20 <20<10

12/8/2004 10 <10 <20 <10 <3.0 <0.20<2.0 <20<60 <5.0150Primary <5.0<5.0<5.0<20 62<10

3/28/2005 8.5 <10 <20 <10 <3 <0.2<2 <20<60 <5110Primary <5<5<5<20 <20<10
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WELL
 SAMPLE 

DATE
Anti- 
mony Arsenic

Chrom-
 ium Cobalt Copper Lead

Mer- 
cury

TABLE 9

GROUND WATER ANALYTICAL DATA, DISSOLVED METALS

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

Beryl-
lium

 Molyb- 
denum

Cad- 
miumBarium

 SAMPLE 
TYPE

Thall- 
ium

 
Silver

Selen- 
iumNickel Zinc

Vanad- 
ium

<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL) or the Practical Quantitation Limit (PQL). 
     MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL (data validation qualifier only).
Samples analyzed by EPA Method 6010B or 7470A.
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WELL  SAMPLE DATE TANNINS AND LIGNINS

TABLE 10

GROUND WATER ANALYTICAL DATA, TANNIN AND LIGNIN

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

  SAMPLE TYPE
9/22/2004MW-2.1 <100Primary
12/8/2004 180Primary
3/28/2005 2,000Primary
9/22/2004MW-2.2 <100Primary
12/8/2004 100Primary
3/28/2005 <100Primary
9/22/2004MW-2.3 <100Primary
12/8/2004 <100Primary
3/28/2005 <100Primary
9/22/2004MW-3.1 <100Primary
12/8/2004 <100Primary
3/28/2005 <100Primary
9/22/2004MW-3.2 360Primary
12/8/2004 860Primary
3/28/2005 130Primary
3/28/2005 140Duplicate
9/22/2004MW-3.3 <100Primary
12/8/2004 190Primary
3/28/2005 <100Primary
9/23/2004MW-3.4 310Primary
12/9/2004 660Primary
3/29/2005 <100Primary
9/23/2004MW-3.5 <100Primary
12/8/2004 180Primary
3/29/2005 <100Primary
9/23/2004MW-3.6 <100Primary
12/9/2004 230Primary
3/29/2005 200Primary
9/23/2004MW-3.7 <100Primary
12/8/2004 <100Primary
3/29/2005 <100Primary
9/23/2004MW-3.8 <100Primary
12/8/2004 <100Primary
3/29/2005 350Primary
9/23/2004MW-3.9 <100Primary
12/8/2004 190Primary
3/29/2005 180Primary
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WELL  SAMPLE DATE TANNINS AND LIGNINS

TABLE 10

GROUND WATER ANALYTICAL DATA, TANNIN AND LIGNIN

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

  SAMPLE TYPE
9/23/2004MW-4.1 2,200Primary
12/8/2004 4,500Primary
3/30/2005 4,300Primary
9/23/2004MW-4.2 2,000Primary
12/8/2004 1,900Primary
3/30/2005 2,400Primary
3/30/2005MW-4.3 1,900Primary
9/23/2004MW-4.4 720Primary
12/8/2004 2,000Primary
3/30/2005 1,100Primary
3/29/2005MW-5.1 2,800Primary
9/23/2004MW-5.2 <100Primary
12/9/2004 120Primary
3/29/2005 <100Primary
9/23/2004MW-5.3 300Primary
12/9/2004 620Primary
3/29/2005 2,700Primary
3/29/2005 2,400Duplicate
9/23/2004MW-5.4 480Primary
12/9/2004 620Primary
3/29/2005 1,400Primary
9/22/2004MW-5.5 1,300Primary
12/9/2004 1,600Primary
3/29/2005 6,900Primary
9/23/2004MW-5.6 3,000Primary
12/9/2004 6,200Primary
3/30/2005 4,700Primary
9/23/2004MW-5.7 2,300Primary
12/9/2004 2,500Primary
3/30/2005 1,500Primary
9/23/2004MW-5.8 <100Primary
12/9/2004 230Primary
3/30/2005 120Primary
9/23/2004MW-5.9 540Primary
12/8/2004 720Primary
3/30/2005 950Primary
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WELL  SAMPLE DATE TANNINS AND LIGNINS

TABLE 10

GROUND WATER ANALYTICAL DATA, TANNIN AND LIGNIN

Georgia-Pacific California Wood Products Manufacturing Facility
90 West Redwood Avenue, Fort Bragg, California

(Concentrations in micrograms per liter)

  SAMPLE TYPE
9/22/2004MW-7.1 350Primary
12/8/2004 2,000Primary
3/31/2005 440Primary
8/17/2004MW-10.1 <100Primary
9/22/2004 <100Primary
12/7/2004 150Primary
3/31/2005 <100Primary
8/17/2004MW-10.2 <100Primary
9/22/2004 <100Primary
12/8/2004 380Primary
3/30/2005 <100Primary
3/31/2005 <100Duplicate
8/17/2004MW-10.4 7,400Primary
9/22/2004 2,700Primary
3/28/2005 3,700Primary

<  = Concentration as reported by the analytical laboratory is less than the Method Detection Limit (MDL)
     or the Practical Quantitation Limit (PQL).  MDL or PQL listed in micrograms per liter.
Data qualifiers (analytical laboratory data qualifiers in upper case, data validation qualifiers in lower case):
     J or j = Estimated value. The analyte was positively identified, but the associated numerical result is an estimate.
     u = Not detected  (data validation qualifier only).
     uj = Not detected.  The associated numerical value is an estimate of the PQL or the MDL
            (data validation qualifier only).
Samples analyzed by Method SMWW 5550B.
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SAMPLING TECHNIQUES 

























 

 

APPENDIX B 

SAMPLING/DEVELOPMENT INFORMATION FORMS 















































































 

 

APPENDIX C 

GROUND WATER SAMPLE ANALYTICAL REPORTS 





CASE NARRATIVE

Laboratory number:        178544
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GP Sawmill
Request Date:             03/29/05
Samples Received:         03/29/05

This hardcopy data package contains sample and QC results for one water
sample, requested for the above referenced project on 03/29/05. The sample
was received cold and intact.

TPH-Purgeables and/or BTXE by GC (EPA 8015B):
No analytical problems were encountered.

TPH-Extractables by GC (EPA 8015B):
No analytical problems were encountered.

Volatile Organics by GC/MS (EPA 8260B):
No analytical problems were encountered.

Semivolatile Organics by GC/MS (EPA 8270C):
No analytical problems were encountered.

Pesticides (EPA 8081A):
No analytical problems were encountered.

PCBs (EPA 8082):
High surrogate recoveries were observed for decachlorobiphenyl in
MW2.2-032805 (lab # 178544-001), the method blank/LCS for batch 100767, and
the MS/MSD of MW2.1-032805 (lab # 178560-001); the corresponding TCMX
surrogate recoveries were within limits. No other analytical problems were
encountered.

Polynuclear Aromatics by HPLC (EPA 8310):
No analytical problems were encountered.

Metals (EPA 6010B and EPA 7470A):
No analytical problems were encountered.

Tannins & Lignins (SMWW 5550):
North Coast Laboratories, Ltd. in Arcata, CA performed the analysis. Please
see the North Coast Laboratories, Ltd. case narrative.
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Total Volatile Hydrocarbons

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW2.2-032805                  Batch#:          100594                        
Matrix:          Water                         Sampled:         03/28/05                      
Units:           ug/L                          Received:        03/29/05                      
Diln Fac:        1.000                         Analyzed:        03/29/05                      

Type:            SAMPLE                         Lab ID:          178544-001                     

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         94     63-141  
Bromofluorobenzene (FID)       94     79-139  

Type:            BLANK                          Lab ID:          QC288178                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         95     63-141  
Bromofluorobenzene (FID)       90     79-139  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288179                      Batch#:          100594                        
Matrix:          Water                         Analyzed:        03/29/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
Gasoline C7-C12                      2,000               2,021         101    80-120  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         130    63-141  
Bromofluorobenzene (FID)       104    79-139  
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW2.1-032805                  Batch#:          100594                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/30/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288199                       

Analyte              MSS Result          Spiked           Result       %REC  Limits
Gasoline C7-C12                     22.23          2,000            1,966       97     80-120 

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         139    63-141  
Bromofluorobenzene (FID)       115    79-139  

Type:            MSD                            Lab ID:          QC288200                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Gasoline C7-C12                      2,000               1,907         94     80-120  3   20  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         140    63-141  
Bromofluorobenzene (FID)       118    79-139  

RPD= Relative Percent Difference
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Total Extractable Hydrocarbons

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW2.2-032805                  Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      
Batch#:          100920                                                                       

Type:            SAMPLE                         Cleanup Method:  EPA 3630C                      
Lab ID:          178544-001                                                                     

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     85     55-143  

Type:            BLANK                          Cleanup Method:  EPA 3630C                      
Lab ID:          QC289459                                                                       

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     89     55-143  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100920                        
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Type:            BS                             Cleanup Method:  EPA 3630C                      
Lab ID:          QC289460                                                                       

Analyte                   Spiked              Result         %REC  Limits 
Diesel C10-C24                       2,500               1,743         70     50-133  

Surrogate             %REC  Limits 
Hexacosane                     82     55-143  

Type:            BSD                            Cleanup Method:  EPA 3630C                      
Lab ID:          QC289461                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD  Lim
Diesel C10-C24                       2,500               1,990         80     50-133  13   40  

Surrogate             %REC  Limits 
Hexacosane                     93     55-143  

RPD= Relative Percent Difference
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Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.2-032805                  Batch#:          100675                        
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  1.5                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.2-032805                  Batch#:          100675                        
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                              0.6                 0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          103    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             114    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288483                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               26.59      106    75-121  
Benzene                                 25.00               25.54      102    80-120  
Trichloroethene                         25.00               25.23      101    78-120  
Toluene                                 25.00               25.65      103    80-120  
Chlorobenzene                           25.00               25.41      102    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             104    80-124  
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288484                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288484                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             108    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288485                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                              7.0



Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288485                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             112    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.1-032805                  Batch#:          100675                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288507                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
1,1-Dichloroethene                 <0.08940          25.00            24.83     99     70-124  
Benzene                             0.2262           25.00            24.14     96     79-120  
Trichloroethene                    <0.08663          25.00            23.73     95     71-120  
Toluene                             2.713            25.00            26.56     95     77-120  
Chlorobenzene                      <0.04954          25.00            24.12     96     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          100    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             109    80-124  

Type:            MSD                            Lab ID:          QC288508                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               26.01      104    70-124  5   20  
Benzene                                 25.00               24.75      98     79-120  2   20  
Trichloroethene                         25.00               24.08      96     71-120  1   20  
Toluene                                 25.00               26.91      97     77-120  1   20  
Chlorobenzene                           25.00               24.83      99     80-120  3   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          100    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             108    80-124  

RPD= Relative Percent Difference
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Semivolatile Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.2-032805                  Batch#:          100750                        
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/07/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.2-032805                  Batch#:          100750                        
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/07/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 89     41-120  
Phenol-d5                      84     41-120  
2,4,6-Tribromophenol           94     38-120  
Nitrobenzene-d5                81     47-120  
2-Fluorobiphenyl               83     44-120  
Terphenyl-d14                  86     16-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288788                      Batch#:          100750                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288788                      Batch#:          100750                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 68     41-120  
Phenol-d5                      64     41-120  
2,4,6-Tribromophenol           70     38-120  
Nitrobenzene-d5                75     47-120  
2-Fluorobiphenyl               86     44-120  
Terphenyl-d14                  73     16-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288789                      Batch#:          100750                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Analyte                   Spiked              Result         %REC  Limits 
Phenol                                 100.0                60.35      60     43-120  
2-Chlorophenol                         100.0                70.35      70     51-120  
1,4-Dichlorobenzene                     50.00               33.80      68     36-120  
N-Nitroso-di-n-propylamine              50.00               33.33      67     45-120  
1,2,4-Trichlorobenzene                  50.00               38.98      78     38-120  
4-Chloro-3-methylphenol                100.0                71.49      71     48-120  
Acenaphthene                            50.00               39.61      79     43-120  
4-Nitrophenol                          100.0                74.33      74     43-120  
2,4-Dinitrotoluene                      50.00               41.55      83     46-120  
Pentachlorophenol                      100.0                84.12      84     35-120  
Pyrene                                  50.00               40.14      80     38-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 70     41-120  
Phenol-d5                      63     41-120  
2,4,6-Tribromophenol           78     38-120  
Nitrobenzene-d5                78     47-120  
2-Fluorobiphenyl               79     44-120  
Terphenyl-d14                  77     16-120  
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.1-032805                  Batch#:          100750                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/04/05                      

Type:            MS                             Lab ID:          QC288790                       

Analyte               MSS Result         Spiked          Result      %REC  Limits 
Phenol                               <1.451           94.34            59.26    63    44-120  
2-Chlorophenol                       <1.584           94.34            68.57    73    51-120  
1,4-Dichlorobenzene                  <0.5176          47.17            30.70    65    39-120  
N-Nitroso-di-n-propylamine           <0.7803          47.17            33.89    72    44-120  
1,2,4-Trichlorobenzene               <0.5232          47.17            35.94    76    41-120  
4-Chloro-3-methylphenol              <1.690           94.34            71.36    76    50-120  
Acenaphthene                         <0.7295          47.17            38.84    82    47-120  
4-Nitrophenol                        <1.817           94.34            69.88    74    38-120  
2,4-Dinitrotoluene                   <0.9063          47.17            40.55    86    33-120  
Pentachlorophenol                    <1.841           94.34            82.05    87    25-148  
Pyrene                               <0.8044          47.17            38.96    83    46-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 72     41-120  
Phenol-d5                      66     41-120  
2,4,6-Tribromophenol           80     38-120  
Nitrobenzene-d5                82     47-120  
2-Fluorobiphenyl               80     44-120  
Terphenyl-d14                  66     16-120  

Type:            MSD                            Lab ID:          QC288791                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Phenol                                  94.34               57.39      61     44-120  3   28  
2-Chlorophenol                          94.34               67.71      72     51-120  1   24  
1,4-Dichlorobenzene                     47.17               31.37      66     39-120  2   29  
N-Nitroso-di-n-propylamine              47.17               32.57      69     44-120  4   25  
1,2,4-Trichlorobenzene                  47.17               35.61      75     41-120  1   24  
4-Chloro-3-methylphenol                 94.34               65.71      70     50-120  8   23  
Acenaphthene                            47.17               37.18      79     47-120  4   23  
4-Nitrophenol                           94.34               72.39      77     38-120  4   27  
2,4-Dinitrotoluene                      47.17               38.20      81     33-120  6   22  
Pentachlorophenol                       94.34               80.40      85     25-148  2   25  
Pyrene                                  47.17               37.67      80     46-120  3   23  

Surrogate             %REC  Limits 
2-Fluorophenol                 70     41-120  
Phenol-d5                      63     41-120  
2,4,6-Tribromophenol           77     38-120  
Nitrobenzene-d5                77     47-120  
2-Fluorobiphenyl               77     44-120  
Terphenyl-d14                  69     16-120  

RPD= Relative Percent Difference
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Organochlorine Pesticides

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW2.2-032805                  Batch#:          100705                        
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        03/31/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           118    44-120  
Decachlorobiphenyl             89     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288614                      Batch#:          100705                        
Matrix:          Water                         Prepared:        03/31/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND #                      0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           80     44-120  
Decachlorobiphenyl             99     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288615                      Batch#:          100705                        
Matrix:          Water                         Prepared:        03/31/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Spiked              Result         %REC  Limits 
gamma-BHC                                0.2000              0.2063    103    61-140  
Heptachlor                               0.2000              0.2248    112    53-143  
Aldrin                                   0.2000              0.2016    101    60-120  
Dieldrin                                 0.4000              0.4065    102    57-127  
Endrin                                   0.4000              0.4079 #  102    59-136  
4,4'-DDT                                 0.4000              0.5026 #  126    55-149  

Surrogate             %REC  Limits 
TCMX                           88     44-120  
Decachlorobiphenyl             96     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
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Batch QC Report

Organochlorine Pesticides

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW2.1-032805                  Batch#:          100705                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        03/31/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Type:            MS                             Lab ID:          QC288616                       

Analyte              MSS Result          Spiked           Result        %REC  Limits 
gamma-BHC                         <0.008411          0.1905           0.1812    95     52-144  
Heptachlor                        <0.003450          0.1905           0.2083    109    53-138  
Aldrin                            <0.002899          0.1905           0.1816    95     45-120  
Dieldrin                          <0.01657           0.3810           0.3621    95     55-133  
Endrin                            <0.01850           0.3810           0.3655 #  96     60-130  
4,4'-DDT                          <0.007855          0.3810           0.4436 #  116    42-144  

Surrogate             %REC  Limits 
TCMX                           87     44-120  
Decachlorobiphenyl             80     50-128  

Type:            MSD                            Lab ID:          QC288617                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
gamma-BHC                                0.1905              0.1548    81     52-144  16  37  
Heptachlor                               0.1905              0.1689    89     53-138  21  38  
Aldrin                                   0.1905              0.1539    81     45-120  17  35  
Dieldrin                                 0.3810              0.3156    83     55-133  14  35  
Endrin                                   0.3810              0.3143 #  83     60-130  15  35  
4,4'-DDT                                 0.3810              0.3824 #  100    42-144  15  41  

Surrogate             %REC  Limits 
TCMX                           74     44-120  
Decachlorobiphenyl             75     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
RPD= Relative Percent Difference
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Polychlorinated Biphenyls (PCBs)

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Field ID:        MW2.2-032805                  Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/04/05                      
Batch#:          100767                                                                       

Type:            SAMPLE                         Cleanup Method:  EPA 3665A                      
Lab ID:          178544-001                                                                     

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             149 *  18-120  

Type:            BLANK                          Cleanup Method:  EPA 3665A                      
Lab ID:          QC288869                                                                       

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             130 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288870                      Batch#:          100767                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Cleanup Method:  EPA 3665A                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Aroclor-1242                             5.000               7.180     144    67-148  

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             135 *  18-120  

*= Value outside of QC limits; see narrative
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Field ID:        MW2.1-032805                  Batch#:          100767                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            MS                             Cleanup Method:  EPA 3665A                      
Lab ID:          QC288871                                                                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Aroclor-1242                       <0.2783           4.717            5.939    126    46-170  

Surrogate             %REC  Limits 
TCMX                           106    52-124  
Decachlorobiphenyl             127 *  18-120  

Type:            MSD                            Cleanup Method:  EPA 3665A                      
Lab ID:          QC288872                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Aroclor-1242                             4.717               6.272     133    46-170  5   35  

Surrogate             %REC  Limits 
TCMX                           110    52-124  
Decachlorobiphenyl             138 *  18-120  

*= Value outside of QC limits; see narrative
RPD= Relative Percent Difference
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Polynuclear Aromatics by HPLC

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW2.2-032805                  Batch#:          100752                        
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       82     58-132  
1-Methylnaphthalene (F)        82     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288795                      Batch#:          100752                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/03/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       95     58-132  
1-Methylnaphthalene (F)        90     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Matrix:          Water                         Batch#:          100752                        
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Analyzed:        04/03/05                       
Lab ID:          QC288796                                                                       

Analyte                   Spiked              Result         %REC  Limits 
Naphthalene                             10.00                9.856     99     67-120  
Acenaphthylene                          20.00               19.73      99     70-120  
Acenaphthene                            10.00               10.38      104    66-120  
Fluorene                                 2.000               1.706     85     69-120  
Phenanthrene                             1.000               0.9412    94     63-120  
Anthracene                               1.000               0.9378    94     63-120  
Benzo(k)fluoranthene                     1.000               0.9517    95     65-124  
Indeno(1,2,3-cd)pyrene                   1.000               0.8702    87     62-123  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       93     58-132  
1-Methylnaphthalene (F)        88     56-135  

Type:            BSD                            Analyzed:        04/04/05                       
Lab ID:          QC288797                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                             10.00                8.994     90     67-120  9   26  
Acenaphthylene                          20.00               18.32      92     70-120  7   24  
Acenaphthene                            10.00                8.600     86     66-120  19  28  
Fluorene                                 2.000               1.778     89     69-120  4   25  
Phenanthrene                             1.000               0.9179    92     63-120  3   23  
Anthracene                               1.000               0.9168    92     63-120  2   24  
Benzo(k)fluoranthene                     1.000               0.9283    93     65-124  2   24  
Indeno(1,2,3-cd)pyrene                   1.000               0.9564    96     62-123  9   23  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       83     58-132  
1-Methylnaphthalene (F)        85     56-135  

RPD= Relative Percent Difference
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California Title 26 Metals

Lab #:  178544                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GP Sawmill             
Field ID:        MW2.2-032805                  Diln Fac:        1.000                         
Lab ID:          178544-001                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  15       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100836 04/05/05 04/05/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Diln Fac:        1.000                         
Type:            BLANK                         Batch#:          100836                        
Lab ID:          QC289136                      Prepared:        04/05/05                      
Matrix:          Water                         Analyzed:        04/05/05                      
Units:           ug/L                                                                         

Result                RL         
ND                        0.20      

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100836                        
Matrix:          Water                         Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID         Spiked              Result         %REC  Limits  RPD  Lim
BS     QC289137             5.000               5.290     106    80-120           
BSD    QC289138             5.000               5.280     106    80-120  0    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100836                        
Field ID:        MW2.1-032805                  Sampled:         03/28/05                      
MSS Lab ID:      178560-001                    Received:        03/29/05                      
Matrix:          Filtrate                      Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked           Result       %REC  Limits  RPD  Lim
MS     QC289148          <0.07957           5.000            5.000    100    80-120           
MSD    QC289149                             5.000            5.260    105    80-120  5    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289937                      Batch#:          101041                        
Matrix:          Filtrate                      Prepared:        04/11/05                      
Units:           ug/L                          Analyzed:        04/11/05                      

Analyte                   Result                RL         
Antimony                           ND                       60         
Arsenic                            ND                        5.0       
Barium                             ND                       10         
Beryllium                          ND                        2.0       
Cadmium                            ND                        5.0       
Chromium                           ND                       10         
Cobalt                             ND                       20         
Copper                             ND                       10         
Lead                               ND                        3.0       
Molybdenum                         ND                       20         
Nickel                             ND                       20         
Selenium                           ND                        5.0       
Silver                             ND                        5.0       
Thallium                           ND                        5.0       
Vanadium                           ND                       10         
Zinc                               ND                       20         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Matrix:          Filtrate                      Batch#:          101041                        
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            BS                             Lab ID:          QC289938                       

Analyte                   Spiked              Result         %REC  Limits 
Antimony                               500.0               516.0       103    78-120  
Arsenic                                100.0               104.0       104    74-132  
Barium                               2,000               1,980         99     80-120  
Beryllium                               50.00               52.50      105    80-120  
Cadmium                                 50.00               50.80      102    80-120  
Chromium                               200.0               201.0       101    80-120  
Cobalt                                 500.0               496.0       99     80-120  
Copper                                 250.0               251.0       100    80-120  
Lead                                   100.0                97.10      97     66-138  
Molybdenum                             400.0               408.0       102    80-120  
Nickel                                 500.0               497.0       99     80-120  
Selenium                               100.0                98.00      98     58-142  
Silver                                  50.00               52.40      105    80-120  
Thallium                               100.0                94.30      94     57-144  
Vanadium                               500.0               511.0       102    80-120  
Zinc                                   500.0               496.0       99     80-120  

Type:            BSD                            Lab ID:          QC289939                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               514.0       103    78-120  0   20  
Arsenic                                100.0               106.0       106    74-132  2   22  
Barium                               2,000               1,960         98     80-120  1   20  
Beryllium                               50.00               52.10      104    80-120  1   20  
Cadmium                                 50.00               50.00      100    80-120  2   20  
Chromium                               200.0               198.0       99     80-120  2   20  
Cobalt                                 500.0               491.0       98     80-120  1   20  
Copper                                 250.0               248.0       99     80-120  1   20  
Lead                                   100.0                95.30      95     66-138  2   25  
Molybdenum                             400.0               416.0       104    80-120  2   20  
Nickel                                 500.0               492.0       98     80-120  1   20  
Selenium                               100.0               101.0       101    58-142  3   31  
Silver                                  50.00               50.90      102    80-120  3   20  
Thallium                               100.0                96.80      97     57-144  3   30  
Vanadium                               500.0               506.0       101    80-120  1   20  
Zinc                                   500.0               491.0       98     80-120  1   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178544                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Field ID:        MW2.1-032805                  Batch#:          101041                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            MS                             Lab ID:          QC289940                       

Analyte              MSS Result          Spiked            Result       %REC  Limits
Antimony                           <3.725           500.0            514.0      103    68-127 
Arsenic                            <2.298           100.0            105.0      105    63-151 
Barium                             18.20          2,000            1,980        98     79-120 
Beryllium                          <0.2495           50.00            51.90     104    80-120 
Cadmium                            <0.3394           50.00            49.50     99     76-123 
Chromium                            1.970           200.0            200.0      99     79-120 
Cobalt                              1.880           500.0            492.0      98     80-120 
Copper                             <3.052           250.0            251.0      100    80-120 
Lead                               <1.086           100.0             96.00     96     49-155 
Molybdenum                         12.20            400.0            426.0      103    73-120 
Nickel                              2.030           500.0            489.0      97     74-120 
Selenium                            4.170           100.0            102.0      98     44-156 
Silver                             <1.306            50.00            49.50     99     72-124 
Thallium                           <3.479           100.0             99.20     99     34-158 
Vanadium                            1.330           500.0            510.0      102    80-120 
Zinc                               <4.869           500.0            492.0      98     79-123 

Type:            MSD                            Lab ID:          QC289941                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               508.0       102    68-127  1   20  
Arsenic                                100.0               106.0       106    63-151  1   35  
Barium                               2,000               1,920         95     79-120  3   20  
Beryllium                               50.00               50.40      101    80-120  3   20  
Cadmium                                 50.00               48.50      97     76-123  2   20  
Chromium                               200.0               196.0       97     79-120  2   20  
Cobalt                                 500.0               481.0       96     80-120  2   20  
Copper                                 250.0               244.0       98     80-120  3   20  
Lead                                   100.0                93.80      94     49-155  2   34  
Molybdenum                             400.0               413.0       100    73-120  3   20  
Nickel                                 500.0               479.0       95     74-120  2   20  
Selenium                               100.0               102.0       98     44-156  0   42  
Silver                                  50.00               50.70      101    72-124  2   20  
Thallium                               100.0                93.60      94     34-158  6   47  
Vanadium                               500.0               499.0       100    80-120  2   20  
Zinc                                   500.0               479.0       96     79-123  3   20  

RPD= Relative Percent Difference
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CASE NARRATIVE

Laboratory number:        178560
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GP Sawmill
Request Date:             03/29/05
Samples Received:         03/29/05

This hardcopy data package contains sample and QC results for four water
samples, requested for the above referenced project on 03/29/05. The samples
were received intact and cool, but several coolers were received above 6
degrees C.

TPH-Purgeables and/or BTXE by GC (EPA 8015B):
No analytical problems were encountered.

TPH-Extractables by GC (EPA 8015B):
No analytical problems were encountered.

Volatile Organics by GC/MS (EPA 8260B):
No analytical problems were encountered.

Semivolatile Organics by GC/MS (EPA 8270C):
No analytical problems were encountered.

Pesticides (EPA 8081A):
No analytical problems were encountered.

PCBs (EPA 8082):
High surrogate recoveries were observed for decachlorobiphenyl in a number of
samples; the corresponding TCMX surrogate recoveries were within limits. No
other analytical problems were encountered.

Polynuclear Aromatics by HPLC (EPA 8310):
No analytical problems were encountered.

Metals (EPA 6010B and EPA 7470A):
No analytical problems were encountered.

Tannins & Lignins (SMWW 5550):
North Coast Laboratories, Ltd. in Arcata, CA performed the analysis. Please
see the North Coast Laboratories, Ltd. case narrative.
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Total Volatile Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100594                        
Units:           ug/L                          Sampled:         03/28/05                      
Diln Fac:        1.000                         Received:        03/29/05                      

Field ID:        MW2.1-032805                   Lab ID:          178560-001                     
Type:            SAMPLE                         Analyzed:        03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         97     63-141  
Bromofluorobenzene (FID)       100    79-139  

Field ID:        MW2.3-032805                   Lab ID:          178560-002                     
Type:            SAMPLE                         Analyzed:        03/30/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         99     63-141  
Bromofluorobenzene (FID)       103    79-139  

Field ID:        MW3.1-032805                   Lab ID:          178560-003                     
Type:            SAMPLE                         Analyzed:        03/30/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         97     63-141  
Bromofluorobenzene (FID)       108    79-139  

ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100594                        
Units:           ug/L                          Sampled:         03/28/05                      
Diln Fac:        1.000                         Received:        03/29/05                      

Field ID:        MW2.1-032805-TB                Lab ID:          178560-004                     
Type:            SAMPLE                         Analyzed:        03/30/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         95     63-141  
Bromofluorobenzene (FID)       94     79-139  

Type:            BLANK                          Analyzed:        03/29/05                       
Lab ID:          QC288178                                                                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         95     63-141  
Bromofluorobenzene (FID)       90     79-139  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288179                      Batch#:          100594                        
Matrix:          Water                         Analyzed:        03/29/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
Gasoline C7-C12                      2,000               2,021         101    80-120  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         130    63-141  
Bromofluorobenzene (FID)       104    79-139  
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW2.1-032805                  Batch#:          100594                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/30/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288199                       

Analyte              MSS Result          Spiked           Result       %REC  Limits
Gasoline C7-C12                     22.23          2,000            1,966       97     80-120 

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         139    63-141  
Bromofluorobenzene (FID)       115    79-139  

Type:            MSD                            Lab ID:          QC288200                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Gasoline C7-C12                      2,000               1,907         94     80-120  3   20  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         140    63-141  
Bromofluorobenzene (FID)       118    79-139  

RPD= Relative Percent Difference
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Total Extractable Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Sampled:         03/28/05                      
Units:           ug/L                          Received:        03/29/05                      
Diln Fac:        1.000                         Prepared:        04/08/05                      
Batch#:          100998                        Analyzed:        04/12/05                      

Field ID:        MW2.1-032805                   Lab ID:          178560-001                     
Type:            SAMPLE                         Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     106    55-143  

Field ID:        MW2.3-032805                   Lab ID:          178560-002                     
Type:            SAMPLE                         Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     104    55-143  

Field ID:        MW3.1-032805                   Lab ID:          178560-003                     
Type:            SAMPLE                         Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     102    55-143  

Type:            BLANK                          Cleanup Method:  EPA 3630C                      
Lab ID:          QC289781                                                                       

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     116    55-143  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289782                      Batch#:          100998                        
Matrix:          Water                         Prepared:        04/08/05                      
Units:           ug/L                          Analyzed:        04/12/05                      

Cleanup Method:  EPA 3630C                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Diesel C10-C24                       2,500               2,156         86     50-133  

Surrogate             %REC  Limits 
Hexacosane                     92     55-143  
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW2.1-032805                  Batch#:          100998                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/08/05                      
Diln Fac:        1.000                         Analyzed:        04/13/05                      

Type:            MS                             Cleanup Method:  EPA 3630C                      
Lab ID:          QC289783                                                                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Diesel C10-C24                    <20.61          2,500            2,259       90     42-127  

Surrogate             %REC  Limits 
Hexacosane                     95     55-143  

Type:            MSD                            Cleanup Method:  EPA 3630C                      
Lab ID:          QC289784                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD  Lim
Diesel C10-C24                       2,500               2,482         99     42-127  9    45  

Surrogate             %REC  Limits 
Hexacosane                     106    55-143  

RPD= Relative Percent Difference
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.1-032805                  Batch#:          100675                        
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  2.7                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.1-032805                  Batch#:          100675                        
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           100    80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             111    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.3-032805                  Batch#:          100675                        
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  1.3                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.3-032805                  Batch#:          100675                        
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             114    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.1-032805                  Batch#:          100675                        
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                       2.7                 0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene                   1.3                 0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                          0.8                 0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  1.4                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                        2.1                 0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.1-032805                  Batch#:          100675                        
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             115    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                              7.0



Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.1-032805-TB               Batch#:          100675                        
Lab ID:          178560-004                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.1-032805-TB               Batch#:          100675                        
Lab ID:          178560-004                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             115    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288483                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               26.59      106    75-121  
Benzene                                 25.00               25.54      102    80-120  
Trichloroethene                         25.00               25.23      101    78-120  
Toluene                                 25.00               25.65      103    80-120  
Chlorobenzene                           25.00               25.41      102    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             104    80-124  

Page 1 of 1                                                             11.0



Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288484                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288484                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             108    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288485                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             10.0



Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288485                      Batch#:          100675                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             112    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW2.1-032805                  Batch#:          100675                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288507                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
1,1-Dichloroethene                 <0.08940          25.00            24.83     99     70-124  
Benzene                             0.2262           25.00            24.14     96     79-120  
Trichloroethene                    <0.08663          25.00            23.73     95     71-120  
Toluene                             2.713            25.00            26.56     95     77-120  
Chlorobenzene                      <0.04954          25.00            24.12     96     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          100    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             109    80-124  

Type:            MSD                            Lab ID:          QC288508                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               26.01      104    70-124  5   20  
Benzene                                 25.00               24.75      98     79-120  2   20  
Trichloroethene                         25.00               24.08      96     71-120  1   20  
Toluene                                 25.00               26.91      97     77-120  1   20  
Chlorobenzene                           25.00               24.83      99     80-120  3   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          100    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             108    80-124  

RPD= Relative Percent Difference
Page 1 of 1                                                             12.0



Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.1-032805                  Batch#:          100750                        
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/04/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.1-032805                  Batch#:          100750                        
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/04/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 65     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           72     38-120  
Nitrobenzene-d5                72     47-120  
2-Fluorobiphenyl               81     44-120  
Terphenyl-d14                  50     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.3-032805                  Batch#:          100750                        
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/07/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.3-032805                  Batch#:          100750                        
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/07/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 82     41-120  
Phenol-d5                      75     41-120  
2,4,6-Tribromophenol           82     38-120  
Nitrobenzene-d5                70     47-120  
2-Fluorobiphenyl               74     44-120  
Terphenyl-d14                  73     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.1-032805                  Batch#:          100750                        
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/07/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.1-032805                  Batch#:          100750                        
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/07/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 75     41-120  
Phenol-d5                      70     41-120  
2,4,6-Tribromophenol           82     38-120  
Nitrobenzene-d5                63     47-120  
2-Fluorobiphenyl               68     44-120  
Terphenyl-d14                  68     16-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288788                      Batch#:          100750                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             19.0



Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288788                      Batch#:          100750                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 68     41-120  
Phenol-d5                      64     41-120  
2,4,6-Tribromophenol           70     38-120  
Nitrobenzene-d5                75     47-120  
2-Fluorobiphenyl               86     44-120  
Terphenyl-d14                  73     16-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288789                      Batch#:          100750                        
Matrix:          Water                         Prepared:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Analyte                   Spiked              Result         %REC  Limits 
Phenol                                 100.0                60.35      60     43-120  
2-Chlorophenol                         100.0                70.35      70     51-120  
1,4-Dichlorobenzene                     50.00               33.80      68     36-120  
N-Nitroso-di-n-propylamine              50.00               33.33      67     45-120  
1,2,4-Trichlorobenzene                  50.00               38.98      78     38-120  
4-Chloro-3-methylphenol                100.0                71.49      71     48-120  
Acenaphthene                            50.00               39.61      79     43-120  
4-Nitrophenol                          100.0                74.33      74     43-120  
2,4-Dinitrotoluene                      50.00               41.55      83     46-120  
Pentachlorophenol                      100.0                84.12      84     35-120  
Pyrene                                  50.00               40.14      80     38-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 70     41-120  
Phenol-d5                      63     41-120  
2,4,6-Tribromophenol           78     38-120  
Nitrobenzene-d5                78     47-120  
2-Fluorobiphenyl               79     44-120  
Terphenyl-d14                  77     16-120  
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW2.1-032805                  Batch#:          100750                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/01/05                      
Diln Fac:        1.000                         Analyzed:        04/04/05                      

Type:            MS                             Lab ID:          QC288790                       

Analyte               MSS Result         Spiked          Result      %REC  Limits 
Phenol                               <1.451           94.34            59.26    63    44-120  
2-Chlorophenol                       <1.584           94.34            68.57    73    51-120  
1,4-Dichlorobenzene                  <0.5176          47.17            30.70    65    39-120  
N-Nitroso-di-n-propylamine           <0.7803          47.17            33.89    72    44-120  
1,2,4-Trichlorobenzene               <0.5232          47.17            35.94    76    41-120  
4-Chloro-3-methylphenol              <1.690           94.34            71.36    76    50-120  
Acenaphthene                         <0.7295          47.17            38.84    82    47-120  
4-Nitrophenol                        <1.817           94.34            69.88    74    38-120  
2,4-Dinitrotoluene                   <0.9063          47.17            40.55    86    33-120  
Pentachlorophenol                    <1.841           94.34            82.05    87    25-148  
Pyrene                               <0.8044          47.17            38.96    83    46-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 72     41-120  
Phenol-d5                      66     41-120  
2,4,6-Tribromophenol           80     38-120  
Nitrobenzene-d5                82     47-120  
2-Fluorobiphenyl               80     44-120  
Terphenyl-d14                  66     16-120  

Type:            MSD                            Lab ID:          QC288791                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Phenol                                  94.34               57.39      61     44-120  3   28  
2-Chlorophenol                          94.34               67.71      72     51-120  1   24  
1,4-Dichlorobenzene                     47.17               31.37      66     39-120  2   29  
N-Nitroso-di-n-propylamine              47.17               32.57      69     44-120  4   25  
1,2,4-Trichlorobenzene                  47.17               35.61      75     41-120  1   24  
4-Chloro-3-methylphenol                 94.34               65.71      70     50-120  8   23  
Acenaphthene                            47.17               37.18      79     47-120  4   23  
4-Nitrophenol                           94.34               72.39      77     38-120  4   27  
2,4-Dinitrotoluene                      47.17               38.20      81     33-120  6   22  
Pentachlorophenol                       94.34               80.40      85     25-148  2   25  
Pyrene                                  47.17               37.67      80     46-120  3   23  

Surrogate             %REC  Limits 
2-Fluorophenol                 70     41-120  
Phenol-d5                      63     41-120  
2,4,6-Tribromophenol           77     38-120  
Nitrobenzene-d5                77     47-120  
2-Fluorobiphenyl               77     44-120  
Terphenyl-d14                  69     16-120  

RPD= Relative Percent Difference
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Organochlorine Pesticides

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW2.1-032805                  Batch#:          100705                        
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        03/31/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND #                      0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND #                      0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           117    44-120  
Decachlorobiphenyl             82     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW2.3-032805                  Batch#:          100705                        
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        03/31/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           103    44-120  
Decachlorobiphenyl             82     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.1-032805                  Batch#:          100705                        
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        03/31/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           63     44-120  
Decachlorobiphenyl             73     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288614                      Batch#:          100705                        
Matrix:          Water                         Prepared:        03/31/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND #                      0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           80     44-120  
Decachlorobiphenyl             99     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288615                      Batch#:          100705                        
Matrix:          Water                         Prepared:        03/31/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Spiked              Result         %REC  Limits 
gamma-BHC                                0.2000              0.2063    103    61-140  
Heptachlor                               0.2000              0.2248    112    53-143  
Aldrin                                   0.2000              0.2016    101    60-120  
Dieldrin                                 0.4000              0.4065    102    57-127  
Endrin                                   0.4000              0.4079 #  102    59-136  
4,4'-DDT                                 0.4000              0.5026 #  126    55-149  

Surrogate             %REC  Limits 
TCMX                           88     44-120  
Decachlorobiphenyl             96     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
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Batch QC Report

Organochlorine Pesticides

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW2.1-032805                  Batch#:          100705                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        03/31/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Type:            MS                             Lab ID:          QC288616                       

Analyte              MSS Result          Spiked           Result        %REC  Limits 
gamma-BHC                         <0.008411          0.1905           0.1812    95     52-144  
Heptachlor                        <0.003450          0.1905           0.2083    109    53-138  
Aldrin                            <0.002899          0.1905           0.1816    95     45-120  
Dieldrin                          <0.01657           0.3810           0.3621    95     55-133  
Endrin                            <0.01850           0.3810           0.3655 #  96     60-130  
4,4'-DDT                          <0.007855          0.3810           0.4436 #  116    42-144  

Surrogate             %REC  Limits 
TCMX                           87     44-120  
Decachlorobiphenyl             80     50-128  

Type:            MSD                            Lab ID:          QC288617                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
gamma-BHC                                0.1905              0.1548    81     52-144  16  37  
Heptachlor                               0.1905              0.1689    89     53-138  21  38  
Aldrin                                   0.1905              0.1539    81     45-120  17  35  
Dieldrin                                 0.3810              0.3156    83     55-133  14  35  
Endrin                                   0.3810              0.3143 #  83     60-130  15  35  
4,4'-DDT                                 0.3810              0.3824 #  100    42-144  15  41  

Surrogate             %REC  Limits 
TCMX                           74     44-120  
Decachlorobiphenyl             75     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
RPD= Relative Percent Difference
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Polychlorinated Biphenyls (PCBs)

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Sampled:         03/28/05                      
Units:           ug/L                          Received:        03/29/05                      
Diln Fac:        1.000                         Prepared:        04/02/05                      
Batch#:          100767                                                                       

Field ID:        MW2.1-032805                   Analyzed:        04/04/05                       
Type:            SAMPLE                         Cleanup Method:  EPA 3665A                      
Lab ID:          178560-001                                                                     

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           110    52-124  
Decachlorobiphenyl             128 *  18-120  

Field ID:        MW2.3-032805                   Analyzed:        04/05/05                       
Type:            SAMPLE                         Cleanup Method:  EPA 3665A                      
Lab ID:          178560-002                                                                     

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           109    52-124  
Decachlorobiphenyl             132 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Sampled:         03/28/05                      
Units:           ug/L                          Received:        03/29/05                      
Diln Fac:        1.000                         Prepared:        04/02/05                      
Batch#:          100767                                                                       

Field ID:        MW3.1-032805                   Analyzed:        04/05/05                       
Type:            SAMPLE                         Cleanup Method:  EPA 3665A                      
Lab ID:          178560-003                                                                     

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           114    52-124  
Decachlorobiphenyl             137 *  18-120  

Type:            BLANK                          Analyzed:        04/04/05                       
Lab ID:          QC288869                       Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             130 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288870                      Batch#:          100767                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Cleanup Method:  EPA 3665A                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Aroclor-1242                             5.000               7.180     144    67-148  

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             135 *  18-120  

*= Value outside of QC limits; see narrative
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Field ID:        MW2.1-032805                  Batch#:          100767                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            MS                             Cleanup Method:  EPA 3665A                      
Lab ID:          QC288871                                                                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Aroclor-1242                       <0.2783           4.717            5.939    126    46-170  

Surrogate             %REC  Limits 
TCMX                           106    52-124  
Decachlorobiphenyl             127 *  18-120  

Type:            MSD                            Cleanup Method:  EPA 3665A                      
Lab ID:          QC288872                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Aroclor-1242                             4.717               6.272     133    46-170  5   35  

Surrogate             %REC  Limits 
TCMX                           110    52-124  
Decachlorobiphenyl             138 *  18-120  

*= Value outside of QC limits; see narrative
RPD= Relative Percent Difference
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Polynuclear Aromatics by HPLC

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW2.1-032805                  Batch#:          100768                        
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.94      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.94      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.09      
Anthracene                         ND                        0.09      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.09      
Benzo(a)anthracene                 ND                        0.09      
Chrysene                           ND                        0.09      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.09      
Benzo(a)pyrene                     ND                        0.09      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.09      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       80     58-132  
1-Methylnaphthalene (F)        80     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW2.3-032805                  Batch#:          100768                        
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.94      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.94      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.09      
Anthracene                         ND                        0.09      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.09      
Benzo(a)anthracene                 ND                        0.09      
Chrysene                           ND                        0.09      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.09      
Benzo(a)pyrene                     ND                        0.09      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.09      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       102    58-132  
1-Methylnaphthalene (F)        96     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.1-032805                  Batch#:          100768                        
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.94      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.94      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.09      
Anthracene                         ND                        0.09      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.09      
Benzo(a)anthracene                 ND                        0.09      
Chrysene                           ND                        0.09      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.09      
Benzo(a)pyrene                     ND                        0.09      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.09      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       97     58-132  
1-Methylnaphthalene (F)        97     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288873                      Batch#:          100768                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       97     58-132  
1-Methylnaphthalene (F)        97     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288874                      Batch#:          100768                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Spiked              Result         %REC  Limits 
Naphthalene                             10.00               10.05      101    67-120  
Acenaphthylene                          20.00               21.15      106    70-120  
Acenaphthene                            10.00               10.29      103    66-120  
Fluorene                                 2.000               2.124     106    69-120  
Phenanthrene                             1.000               1.025     102    63-120  
Anthracene                               1.000               1.002     100    63-120  
Benzo(k)fluoranthene                     1.000               1.049     105    65-124  
Indeno(1,2,3-cd)pyrene                   1.000               1.115     112    62-123  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       94     58-132  
1-Methylnaphthalene (F)        93     56-135  
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW2.1-032805                  Batch#:          100768                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Type:            MS                             Lab ID:          QC288875                       

Analyte               MSS Result         Spiked           Result      %REC  Limits 
Naphthalene                         <0.1505           9.434            8.796    93    42-122  
Acenaphthylene                      <0.3462          18.87            18.06     96    51-126  
Acenaphthene                        <0.3395           9.434            8.976    95    41-156  
Fluorene                            <0.04858          1.887            1.618    86    39-150  
Phenanthrene                        <0.008094         0.9434           0.9181   97    25-205  
Anthracene                          <0.007242         0.9434           0.9069   96    56-151  
Benzo(k)fluoranthene                <0.004107         0.9434           0.8991   95    18-146  
Indeno(1,2,3-cd)pyrene              <0.06134          0.9434           0.9372   99    55-159  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       87     58-132  
1-Methylnaphthalene (F)        87     56-135  

Type:            MSD                            Lab ID:          QC288876                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                              9.434               8.435     89     42-122  4   36  
Acenaphthylene                          18.87               17.42      92     51-126  4   34  
Acenaphthene                             9.434               9.681     103    41-156  8   38  
Fluorene                                 1.887               1.227     65     39-150  27  35  
Phenanthrene                             0.9434              0.8794    93     25-205  4   33  
Anthracene                               0.9434              0.8613    91     56-151  5   34  
Benzo(k)fluoranthene                     0.9434              0.8774    93     18-146  2   34  
Indeno(1,2,3-cd)pyrene                   0.9434              0.8663    92     55-159  8   33  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       86     58-132  
1-Methylnaphthalene (F)        87     56-135  

RPD= Relative Percent Difference
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California Title 26 Metals

Lab #:  178560                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GP Sawmill             
Field ID:        MW2.1-032805                  Diln Fac:        1.000                         
Lab ID:          178560-001                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  18       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100836 04/05/05 04/05/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178560                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GP Sawmill             
Field ID:        MW2.3-032805                  Diln Fac:        1.000                         
Lab ID:          178560-002                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  14       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100836 04/05/05 04/05/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178560                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GP Sawmill             
Field ID:        MW3.1-032805                  Diln Fac:        1.000                         
Lab ID:          178560-003                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  31       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100836 04/05/05 04/05/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc                   350       20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Diln Fac:        1.000                         
Type:            BLANK                         Batch#:          100836                        
Lab ID:          QC289136                      Prepared:        04/05/05                      
Matrix:          Water                         Analyzed:        04/05/05                      
Units:           ug/L                                                                         

Result                RL         
ND                        0.20      

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100836                        
Matrix:          Water                         Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID         Spiked              Result         %REC  Limits  RPD  Lim
BS     QC289137             5.000               5.290     106    80-120           
BSD    QC289138             5.000               5.280     106    80-120  0    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100836                        
Field ID:        MW2.1-032805                  Sampled:         03/28/05                      
MSS Lab ID:      178560-001                    Received:        03/29/05                      
Matrix:          Filtrate                      Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked           Result       %REC  Limits  RPD  Lim
MS     QC289148          <0.07957           5.000            5.000    100    80-120           
MSD    QC289149                             5.000            5.260    105    80-120  5    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289937                      Batch#:          101041                        
Matrix:          Filtrate                      Prepared:        04/11/05                      
Units:           ug/L                          Analyzed:        04/11/05                      

Analyte                   Result                RL         
Antimony                           ND                       60         
Arsenic                            ND                        5.0       
Barium                             ND                       10         
Beryllium                          ND                        2.0       
Cadmium                            ND                        5.0       
Chromium                           ND                       10         
Cobalt                             ND                       20         
Copper                             ND                       10         
Lead                               ND                        3.0       
Molybdenum                         ND                       20         
Nickel                             ND                       20         
Selenium                           ND                        5.0       
Silver                             ND                        5.0       
Thallium                           ND                        5.0       
Vanadium                           ND                       10         
Zinc                               ND                       20         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Matrix:          Filtrate                      Batch#:          101041                        
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            BS                             Lab ID:          QC289938                       

Analyte                   Spiked              Result         %REC  Limits 
Antimony                               500.0               516.0       103    78-120  
Arsenic                                100.0               104.0       104    74-132  
Barium                               2,000               1,980         99     80-120  
Beryllium                               50.00               52.50      105    80-120  
Cadmium                                 50.00               50.80      102    80-120  
Chromium                               200.0               201.0       101    80-120  
Cobalt                                 500.0               496.0       99     80-120  
Copper                                 250.0               251.0       100    80-120  
Lead                                   100.0                97.10      97     66-138  
Molybdenum                             400.0               408.0       102    80-120  
Nickel                                 500.0               497.0       99     80-120  
Selenium                               100.0                98.00      98     58-142  
Silver                                  50.00               52.40      105    80-120  
Thallium                               100.0                94.30      94     57-144  
Vanadium                               500.0               511.0       102    80-120  
Zinc                                   500.0               496.0       99     80-120  

Type:            BSD                            Lab ID:          QC289939                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               514.0       103    78-120  0   20  
Arsenic                                100.0               106.0       106    74-132  2   22  
Barium                               2,000               1,960         98     80-120  1   20  
Beryllium                               50.00               52.10      104    80-120  1   20  
Cadmium                                 50.00               50.00      100    80-120  2   20  
Chromium                               200.0               198.0       99     80-120  2   20  
Cobalt                                 500.0               491.0       98     80-120  1   20  
Copper                                 250.0               248.0       99     80-120  1   20  
Lead                                   100.0                95.30      95     66-138  2   25  
Molybdenum                             400.0               416.0       104    80-120  2   20  
Nickel                                 500.0               492.0       98     80-120  1   20  
Selenium                               100.0               101.0       101    58-142  3   31  
Silver                                  50.00               50.90      102    80-120  3   20  
Thallium                               100.0                96.80      97     57-144  3   30  
Vanadium                               500.0               506.0       101    80-120  1   20  
Zinc                                   500.0               491.0       98     80-120  1   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178560                               Location:        Former GP Sawmill             
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Field ID:        MW2.1-032805                  Batch#:          101041                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            MS                             Lab ID:          QC289940                       

Analyte              MSS Result          Spiked            Result       %REC  Limits
Antimony                           <3.725           500.0            514.0      103    68-127 
Arsenic                            <2.298           100.0            105.0      105    63-151 
Barium                             18.20          2,000            1,980        98     79-120 
Beryllium                          <0.2495           50.00            51.90     104    80-120 
Cadmium                            <0.3394           50.00            49.50     99     76-123 
Chromium                            1.970           200.0            200.0      99     79-120 
Cobalt                              1.880           500.0            492.0      98     80-120 
Copper                             <3.052           250.0            251.0      100    80-120 
Lead                               <1.086           100.0             96.00     96     49-155 
Molybdenum                         12.20            400.0            426.0      103    73-120 
Nickel                              2.030           500.0            489.0      97     74-120 
Selenium                            4.170           100.0            102.0      98     44-156 
Silver                             <1.306            50.00            49.50     99     72-124 
Thallium                           <3.479           100.0             99.20     99     34-158 
Vanadium                            1.330           500.0            510.0      102    80-120 
Zinc                               <4.869           500.0            492.0      98     79-123 

Type:            MSD                            Lab ID:          QC289941                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               508.0       102    68-127  1   20  
Arsenic                                100.0               106.0       106    63-151  1   35  
Barium                               2,000               1,920         95     79-120  3   20  
Beryllium                               50.00               50.40      101    80-120  3   20  
Cadmium                                 50.00               48.50      97     76-123  2   20  
Chromium                               200.0               196.0       97     79-120  2   20  
Cobalt                                 500.0               481.0       96     80-120  2   20  
Copper                                 250.0               244.0       98     80-120  3   20  
Lead                                   100.0                93.80      94     49-155  2   34  
Molybdenum                             400.0               413.0       100    73-120  3   20  
Nickel                                 500.0               479.0       95     74-120  2   20  
Selenium                               100.0               102.0       98     44-156  0   42  
Silver                                  50.00               50.70      101    72-124  2   20  
Thallium                               100.0                93.60      94     34-158  6   47  
Vanadium                               500.0               499.0       100    80-120  2   20  
Zinc                                   500.0               479.0       96     79-123  3   20  

RPD= Relative Percent Difference
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CASE NARRATIVE

Laboratory number:        178601
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GA-Pacific Sawmill
Request Date:             03/30/05
Samples Received:         03/30/05

This hardcopy data package contains sample and QC results for thirteen water
samples, requested for the above referenced project on 03/30/05. The samples
were received intact and cool, but several coolers were received above 6
degrees C and others were received without a temperature blank. Several
coolers arrived with broken containers in them. Please see the comments on
the chains of custody. Every effort was made to provide results for the
analyses requested using the remaining sample amount.

TPH-Purgeables and/or BTXE by GC (EPA 8015B):
No analytical problems were encountered.

TPH-Extractables by GC (EPA 8015B):
No analytical problems were encountered.

Volatile Organics by GC/MS (EPA 8260B):
High surrogate recoveries were observed for bromofluorobenzene in
MW5.5-032905 (lab # 178601-010) and MW-5.4-032905 (lab # 178601-013); no
target analytes were detected at or above the RL associated with this
surrogate. No other analytical problems were encountered.

Semivolatile Organics by GC/MS (EPA 8270C):
Low surrogate recoveries were observed for nitrobenzene-d5, 2-fluorobiphenyl,
and phenol-d5 in MW10.4-032805 (lab # 178601-011). This sample was relogged
as 178601-014 and was prepared outside of hold time; affected data was
qualified with "b". Surrogate recoveries in the re-extracted sample were
within criteria. Low surrogate recovery was observed for phenol-d5 in
MW10.4-032805 (lab # 178601-011). A low surrogate recovery was observed for
nitrobenzene-d5 in MW5.5-032905 (lab # 178601-010); which is within criteria
as per the EPA Functional Guidelines. Low surrogate recovery was observed for
2-fluorobiphenyl in MW10.4-032805 (lab # 178601-011). No other analytical
problems were encountered.

Pesticides (EPA 8081A):
High surrogate recoveries were observed for decachlorobiphenyl and TCMX in
many samples; no target analytes were detected in these samples. No other
analytical problems were encountered.

PCBs (EPA 8082):
High surrogate recoveries were observed for decachlorobiphenyl and TCMX in
many samples; no target analytes were detected in these samples. No other
analytical problems were encountered.
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CASE NARRATIVE

Laboratory number:        178601
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GA-Pacific Sawmill
Request Date:             03/30/05
Samples Received:         03/30/05

Polynuclear Aromatics by HPLC (EPA 8310):
No analytical problems were encountered.

Metals (EPA 6010B and EPA 7470A):
No analytical problems were encountered.

Tannins & Lignins (SMWW 5550):
North Coast Laboratories, Ltd. in Arcata, CA performed the analysis. Please
see the North Coast Laboratories, Ltd. case narrative.
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Total Volatile Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100677                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Analyzed:        03/31/05                      

Field ID:        MW3.2-032805                   Lab ID:          178601-001                     
Type:            SAMPLE                         Sampled:         03/28/05                       

Analyte                   Result                RL         
Gasoline C7-C12                         56 H Y              50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         85     63-141  
Bromofluorobenzene (FID)       97     79-139  

Field ID:        MW-DUP1-032805                 Lab ID:          178601-002                     
Type:            SAMPLE                         Sampled:         03/28/05                       

Analyte                   Result                RL         
Gasoline C7-C12                         58 H Y              50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         86     63-141  
Bromofluorobenzene (FID)       96     79-139  

Field ID:        MW3.3-032805                   Lab ID:          178601-003                     
Type:            SAMPLE                         Sampled:         03/28/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         86     63-141  
Bromofluorobenzene (FID)       97     79-139  

Field ID:        MW3.5-032905                   Lab ID:          178601-004                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         87     63-141  
Bromofluorobenzene (FID)       98     79-139  

H= Heavier hydrocarbons contributed to the quantitation
Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100677                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Analyzed:        03/31/05                      

Field ID:        MW3.6-032905                   Lab ID:          178601-005                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       95     79-139  

Field ID:        MW5.1-032905                   Lab ID:          178601-006                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       93     79-139  

Field ID:        MW5.2-032905                   Lab ID:          178601-007                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       95     79-139  

Field ID:        MW5.3-032905                   Lab ID:          178601-008                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       94     79-139  

H= Heavier hydrocarbons contributed to the quantitation
Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100677                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Analyzed:        03/31/05                      

Field ID:        MWDUP2-032905                  Lab ID:          178601-009                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         86     63-141  
Bromofluorobenzene (FID)       95     79-139  

Field ID:        MW5.5-032905                   Lab ID:          178601-010                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         85     63-141  
Bromofluorobenzene (FID)       95     79-139  

Field ID:        MW10.4-032805                  Lab ID:          178601-011                     
Type:            SAMPLE                         Sampled:         03/28/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         83     63-141  
Bromofluorobenzene (FID)       94     79-139  

Field ID:        MW-3.2-032805-TB               Lab ID:          178601-012                     
Type:            SAMPLE                         Sampled:         03/28/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         83     63-141  
Bromofluorobenzene (FID)       93     79-139  

H= Heavier hydrocarbons contributed to the quantitation
Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100677                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Analyzed:        03/31/05                      

Field ID:        MW-5.4-032905                  Lab ID:          178601-013                     
Type:            SAMPLE                         Sampled:         03/29/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       95     79-139  

Type:            BLANK                          Lab ID:          QC288489                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         87     63-141  
Bromofluorobenzene (FID)       96     79-139  

H= Heavier hydrocarbons contributed to the quantitation
Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288491                      Batch#:          100677                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
Gasoline C7-C12                      2,000               2,225         111    80-120  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         100    63-141  
Bromofluorobenzene (FID)       99     79-139  
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        ZZZZZZZZZZ                    Batch#:          100677                        
MSS Lab ID:      178608-002                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288557                       

Analyte              MSS Result          Spiked           Result       %REC  Limits
Gasoline C7-C12                     35.81          2,000            2,116       104    80-120 

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         111    63-141  
Bromofluorobenzene (FID)       101    79-139  

Type:            MSD                            Lab ID:          QC288558                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Gasoline C7-C12                      2,000               2,101         103    80-120  1   20  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         110    63-141  
Bromofluorobenzene (FID)       98     79-139  

RPD= Relative Percent Difference
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Total Extractable Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          101062                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/11/05                      

Field ID:        MW3.2-032805                   Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-001                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     110    55-143  

Field ID:        MW-DUP1-032805                 Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-002                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     103    55-143  

Field ID:        MW3.3-032805                   Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-003                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     81     55-143  

Field ID:        MW3.5-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-004                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     110    55-143  

Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
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Total Extractable Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          101062                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/11/05                      

Field ID:        MW3.6-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-005                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     107    55-143  

Field ID:        MW5.1-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-006                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                         310 Y                50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     113    55-143  

Field ID:        MW5.2-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-007                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     129    55-143  

Field ID:        MW5.3-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-008                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     106    55-143  

Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
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Total Extractable Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          101062                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/11/05                      

Field ID:        MWDUP2-032905                  Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-009                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     117    55-143  

Field ID:        MW5.5-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-010                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     110    55-143  

Field ID:        MW10.4-032805                  Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178601-011                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     103    55-143  

Type:            BLANK                          Analyzed:        04/12/05                       
Lab ID:          QC290034                       Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     99     55-143  

Y= Sample exhibits chromatographic pattern which does not resemble standard
ND= Not Detected
RL= Reporting Limit
Page 3 of 3                                                             73.0



Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          101062                        
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Type:            BS                             Cleanup Method:  EPA 3630C                      
Lab ID:          QC290035                                                                       

Analyte                   Spiked              Result         %REC  Limits 
Diesel C10-C24                       2,500               2,201         88     50-133  

Surrogate             %REC  Limits 
Hexacosane                     92     55-143  

Type:            BSD                            Cleanup Method:  EPA 3630C                      
Lab ID:          QC290036                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD  Lim
Diesel C10-C24                       2,500               2,324         93     50-133  5    40  

Surrogate             %REC  Limits 
Hexacosane                     94     55-143  

RPD= Relative Percent Difference
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.2-032805                  Batch#:          100734                        
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene                   3.3                 0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                          0.6                 0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  1.0                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                        2.1                 0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.2-032805                  Batch#:          100734                        
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           108    80-120  
1,2-Dichloroethane-d4          110    80-122  
Toluene-d8                     104    80-120  
Bromofluorobenzene             101    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW-DUP1-032805                Batch#:          100734                        
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene                   3.4                 0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                          0.5                 0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.9                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                        2.1                 0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW-DUP1-032805                Batch#:          100734                        
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           109    80-120  
1,2-Dichloroethane-d4          108    80-122  
Toluene-d8                     98     80-120  
Bromofluorobenzene             104    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                              6.0



Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.3-032805                  Batch#:          100685                        
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                                7.0                 5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                       0.8                 0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane                    5.4                 0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.9                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                        1.6                 0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.3-032805                  Batch#:          100685                        
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           104    80-120  
1,2-Dichloroethane-d4          93     80-122  
Toluene-d8                     94     80-120  
Bromofluorobenzene             104    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.5-032905                  Batch#:          100734                        
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.5                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.5-032905                  Batch#:          100734                        
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           109    80-120  
1,2-Dichloroethane-d4          113    80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             106    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                              8.0



Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.6-032905                  Batch#:          100734                        
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.7                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.6-032905                  Batch#:          100734                        
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           112    80-120  
1,2-Dichloroethane-d4          112    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             105    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.1-032905                  Batch#:          100734                        
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene                   4.0                 0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                                  1.0                 0.5       
Trichloroethene                          2.9                 0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.5                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.1-032905                  Batch#:          100734                        
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           113    80-120  
1,2-Dichloroethane-d4          116    80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             97     80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.2-032905                  Batch#:          100868                        
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/06/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.2-032905                  Batch#:          100868                        
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/06/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           107    80-120  
1,2-Dichloroethane-d4          113    80-122  
Toluene-d8                     96     80-120  
Bromofluorobenzene             102    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             11.0



Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.3-032905                  Batch#:          100796                        
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                       1.0                 0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene                   1.0                 0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.9                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.3-032905                  Batch#:          100796                        
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                              3.9                 2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           101    80-120  
1,2-Dichloroethane-d4          105    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             124    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MWDUP2-032905                 Batch#:          100796                        
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                       1.0                 0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene                   0.9                 0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.9                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MWDUP2-032905                 Batch#:          100796                        
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                              4.0                 2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          104    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             119    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.5-032905                  Batch#:          100796                        
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.8                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             14.0



Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.5-032905                  Batch#:          100796                        
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          105    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             125 *  80-124  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW10.4-032805                 Batch#:          100796                        
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  1.8                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW10.4-032805                 Batch#:          100796                        
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                              0.7                 0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          103    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             123    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW-3.2-032805-TB              Batch#:          100796                        
Lab ID:          178601-012                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW-3.2-032805-TB              Batch#:          100796                        
Lab ID:          178601-012                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             120    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW-5.4-032905                 Batch#:          100796                        
Lab ID:          178601-013                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.7                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW-5.4-032905                 Batch#:          100796                        
Lab ID:          178601-013                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           100    80-120  
1,2-Dichloroethane-d4          104    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             125 *  80-124  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          100685                        
Units:           ug/L                          Analyzed:        03/31/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC288523                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      50.00               48.90      98     75-121  
Benzene                                 50.00               47.22      94     80-120  
Trichloroethene                         50.00               47.90      96     78-120  
Toluene                                 50.00               45.68      91     80-120  
Chlorobenzene                           50.00               45.16      90     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           110    80-120  
1,2-Dichloroethane-d4          114    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             100    80-124  

Type:            BSD                            Lab ID:          QC288524                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      50.00               44.71      89     75-121  9   20  
Benzene                                 50.00               44.61      89     80-120  6   20  
Trichloroethene                         50.00               44.17      88     78-120  8   20  
Toluene                                 50.00               42.93      86     80-120  6   20  
Chlorobenzene                           50.00               43.92      88     80-120  3   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           108    80-120  
1,2-Dichloroethane-d4          114    80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             99     80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288525                      Batch#:          100685                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             18.0



Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288525                      Batch#:          100685                        
Matrix:          Water                         Analyzed:        03/31/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           113    80-120  
1,2-Dichloroethane-d4          113    80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             100    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          100734                        
Units:           ug/L                          Analyzed:        04/01/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC288733                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               23.06      92     75-121  
Benzene                                 25.00               21.40      86     80-120  
Trichloroethene                         25.00               22.90      92     78-120  
Toluene                                 25.00               21.89      88     80-120  
Chlorobenzene                           25.00               22.51      90     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          92     80-122  
Toluene-d8                     97     80-120  
Bromofluorobenzene             91     80-124  

Type:            BSD                            Lab ID:          QC288734                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               20.66      83     75-121  11  20  
Benzene                                 25.00               21.31      85     80-120  0   20  
Trichloroethene                         25.00               22.23      89     78-120  3   20  
Toluene                                 25.00               21.60      86     80-120  1   20  
Chlorobenzene                           25.00               21.33      85     80-120  5   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          96     80-122  
Toluene-d8                     105    80-120  
Bromofluorobenzene             98     80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288735                      Batch#:          100734                        
Matrix:          Water                         Analyzed:        04/01/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288735                      Batch#:          100734                        
Matrix:          Water                         Analyzed:        04/01/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          94     80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             97     80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          100796                        
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC288970                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               23.22      93     75-121  
Benzene                                 25.00               23.01      92     80-120  
Trichloroethene                         25.00               23.53      94     78-120  
Toluene                                 25.00               23.51      94     80-120  
Chlorobenzene                           25.00               23.43      94     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             112    80-124  

Type:            BSD                            Lab ID:          QC288971                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               24.57      98     75-121  6   20  
Benzene                                 25.00               23.89      96     80-120  4   20  
Trichloroethene                         25.00               24.06      96     78-120  2   20  
Toluene                                 25.00               24.21      97     80-120  3   20  
Chlorobenzene                           25.00               24.22      97     80-120  3   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          100    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             113    80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288972                      Batch#:          100796                        
Matrix:          Water                         Analyzed:        04/04/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288972                      Batch#:          100796                        
Matrix:          Water                         Analyzed:        04/04/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             122    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288973                      Batch#:          100796                        
Matrix:          Water                         Analyzed:        04/04/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288973                      Batch#:          100796                        
Matrix:          Water                         Analyzed:        04/04/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             124    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          100868                        
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC289260                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               23.66      95     75-121  
Benzene                                 25.00               22.92      92     80-120  
Trichloroethene                         25.00               24.15      97     78-120  
Toluene                                 25.00               24.24      97     80-120  
Chlorobenzene                           25.00               24.35      97     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           96     80-120  
1,2-Dichloroethane-d4          91     80-122  
Toluene-d8                     98     80-120  
Bromofluorobenzene             92     80-124  

Type:            BSD                            Lab ID:          QC289261                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               23.24      93     75-121  2   20  
Benzene                                 25.00               22.66      91     80-120  1   20  
Trichloroethene                         25.00               24.20      97     78-120  0   20  
Toluene                                 25.00               24.50      98     80-120  1   20  
Chlorobenzene                           25.00               23.22      93     80-120  5   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           92     80-120  
1,2-Dichloroethane-d4          91     80-122  
Toluene-d8                     105    80-120  
Bromofluorobenzene             93     80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289262                      Batch#:          100868                        
Matrix:          Water                         Analyzed:        04/05/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289262                      Batch#:          100868                        
Matrix:          Water                         Analyzed:        04/05/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           96     80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             97     80-124  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.2-032805                  Batch#:          100817                        
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.2-032805                  Batch#:          100817                        
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 63     41-120  
Phenol-d5                      62     41-120  
2,4,6-Tribromophenol           75     38-120  
Nitrobenzene-d5                56     47-120  
2-Fluorobiphenyl               59     44-120  
Terphenyl-d14                  69     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             75.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW-DUP1-032805                Batch#:          100817                        
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW-DUP1-032805                Batch#:          100817                        
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 62     41-120  
Phenol-d5                      58     41-120  
2,4,6-Tribromophenol           68     38-120  
Nitrobenzene-d5                52     47-120  
2-Fluorobiphenyl               54     44-120  
Terphenyl-d14                  61     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             76.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.3-032805                  Batch#:          100817                        
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.7       
Phenol                             ND                        9.7       
bis(2-Chloroethyl)ether            ND                        9.7       
2-Chlorophenol                     ND                        9.7       
1,3-Dichlorobenzene                ND                        9.7       
1,4-Dichlorobenzene                ND                        9.7       
Benzyl alcohol                     ND                        9.7       
1,2-Dichlorobenzene                ND                        9.7       
2-Methylphenol                     ND                        9.7       
bis(2-Chloroisopropyl) ether       ND                        9.7       
4-Methylphenol                     ND                        9.7       
N-Nitroso-di-n-propylamine         ND                        9.7       
Hexachloroethane                   ND                        9.7       
Nitrobenzene                       ND                        9.7       
Isophorone                         ND                        9.7       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.7       
Benzoic acid                       ND                       49         
bis(2-Chloroethoxy)methane         ND                        9.7       
2,4-Dichlorophenol                 ND                        9.7       
1,2,4-Trichlorobenzene             ND                        9.7       
Naphthalene                        ND                        9.7       
4-Chloroaniline                    ND                        9.7       
Hexachlorobutadiene                ND                        9.7       
4-Chloro-3-methylphenol            ND                        9.7       
2-Methylnaphthalene                ND                        9.7       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.7       
2,4,5-Trichlorophenol              ND                        9.7       
2-Chloronaphthalene                ND                        9.7       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.7       
Acenaphthylene                     ND                        9.7       
2,6-Dinitrotoluene                 ND                        9.7       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.7       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.7       
2,4-Dinitrotoluene                 ND                        9.7       
Diethylphthalate                   ND                        9.7       
Fluorene                           ND                        9.7       
4-Chlorophenyl-phenylether         ND                        9.7       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.7       
Azobenzene                         ND                        9.7       
4-Bromophenyl-phenylether          ND                        9.7       
Hexachlorobenzene                  ND                        9.7       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.7       
Anthracene                         ND                        9.7       
Di-n-butylphthalate                ND                        9.7       
Fluoranthene                       ND                        9.7       
Pyrene                             ND                        9.7       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             77.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.3-032805                  Batch#:          100817                        
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.7       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.7       
Chrysene                           ND                        9.7       
bis(2-Ethylhexyl)phthalate         ND                        9.7       
Di-n-octylphthalate                ND                        9.7       
Benzo(b)fluoranthene               ND                        9.7       
Benzo(k)fluoranthene               ND                        9.7       
Benzo(a)pyrene                     ND                        9.7       
Indeno(1,2,3-cd)pyrene             ND                        9.7       
Dibenz(a,h)anthracene              ND                        9.7       
Benzo(g,h,i)perylene               ND                        9.7       

Surrogate             %REC  Limits 
2-Fluorophenol                 72     41-120  
Phenol-d5                      69     41-120  
2,4,6-Tribromophenol           74     38-120  
Nitrobenzene-d5                61     47-120  
2-Fluorobiphenyl               65     44-120  
Terphenyl-d14                  63     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             77.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.5-032905                  Batch#:          100817                        
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             78.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.5-032905                  Batch#:          100817                        
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 72     41-120  
Phenol-d5                      69     41-120  
2,4,6-Tribromophenol           75     38-120  
Nitrobenzene-d5                64     47-120  
2-Fluorobiphenyl               64     44-120  
Terphenyl-d14                  70     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             78.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.6-032905                  Batch#:          100817                        
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.6       
Phenol                             ND                        9.6       
bis(2-Chloroethyl)ether            ND                        9.6       
2-Chlorophenol                     ND                        9.6       
1,3-Dichlorobenzene                ND                        9.6       
1,4-Dichlorobenzene                ND                        9.6       
Benzyl alcohol                     ND                        9.6       
1,2-Dichlorobenzene                ND                        9.6       
2-Methylphenol                     ND                        9.6       
bis(2-Chloroisopropyl) ether       ND                        9.6       
4-Methylphenol                     ND                        9.6       
N-Nitroso-di-n-propylamine         ND                        9.6       
Hexachloroethane                   ND                        9.6       
Nitrobenzene                       ND                        9.6       
Isophorone                         ND                        9.6       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.6       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.6       
2,4-Dichlorophenol                 ND                        9.6       
1,2,4-Trichlorobenzene             ND                        9.6       
Naphthalene                        ND                        9.6       
4-Chloroaniline                    ND                        9.6       
Hexachlorobutadiene                ND                        9.6       
4-Chloro-3-methylphenol            ND                        9.6       
2-Methylnaphthalene                ND                        9.6       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.6       
2,4,5-Trichlorophenol              ND                        9.6       
2-Chloronaphthalene                ND                        9.6       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.6       
Acenaphthylene                     ND                        9.6       
2,6-Dinitrotoluene                 ND                        9.6       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.6       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.6       
2,4-Dinitrotoluene                 ND                        9.6       
Diethylphthalate                   ND                        9.6       
Fluorene                           ND                        9.6       
4-Chlorophenyl-phenylether         ND                        9.6       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.6       
Azobenzene                         ND                        9.6       
4-Bromophenyl-phenylether          ND                        9.6       
Hexachlorobenzene                  ND                        9.6       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.6       
Anthracene                         ND                        9.6       
Di-n-butylphthalate                ND                        9.6       
Fluoranthene                       ND                        9.6       
Pyrene                             ND                        9.6       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             79.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.6-032905                  Batch#:          100817                        
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.6       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.6       
Chrysene                           ND                        9.6       
bis(2-Ethylhexyl)phthalate         ND                        9.6       
Di-n-octylphthalate                ND                        9.6       
Benzo(b)fluoranthene               ND                        9.6       
Benzo(k)fluoranthene               ND                        9.6       
Benzo(a)pyrene                     ND                        9.6       
Indeno(1,2,3-cd)pyrene             ND                        9.6       
Dibenz(a,h)anthracene              ND                        9.6       
Benzo(g,h,i)perylene               ND                        9.6       

Surrogate             %REC  Limits 
2-Fluorophenol                 63     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           64     38-120  
Nitrobenzene-d5                55     47-120  
2-Fluorobiphenyl               56     44-120  
Terphenyl-d14                  43     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             79.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.1-032905                  Batch#:          100817                        
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.1-032905                  Batch#:          100817                        
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 66     41-120  
Phenol-d5                      64     41-120  
2,4,6-Tribromophenol           72     38-120  
Nitrobenzene-d5                57     47-120  
2-Fluorobiphenyl               59     44-120  
Terphenyl-d14                  63     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.2-032905                  Batch#:          100817                        
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.2-032905                  Batch#:          100817                        
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 63     41-120  
Phenol-d5                      56     41-120  
2,4,6-Tribromophenol           65     38-120  
Nitrobenzene-d5                56     47-120  
2-Fluorobiphenyl               56     44-120  
Terphenyl-d14                  68     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             81.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.3-032905                  Batch#:          100817                        
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             82.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.3-032905                  Batch#:          100817                        
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 68     41-120  
Phenol-d5                      60     41-120  
2,4,6-Tribromophenol           69     38-120  
Nitrobenzene-d5                57     47-120  
2-Fluorobiphenyl               57     44-120  
Terphenyl-d14                  66     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             82.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MWDUP2-032905                 Batch#:          100817                        
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MWDUP2-032905                 Batch#:          100817                        
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 61     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           71     38-120  
Nitrobenzene-d5                53     47-120  
2-Fluorobiphenyl               53     44-120  
Terphenyl-d14                  74     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             83.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.5-032905                  Batch#:          100817                        
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.5-032905                  Batch#:          100817                        
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Pyrene                             ND                       10         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 58     41-120  
Phenol-d5                      51     41-120  
2,4,6-Tribromophenol           70     38-120  
Nitrobenzene-d5                46 *   47-120  
2-Fluorobiphenyl               49     44-120  
Terphenyl-d14                  56     16-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             84.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.4-032805                 Batch#:          100817                        
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             85.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.4-032805                 Batch#:          100817                        
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Pyrene                             ND                       10         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 41     41-120  
Phenol-d5                      38 *   41-120  
2,4,6-Tribromophenol           49     38-120  
Nitrobenzene-d5                36 *   47-120  
2-Fluorobiphenyl               35 *   44-120  
Terphenyl-d14                  51     16-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             85.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.4-032805 RE              Batch#:          101154                        
Lab ID:          178601-014                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/13/05                      
Diln Fac:        1.000                         Analyzed:        04/15/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND b                     10         
Phenol                             ND b                     10         
bis(2-Chloroethyl)ether            ND b                     10         
2-Chlorophenol                     ND b                     10         
1,3-Dichlorobenzene                ND b                     10         
1,4-Dichlorobenzene                ND b                     10         
Benzyl alcohol                     ND b                     10         
1,2-Dichlorobenzene                ND b                     10         
2-Methylphenol                     ND b                     10         
bis(2-Chloroisopropyl) ether       ND b                     10         
4-Methylphenol                     ND b                     10         
N-Nitroso-di-n-propylamine         ND b                     10         
Hexachloroethane                   ND b                     10         
Nitrobenzene                       ND b                     10         
Isophorone                         ND b                     10         
2-Nitrophenol                      ND b                     20         
2,4-Dimethylphenol                 ND b                     10         
Benzoic acid                       ND b                     50         
bis(2-Chloroethoxy)methane         ND b                     10         
2,4-Dichlorophenol                 ND b                     10         
1,2,4-Trichlorobenzene             ND b                     10         
Naphthalene                        ND b                     10         
4-Chloroaniline                    ND b                     10         
Hexachlorobutadiene                ND b                     10         
4-Chloro-3-methylphenol            ND b                     10         
2-Methylnaphthalene                ND b                     10         
Hexachlorocyclopentadiene          ND b                     20         
2,4,6-Trichlorophenol              ND b                     10         
2,4,5-Trichlorophenol              ND b                     10         
2-Chloronaphthalene                ND b                     10         
2-Nitroaniline                     ND b                     20         
Dimethylphthalate                  ND b                     10         
Acenaphthylene                     ND b                     10         
2,6-Dinitrotoluene                 ND b                     10         
3-Nitroaniline                     ND b                     20         
Acenaphthene                       ND b                     10         
2,4-Dinitrophenol                  ND b                     20         
4-Nitrophenol                      ND b                     20         
Dibenzofuran                       ND b                     10         
2,4-Dinitrotoluene                 ND b                     10         
Diethylphthalate                   ND b                     10         
Fluorene                           ND b                     10         
4-Chlorophenyl-phenylether         ND b                     10         
4-Nitroaniline                     ND b                     20         
4,6-Dinitro-2-methylphenol         ND b                     20         
N-Nitrosodiphenylamine             ND b                     10         
Azobenzene                         ND b                     10         
4-Bromophenyl-phenylether          ND b                     10         
Hexachlorobenzene                  ND b                     10         
Pentachlorophenol                  ND b                     20         
Phenanthrene                       ND b                     10         
Anthracene                         ND b                     10         
Di-n-butylphthalate                ND b                     10         
Fluoranthene                       ND b                     10         

b= See narrative
ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             88.0



Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.4-032805 RE              Batch#:          101154                        
Lab ID:          178601-014                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/13/05                      
Diln Fac:        1.000                         Analyzed:        04/15/05                      

Analyte                   Result                RL         
Pyrene                             ND b                     10         
Butylbenzylphthalate               ND b                     10         
3,3'-Dichlorobenzidine             ND b                     20         
Benzo(a)anthracene                 ND b                     10         
Chrysene                           ND b                     10         
bis(2-Ethylhexyl)phthalate         ND b                     10         
Di-n-octylphthalate                ND b                     10         
Benzo(b)fluoranthene               ND b                     10         
Benzo(k)fluoranthene               ND b                     10         
Benzo(a)pyrene                     ND b                     10         
Indeno(1,2,3-cd)pyrene             ND b                     10         
Dibenz(a,h)anthracene              ND b                     10         
Benzo(g,h,i)perylene               ND b                     10         

Surrogate             %REC  Limits 
2-Fluorophenol                 91 b   41-120  
Phenol-d5                      81 b   41-120  
2,4,6-Tribromophenol           99 b   38-120  
Nitrobenzene-d5                82 b   47-120  
2-Fluorobiphenyl               90 b   44-120  
Terphenyl-d14                  98 b   16-120  

b= See narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289064                      Batch#:          100817                        
Matrix:          Water                         Prepared:        04/04/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289064                      Batch#:          100817                        
Matrix:          Water                         Prepared:        04/04/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 69     41-120  
Phenol-d5                      64     41-120  
2,4,6-Tribromophenol           64     38-120  
Nitrobenzene-d5                57     47-120  
2-Fluorobiphenyl               62     44-120  
Terphenyl-d14                  61     16-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Matrix:          Water                         Batch#:          100817                        
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Type:            BS                             Lab ID:          QC289065                       

Analyte                   Spiked              Result         %REC  Limits 
Phenol                                 100.0                71.74      72     43-120  
2-Chlorophenol                         100.0                75.84      76     51-120  
1,4-Dichlorobenzene                     50.00               32.47      65     36-120  
N-Nitroso-di-n-propylamine              50.00               29.60      59     45-120  
1,2,4-Trichlorobenzene                  50.00               31.13      62     38-120  
4-Chloro-3-methylphenol                100.0                71.23      71     48-120  
Acenaphthene                            50.00               34.24      68     43-120  
4-Nitrophenol                          100.0                60.79      61     43-120  
2,4-Dinitrotoluene                      50.00               36.14      72     46-120  
Pentachlorophenol                      100.0                73.94      74     35-120  
Pyrene                                  50.00               33.69      67     38-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 75     41-120  
Phenol-d5                      75     41-120  
2,4,6-Tribromophenol           72     38-120  
Nitrobenzene-d5                61     47-120  
2-Fluorobiphenyl               65     44-120  
Terphenyl-d14                  62     16-120  

Type:            BSD                            Lab ID:          QC289066                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Phenol                                 100.0                73.60      74     43-120  3   25  
2-Chlorophenol                         100.0                78.32      78     51-120  3   24  
1,4-Dichlorobenzene                     50.00               33.04      66     36-120  2   35  
N-Nitroso-di-n-propylamine              50.00               31.52      63     45-120  6   27  
1,2,4-Trichlorobenzene                  50.00               32.37      65     38-120  4   30  
4-Chloro-3-methylphenol                100.0                72.49      72     48-120  2   25  
Acenaphthene                            50.00               34.54      69     43-120  1   24  
4-Nitrophenol                          100.0                61.73      62     43-120  2   23  
2,4-Dinitrotoluene                      50.00               37.22      74     46-120  3   24  
Pentachlorophenol                      100.0                75.71      76     35-120  2   28  
Pyrene                                  50.00               34.81      70     38-120  3   24  

Surrogate             %REC  Limits 
2-Fluorophenol                 77     41-120  
Phenol-d5                      77     41-120  
2,4,6-Tribromophenol           72     38-120  
Nitrobenzene-d5                64     47-120  
2-Fluorobiphenyl               65     44-120  
Terphenyl-d14                  63     16-120  

RPD= Relative Percent Difference
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC290393                      Batch#:          101154                        
Matrix:          Water                         Prepared:        04/13/05                      
Units:           ug/L                          Analyzed:        04/14/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC290393                      Batch#:          101154                        
Matrix:          Water                         Prepared:        04/13/05                      
Units:           ug/L                          Analyzed:        04/14/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 77     41-120  
Phenol-d5                      68     41-120  
2,4,6-Tribromophenol           75     38-120  
Nitrobenzene-d5                72     47-120  
2-Fluorobiphenyl               77     44-120  
Terphenyl-d14                  78     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             89.0



Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Matrix:          Water                         Batch#:          101154                        
Units:           ug/L                          Prepared:        04/13/05                      
Diln Fac:        1.000                         Analyzed:        04/14/05                      

Type:            BS                             Lab ID:          QC290394                       

Analyte                   Spiked              Result         %REC  Limits 
Phenol                                 100.0                75.49      75     43-120  
2-Chlorophenol                         100.0                87.21      87     51-120  
1,4-Dichlorobenzene                     50.00               26.42      53     36-120  
N-Nitroso-di-n-propylamine              50.00               36.04      72     45-120  
1,2,4-Trichlorobenzene                  50.00               32.68      65     38-120  
4-Chloro-3-methylphenol                100.0                83.23      83     48-120  
Acenaphthene                            50.00               39.89      80     43-120  
4-Nitrophenol                          100.0                72.36      72     43-120  
2,4-Dinitrotoluene                      50.00               41.14      82     46-120  
Pentachlorophenol                      100.0                86.79      87     35-120  
Pyrene                                  50.00               44.22      88     38-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 91     41-120  
Phenol-d5                      81     41-120  
2,4,6-Tribromophenol           83     38-120  
Nitrobenzene-d5                77     47-120  
2-Fluorobiphenyl               78     44-120  
Terphenyl-d14                  81     16-120  

Type:            BSD                            Lab ID:          QC290395                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Phenol                                 100.0                82.30      82     43-120  9   25  
2-Chlorophenol                         100.0                93.98      94     51-120  7   24  
1,4-Dichlorobenzene                     50.00               36.05      72     36-120  31  35  
N-Nitroso-di-n-propylamine              50.00               38.14      76     45-120  6   27  
1,2,4-Trichlorobenzene                  50.00               41.15      82     38-120  23  30  
4-Chloro-3-methylphenol                100.0                88.18      88     48-120  6   25  
Acenaphthene                            50.00               45.63      91     43-120  13  24  
4-Nitrophenol                          100.0                77.52      78     43-120  7   23  
2,4-Dinitrotoluene                      50.00               45.43      91     46-120  10  24  
Pentachlorophenol                      100.0                95.00      95     35-120  9   28  
Pyrene                                  50.00               51.29      103    38-120  15  24  

Surrogate             %REC  Limits 
2-Fluorophenol                 99     41-120  
Phenol-d5                      87     41-120  
2,4,6-Tribromophenol           92     38-120  
Nitrobenzene-d5                84     47-120  
2-Fluorobiphenyl               91     44-120  
Terphenyl-d14                  93     16-120  

RPD= Relative Percent Difference
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.2-032805                  Batch#:          100779                        
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           70     44-120  
Decachlorobiphenyl             99     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW-DUP1-032805                Batch#:          100779                        
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           54     44-120  
Decachlorobiphenyl             101    50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.3-032805                  Batch#:          100779                        
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND #                      0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           91     44-120  
Decachlorobiphenyl             85     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.5-032905                  Batch#:          100779                        
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           126 *  44-120  
Decachlorobiphenyl             138 *  50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.6-032905                  Batch#:          100779                        
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           141 *  44-120  
Decachlorobiphenyl             112    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.1-032905                  Batch#:          100779                        
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           111    44-120  
Decachlorobiphenyl             107    50-128  

ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.2-032905                  Batch#:          100779                        
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           87     44-120  
Decachlorobiphenyl             120    50-128  

ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.3-032905                  Batch#:          100779                        
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           124 *  44-120  
Decachlorobiphenyl             83     50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MWDUP2-032905                 Batch#:          100779                        
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           133 *  44-120  
Decachlorobiphenyl             101    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             37.1



Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.5-032905                  Batch#:          100779                        
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           99     44-120  
Decachlorobiphenyl             142 *  50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW10.4-032805                 Batch#:          100779                        
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           125 *  44-120  
Decachlorobiphenyl             130 *  50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288903                      Batch#:          100779                        
Matrix:          Water                         Prepared:        04/03/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND #                      0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND #                      0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           88     44-120  
Decachlorobiphenyl             84     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288904                      Batch#:          100779                        
Matrix:          Water                         Prepared:        04/03/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Spiked              Result         %REC  Limits 
gamma-BHC                                0.2000              0.1801    90     61-140  
Heptachlor                               0.2000              0.1620    81     53-143  
Aldrin                                   0.2000              0.1635    82     60-120  
Dieldrin                                 0.4000              0.4144    104    57-127  
Endrin                                   0.4000              0.3470    87     59-136  
4,4'-DDT                                 0.4000              0.3752 #  94     55-149  

Surrogate             %REC  Limits 
TCMX                           93     44-120  
Decachlorobiphenyl             80     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
Page 1 of 1                                                             41.0



Batch QC Report

Organochlorine Pesticides

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW7.1-033105                  Batch#:          100779                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            MS                             Lab ID:          QC288905                       

Analyte              MSS Result          Spiked           Result        %REC  Limits 
gamma-BHC                         <0.002252          0.1905           0.2147    113    52-144  
Heptachlor                        <0.003504          0.1905           0.1905 #  100    53-138  
Aldrin                            <0.004356          0.1905           0.2051    108    45-120  
Dieldrin                          <0.005653          0.3810           0.4801    126    55-133  
Endrin                            <0.007295          0.3810           0.4529    119    60-130  
4,4'-DDT                          <0.003467          0.3810           0.3847 #  101    42-144  

Surrogate             %REC  Limits 
TCMX                           116    44-120  
Decachlorobiphenyl             100    50-128  

Type:            MSD                            Lab ID:          QC288906                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
gamma-BHC                                0.1905              0.1930    101    52-144  11  37  
Heptachlor                               0.1905              0.1649 #  87     53-138  14  38  
Aldrin                                   0.1905              0.1809    95     45-120  13  35  
Dieldrin                                 0.3810              0.4130    108    55-133  15  35  
Endrin                                   0.3810              0.3743    98     60-130  19  35  
4,4'-DDT                                 0.3810              0.3134 #  82     42-144  20  41  

Surrogate             %REC  Limits 
TCMX                           119    44-120  
Decachlorobiphenyl             91     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
RPD= Relative Percent Difference
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Polychlorinated Biphenyls (PCBs)

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100780                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/03/05                      

Field ID:        MW3.2-032805                   Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/06/05                       
Lab ID:          178601-001                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           83     52-124  
Decachlorobiphenyl             160 *  18-120  

Field ID:        MW-DUP1-032805                 Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/06/05                       
Lab ID:          178601-002                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           90     52-124  
Decachlorobiphenyl             169 *  18-120  

Field ID:        MW3.3-032805                   Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/06/05                       
Lab ID:          178601-003                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           136 *  52-124  
Decachlorobiphenyl             143 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100780                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/03/05                      

Field ID:        MW3.5-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/06/05                       
Lab ID:          178601-004                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           136 *  52-124  
Decachlorobiphenyl             135 *  18-120  

Field ID:        MW3.6-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/06/05                       
Lab ID:          178601-005                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        0.99      
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           129 *  52-124  
Decachlorobiphenyl             138 *  18-120  

Field ID:        MW5.1-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/06/05                       
Lab ID:          178601-006                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           122    52-124  
Decachlorobiphenyl             109    18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100780                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/03/05                      

Field ID:        MW5.2-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178601-007                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           81     52-124  
Decachlorobiphenyl             119    18-120  

Field ID:        MW5.3-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178601-008                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           124    52-124  
Decachlorobiphenyl             115    18-120  

Field ID:        MWDUP2-032905                  Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178601-009                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           101    52-124  
Decachlorobiphenyl             124 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100780                        
Units:           ug/L                          Received:        03/30/05                      
Diln Fac:        1.000                         Prepared:        04/03/05                      

Field ID:        MW5.5-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178601-010                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           98     52-124  
Decachlorobiphenyl             114    18-120  

Field ID:        MW10.4-032805                  Sampled:         03/28/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178601-011                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           99     52-124  
Decachlorobiphenyl             122 *  18-120  

Type:            BLANK                          Analyzed:        04/06/05                       
Lab ID:          QC288907                       Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           113    52-124  
Decachlorobiphenyl             94     18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100780                        
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/06/05                      

Type:            BS                             Cleanup Method:  EPA 3665A                      
Lab ID:          QC288908                                                                       

Analyte                   Spiked              Result         %REC  Limits 
Aroclor-1242                             5.000               5.965     119    67-148  

Surrogate             %REC  Limits 
TCMX                           97     52-124  
Decachlorobiphenyl             101    18-120  

Type:            BSD                            Cleanup Method:  EPA 3665A                      
Lab ID:          QC288909                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Aroclor-1242                             5.000               5.621     112    67-148  6   25  

Surrogate             %REC  Limits 
TCMX                           102    52-124  
Decachlorobiphenyl             105    18-120  

RPD= Relative Percent Difference
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.2-032805                  Batch#:          100781                        
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       80     58-132  
1-Methylnaphthalene (F)        80     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW-DUP1-032805                Batch#:          100781                        
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       83     58-132  
1-Methylnaphthalene (F)        80     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.3-032805                  Batch#:          100781                        
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.96      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.96      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       97     58-132  
1-Methylnaphthalene (F)        98     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.5-032905                  Batch#:          100781                        
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       99     58-132  
1-Methylnaphthalene (F)        100    56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.6-032905                  Batch#:          100781                        
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       90     58-132  
1-Methylnaphthalene (F)        91     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.1-032905                  Batch#:          100781                        
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       107    58-132  
1-Methylnaphthalene (F)        108    56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.2-032905                  Batch#:          100781                        
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       90     58-132  
1-Methylnaphthalene (F)        91     56-135  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             66.0



Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.3-032905                  Batch#:          100781                        
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                              4.2                 0.96      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.96      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       94     58-132  
1-Methylnaphthalene (F)        93     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MWDUP2-032905                 Batch#:          100781                        
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                              4.7                 1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       91     58-132  
1-Methylnaphthalene (F)        91     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.5-032905                  Batch#:          100781                        
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       86     58-132  
1-Methylnaphthalene (F)        87     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW10.4-032805                 Batch#:          100781                        
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/30/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       96     58-132  
1-Methylnaphthalene (F)        97     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288910                      Batch#:          100781                        
Matrix:          Water                         Prepared:        04/03/05                      
Units:           ug/L                          Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       105    58-132  
1-Methylnaphthalene (F)        106    56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Matrix:          Water                         Batch#:          100781                        
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Type:            BS                             Lab ID:          QC288911                       

Analyte                   Spiked              Result         %REC  Limits 
Naphthalene                             10.00                9.640     96     67-120  
Acenaphthylene                          20.00               19.86      99     70-120  
Acenaphthene                            10.00                9.765     98     66-120  
Fluorene                                 2.000               1.955     98     69-120  
Phenanthrene                             1.000               1.001     100    63-120  
Anthracene                               1.000               0.9876    99     63-120  
Benzo(k)fluoranthene                     1.000               1.004     100    65-124  
Indeno(1,2,3-cd)pyrene                   1.000               1.045     104    62-123  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       90     58-132  
1-Methylnaphthalene (F)        91     56-135  

Type:            BSD                            Lab ID:          QC288912                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                             10.00                9.385     94     67-120  3   26  
Acenaphthylene                          20.00               19.96      100    70-120  1   24  
Acenaphthene                            10.00               11.03      110    66-120  12  28  
Fluorene                                 2.000               1.967     98     69-120  1   25  
Phenanthrene                             1.000               0.9792    98     63-120  2   23  
Anthracene                               1.000               0.9626    96     63-120  3   24  
Benzo(k)fluoranthene                     1.000               0.9910    99     65-124  1   24  
Indeno(1,2,3-cd)pyrene                   1.000               1.038     104    62-123  1   23  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       88     58-132  
1-Methylnaphthalene (F)        88     56-135  

RPD= Relative Percent Difference
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.2-032805                  Diln Fac:        1.000                         
Lab ID:          178601-001                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  25       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW-DUP1-032805                Diln Fac:        1.000                         
Lab ID:          178601-002                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  27       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.3-032805                  Diln Fac:        1.000                         
Lab ID:          178601-003                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony              ND         60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic               ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium             ND          2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium               ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium              ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt                ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper                ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead                  ND          3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury               ND          0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum            ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel                ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium              ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver                ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium              ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium              ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc                  ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.5-032905                  Diln Fac:        1.000                         
Lab ID:          178601-004                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  16       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.6-032905                  Diln Fac:        1.000                         
Lab ID:          178601-005                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  12       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.1-032905                  Diln Fac:        1.000                         
Lab ID:          178601-006                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                  46       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.2-032905                  Diln Fac:        1.000                         
Lab ID:          178601-007                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony              ND         60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic               ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium             ND          2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium               ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium              ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt                ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper                ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead                  ND          3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury               ND          0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum            ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel                ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium              ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver                ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium              ND          5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium              ND         10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc                  ND         20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.3-032905                  Diln Fac:        1.000                         
Lab ID:          178601-008                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte         Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony          ND             60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic                 8.3       5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                 36        10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium         ND              2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium           ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium          ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt            ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper            ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead              ND              3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury           ND              0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum        ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel            ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium          ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver            ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium          ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium          ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc              ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MWDUP2-032905                 Diln Fac:        1.000                         
Lab ID:          178601-009                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte         Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony          ND             60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic                 6.2       5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                 37        10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium         ND              2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium           ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium          ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt            ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper            ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead              ND              3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury           ND              0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum        ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel            ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium          ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver            ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium          ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium          ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc              ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.5-032905                  Diln Fac:        1.000                         
Lab ID:          178601-010                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic                 10        5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                 110       10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper             ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178601                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW10.4-032805                 Diln Fac:        1.000                         
Lab ID:          178601-011                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/30/05                      
Units:           ug/L                                                                         

Analyte         Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony          ND             60      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Arsenic                 8.5       5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Barium                110        10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Beryllium         ND              2.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cadmium           ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Chromium          ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Cobalt            ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Copper            ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Lead              ND              3.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Mercury           ND              0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum        ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Nickel            ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Selenium          ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Silver            ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Thallium          ND              5.0    101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Vanadium          ND             10      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     
Zinc              ND             20      101041 04/11/05 04/11/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             53.0



Batch QC Report

California Title 26 Metals

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Diln Fac:        1.000                         
Type:            BLANK                         Batch#:          100947                        
Lab ID:          QC289579                      Prepared:        04/07/05                      
Matrix:          Filtrate                      Analyzed:        04/07/05                      
Units:           ug/L                                                                         

Result                RL         
ND                        0.20      

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100947                        
Matrix:          Filtrate                      Prepared:        04/07/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID         Spiked              Result         %REC  Limits  RPD  Lim
BS     QC289581             5.000               4.970     99     80-120           
BSD    QC289582             5.000               5.260     105    80-120  6    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100947                        
Field ID:        ZZZZZZZZZZ                    Sampled:         03/28/05                      
MSS Lab ID:      178547-002                    Received:        03/29/05                      
Matrix:          Filtrate                      Prepared:        04/07/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked           Result       %REC  Limits  RPD  Lim
MS     QC289583          <0.07957           5.000            5.080    102    80-120           
MSD    QC289584                             5.000            4.930    99     80-120  3    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289937                      Batch#:          101041                        
Matrix:          Filtrate                      Prepared:        04/11/05                      
Units:           ug/L                          Analyzed:        04/11/05                      

Analyte                   Result                RL         
Antimony                           ND                       60         
Arsenic                            ND                        5.0       
Barium                             ND                       10         
Beryllium                          ND                        2.0       
Cadmium                            ND                        5.0       
Chromium                           ND                       10         
Cobalt                             ND                       20         
Copper                             ND                       10         
Lead                               ND                        3.0       
Molybdenum                         ND                       20         
Nickel                             ND                       20         
Selenium                           ND                        5.0       
Silver                             ND                        5.0       
Thallium                           ND                        5.0       
Vanadium                           ND                       10         
Zinc                               ND                       20         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Matrix:          Filtrate                      Batch#:          101041                        
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            BS                             Lab ID:          QC289938                       

Analyte                   Spiked              Result         %REC  Limits 
Antimony                               500.0               516.0       103    78-120  
Arsenic                                100.0               104.0       104    74-132  
Barium                               2,000               1,980         99     80-120  
Beryllium                               50.00               52.50      105    80-120  
Cadmium                                 50.00               50.80      102    80-120  
Chromium                               200.0               201.0       101    80-120  
Cobalt                                 500.0               496.0       99     80-120  
Copper                                 250.0               251.0       100    80-120  
Lead                                   100.0                97.10      97     66-138  
Molybdenum                             400.0               408.0       102    80-120  
Nickel                                 500.0               497.0       99     80-120  
Selenium                               100.0                98.00      98     58-142  
Silver                                  50.00               52.40      105    80-120  
Thallium                               100.0                94.30      94     57-144  
Vanadium                               500.0               511.0       102    80-120  
Zinc                                   500.0               496.0       99     80-120  

Type:            BSD                            Lab ID:          QC289939                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               514.0       103    78-120  0   20  
Arsenic                                100.0               106.0       106    74-132  2   22  
Barium                               2,000               1,960         98     80-120  1   20  
Beryllium                               50.00               52.10      104    80-120  1   20  
Cadmium                                 50.00               50.00      100    80-120  2   20  
Chromium                               200.0               198.0       99     80-120  2   20  
Cobalt                                 500.0               491.0       98     80-120  1   20  
Copper                                 250.0               248.0       99     80-120  1   20  
Lead                                   100.0                95.30      95     66-138  2   25  
Molybdenum                             400.0               416.0       104    80-120  2   20  
Nickel                                 500.0               492.0       98     80-120  1   20  
Selenium                               100.0               101.0       101    58-142  3   31  
Silver                                  50.00               50.90      102    80-120  3   20  
Thallium                               100.0                96.80      97     57-144  3   30  
Vanadium                               500.0               506.0       101    80-120  1   20  
Zinc                                   500.0               491.0       98     80-120  1   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178601                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Field ID:        MW2.1-032805                  Batch#:          101041                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Filtrate                      Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/11/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            MS                             Lab ID:          QC289940                       

Analyte              MSS Result          Spiked            Result       %REC  Limits
Antimony                           <3.725           500.0            514.0      103    68-127 
Arsenic                            <2.298           100.0            105.0      105    63-151 
Barium                             18.20          2,000            1,980        98     79-120 
Beryllium                          <0.2495           50.00            51.90     104    80-120 
Cadmium                            <0.3394           50.00            49.50     99     76-123 
Chromium                            1.970           200.0            200.0      99     79-120 
Cobalt                              1.880           500.0            492.0      98     80-120 
Copper                             <3.052           250.0            251.0      100    80-120 
Lead                               <1.086           100.0             96.00     96     49-155 
Molybdenum                         12.20            400.0            426.0      103    73-120 
Nickel                              2.030           500.0            489.0      97     74-120 
Selenium                            4.170           100.0            102.0      98     44-156 
Silver                             <1.306            50.00            49.50     99     72-124 
Thallium                           <3.479           100.0             99.20     99     34-158 
Vanadium                            1.330           500.0            510.0      102    80-120 
Zinc                               <4.869           500.0            492.0      98     79-123 

Type:            MSD                            Lab ID:          QC289941                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               508.0       102    68-127  1   20  
Arsenic                                100.0               106.0       106    63-151  1   35  
Barium                               2,000               1,920         95     79-120  3   20  
Beryllium                               50.00               50.40      101    80-120  3   20  
Cadmium                                 50.00               48.50      97     76-123  2   20  
Chromium                               200.0               196.0       97     79-120  2   20  
Cobalt                                 500.0               481.0       96     80-120  2   20  
Copper                                 250.0               244.0       98     80-120  3   20  
Lead                                   100.0                93.80      94     49-155  2   34  
Molybdenum                             400.0               413.0       100    73-120  3   20  
Nickel                                 500.0               479.0       95     74-120  2   20  
Selenium                               100.0               102.0       98     44-156  0   42  
Silver                                  50.00               50.70      101    72-124  2   20  
Thallium                               100.0                93.60      94     34-158  6   47  
Vanadium                               500.0               499.0       100    80-120  2   20  
Zinc                                   500.0               479.0       96     79-123  3   20  

RPD= Relative Percent Difference
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CASE NARRATIVE

Laboratory number:        178637
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GA-Pacific Sawmill
Request Date:             03/31/05
Samples Received:         03/31/05

This hardcopy data package contains sample and QC results for eleven water
samples, requested for the above referenced project on 03/31/05. The samples
were received intact and cool, but several coolers were received above 6
degrees C and others were received without a temperature blank. Several
coolers arrived with broken or unsealed containers in them. Please see the
comments on the chains of custody. Every effort was made to provide results
for the analyses requested using the remaining sample amount.

TPH-Extractables by GC (EPA 8015B):
No analytical problems were encountered.

Semivolatile Organics by GC/MS (EPA 8270C):
No analytical problems were encountered.

Pesticides (EPA 8081A):
High surrogate recoveries were observed for decachlorobiphenyl and TCMX in
many samples; no target analytes were detected in these samples. Analysis was
not performed for sample MW3.8-032905 (178637-003) due to insufficient sample
amount from transport breakage.  No other analytical problems were
encountered.

PCBs (EPA 8082):
High surrogate recoveries were observed for decachlorobiphenyl and TCMX in
many samples; no target analytes were detected in the samples and method
blank. High surrogate recoveries were observed for decachlorobiphenyl in the
LCS and MS/MSD of batch 100767. The TCMX recoveries were within criteria. No
other analytical problems were encountered.

Polynuclear Aromatics by HPLC (EPA 8310):
No analytical problems were encountered.

Metals (EPA 6010B and EPA 7470A):
No analytical problems were encountered.

Tannins & Lignins (SMWW 5550):
North Coast Laboratories, Ltd. in Arcata, CA performed the analysis. Please
see the North Coast Laboratories, Ltd. case narrative.
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Total Extractable Hydrocarbons

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100998                        
Units:           ug/L                          Received:        03/31/05                      
Diln Fac:        1.000                         Prepared:        04/08/05                      

Field ID:        MW3.4-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-001                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     103    55-143  

Field ID:        MW3.7-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-002                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     109    55-143  

Field ID:        MW3.8-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-003                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       40         
Motor Oil C24-C36                  ND                      240         

Surrogate             %REC  Limits 
Hexacosane                     91     55-143  

Field ID:        MW3.9-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-004                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       40         
Motor Oil C24-C36                  ND                      240         

Surrogate             %REC  Limits 
Hexacosane                     120    55-143  

ND= Not Detected
RL= Reporting Limit
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Total Extractable Hydrocarbons

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100998                        
Units:           ug/L                          Received:        03/31/05                      
Diln Fac:        1.000                         Prepared:        04/08/05                      

Field ID:        MW4.3-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-005                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     112    55-143  

Field ID:        MW4.4-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-006                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       40         
Motor Oil C24-C36                  ND                      240         

Surrogate             %REC  Limits 
Hexacosane                     87     55-143  

Field ID:        MW5.4-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-007                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     105    55-143  

Field ID:        MW5.6-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-008                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       40         
Motor Oil C24-C36                  ND                      240         

Surrogate             %REC  Limits 
Hexacosane                     77     55-143  

ND= Not Detected
RL= Reporting Limit
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Total Extractable Hydrocarbons

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          100998                        
Units:           ug/L                          Received:        03/31/05                      
Diln Fac:        1.000                         Prepared:        04/08/05                      

Field ID:        MW5.7-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-009                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       40         
Motor Oil C24-C36                  ND                      240         

Surrogate             %REC  Limits 
Hexacosane                     95     55-143  

Field ID:        MW5.8-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-010                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       40         
Motor Oil C24-C36                  ND                      240         

Surrogate             %REC  Limits 
Hexacosane                     90     55-143  

Field ID:        MW5.9-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/13/05                       
Lab ID:          178637-011                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     109    55-143  

Type:            BLANK                          Analyzed:        04/12/05                       
Lab ID:          QC289781                       Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     116    55-143  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289782                      Batch#:          100998                        
Matrix:          Water                         Prepared:        04/08/05                      
Units:           ug/L                          Analyzed:        04/12/05                      

Cleanup Method:  EPA 3630C                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Diesel C10-C24                       2,500               2,156         86     50-133  

Surrogate             %REC  Limits 
Hexacosane                     92     55-143  
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW2.1-032805                  Batch#:          100998                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/08/05                      
Diln Fac:        1.000                         Analyzed:        04/13/05                      

Type:            MS                             Cleanup Method:  EPA 3630C                      
Lab ID:          QC289783                                                                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Diesel C10-C24                    <20.61          2,500            2,259       90     42-127  

Surrogate             %REC  Limits 
Hexacosane                     95     55-143  

Type:            MSD                            Cleanup Method:  EPA 3630C                      
Lab ID:          QC289784                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD  Lim
Diesel C10-C24                       2,500               2,482         99     42-127  9    45  

Surrogate             %REC  Limits 
Hexacosane                     106    55-143  

RPD= Relative Percent Difference
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.4-032905                  Batch#:          100864                        
Lab ID:          178637-001                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.7       
Phenol                             ND                        9.7       
bis(2-Chloroethyl)ether            ND                        9.7       
2-Chlorophenol                     ND                        9.7       
1,3-Dichlorobenzene                ND                        9.7       
1,4-Dichlorobenzene                ND                        9.7       
Benzyl alcohol                     ND                        9.7       
1,2-Dichlorobenzene                ND                        9.7       
2-Methylphenol                     ND                        9.7       
bis(2-Chloroisopropyl) ether       ND                        9.7       
4-Methylphenol                     ND                        9.7       
N-Nitroso-di-n-propylamine         ND                        9.7       
Hexachloroethane                   ND                        9.7       
Nitrobenzene                       ND                        9.7       
Isophorone                         ND                        9.7       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.7       
Benzoic acid                       ND                       49         
bis(2-Chloroethoxy)methane         ND                        9.7       
2,4-Dichlorophenol                 ND                        9.7       
1,2,4-Trichlorobenzene             ND                        9.7       
Naphthalene                        ND                        9.7       
4-Chloroaniline                    ND                        9.7       
Hexachlorobutadiene                ND                        9.7       
4-Chloro-3-methylphenol            ND                        9.7       
2-Methylnaphthalene                ND                        9.7       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.7       
2,4,5-Trichlorophenol              ND                        9.7       
2-Chloronaphthalene                ND                        9.7       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.7       
Acenaphthylene                     ND                        9.7       
2,6-Dinitrotoluene                 ND                        9.7       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.7       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.7       
2,4-Dinitrotoluene                 ND                        9.7       
Diethylphthalate                   ND                        9.7       
Fluorene                           ND                        9.7       
4-Chlorophenyl-phenylether         ND                        9.7       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.7       
Azobenzene                         ND                        9.7       
4-Bromophenyl-phenylether          ND                        9.7       
Hexachlorobenzene                  ND                        9.7       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.7       
Anthracene                         ND                        9.7       
Di-n-butylphthalate                ND                        9.7       
Fluoranthene                       ND                        9.7       
Pyrene                             ND                        9.7       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.4-032905                  Batch#:          100864                        
Lab ID:          178637-001                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.7       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.7       
Chrysene                           ND                        9.7       
bis(2-Ethylhexyl)phthalate         ND                        9.7       
Di-n-octylphthalate                ND                        9.7       
Benzo(b)fluoranthene               ND                        9.7       
Benzo(k)fluoranthene               ND                        9.7       
Benzo(a)pyrene                     ND                        9.7       
Indeno(1,2,3-cd)pyrene             ND                        9.7       
Dibenz(a,h)anthracene              ND                        9.7       
Benzo(g,h,i)perylene               ND                        9.7       

Surrogate             %REC  Limits 
2-Fluorophenol                 56     41-120  
Phenol-d5                      57     41-120  
2,4,6-Tribromophenol           66     38-120  
Nitrobenzene-d5                53     47-120  
2-Fluorobiphenyl               58     44-120  
Terphenyl-d14                  60     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.7-032905                  Batch#:          100864                        
Lab ID:          178637-002                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.6       
Phenol                             ND                        9.6       
bis(2-Chloroethyl)ether            ND                        9.6       
2-Chlorophenol                     ND                        9.6       
1,3-Dichlorobenzene                ND                        9.6       
1,4-Dichlorobenzene                ND                        9.6       
Benzyl alcohol                     ND                        9.6       
1,2-Dichlorobenzene                ND                        9.6       
2-Methylphenol                     ND                        9.6       
bis(2-Chloroisopropyl) ether       ND                        9.6       
4-Methylphenol                     ND                        9.6       
N-Nitroso-di-n-propylamine         ND                        9.6       
Hexachloroethane                   ND                        9.6       
Nitrobenzene                       ND                        9.6       
Isophorone                         ND                        9.6       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.6       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.6       
2,4-Dichlorophenol                 ND                        9.6       
1,2,4-Trichlorobenzene             ND                        9.6       
Naphthalene                        ND                        9.6       
4-Chloroaniline                    ND                        9.6       
Hexachlorobutadiene                ND                        9.6       
4-Chloro-3-methylphenol            ND                        9.6       
2-Methylnaphthalene                ND                        9.6       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.6       
2,4,5-Trichlorophenol              ND                        9.6       
2-Chloronaphthalene                ND                        9.6       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.6       
Acenaphthylene                     ND                        9.6       
2,6-Dinitrotoluene                 ND                        9.6       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.6       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.6       
2,4-Dinitrotoluene                 ND                        9.6       
Diethylphthalate                   ND                        9.6       
Fluorene                           ND                        9.6       
4-Chlorophenyl-phenylether         ND                        9.6       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.6       
Azobenzene                         ND                        9.6       
4-Bromophenyl-phenylether          ND                        9.6       
Hexachlorobenzene                  ND                        9.6       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.6       
Anthracene                         ND                        9.6       
Di-n-butylphthalate                ND                        9.6       
Fluoranthene                       ND                        9.6       
Pyrene                             ND                        9.6       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.7-032905                  Batch#:          100864                        
Lab ID:          178637-002                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.6       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.6       
Chrysene                           ND                        9.6       
bis(2-Ethylhexyl)phthalate         ND                        9.6       
Di-n-octylphthalate                ND                        9.6       
Benzo(b)fluoranthene               ND                        9.6       
Benzo(k)fluoranthene               ND                        9.6       
Benzo(a)pyrene                     ND                        9.6       
Indeno(1,2,3-cd)pyrene             ND                        9.6       
Dibenz(a,h)anthracene              ND                        9.6       
Benzo(g,h,i)perylene               ND                        9.6       

Surrogate             %REC  Limits 
2-Fluorophenol                 61     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           67     38-120  
Nitrobenzene-d5                56     47-120  
2-Fluorobiphenyl               64     44-120  
Terphenyl-d14                  71     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.8-032905                  Batch#:          100864                        
Lab ID:          178637-003                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.8-032905                  Batch#:          100864                        
Lab ID:          178637-003                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 60     41-120  
Phenol-d5                      56     41-120  
2,4,6-Tribromophenol           62     38-120  
Nitrobenzene-d5                51     47-120  
2-Fluorobiphenyl               55     44-120  
Terphenyl-d14                  63     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.9-032905                  Batch#:          100864                        
Lab ID:          178637-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW3.9-032905                  Batch#:          100864                        
Lab ID:          178637-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 54     41-120  
Phenol-d5                      53     41-120  
2,4,6-Tribromophenol           56     38-120  
Nitrobenzene-d5                47     47-120  
2-Fluorobiphenyl               50     44-120  
Terphenyl-d14                  56     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW4.3-033005                  Batch#:          100864                        
Lab ID:          178637-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.4       
Phenol                             ND                        9.4       
bis(2-Chloroethyl)ether            ND                        9.4       
2-Chlorophenol                     ND                        9.4       
1,3-Dichlorobenzene                ND                        9.4       
1,4-Dichlorobenzene                ND                        9.4       
Benzyl alcohol                     ND                        9.4       
1,2-Dichlorobenzene                ND                        9.4       
2-Methylphenol                     ND                        9.4       
bis(2-Chloroisopropyl) ether       ND                        9.4       
4-Methylphenol                     ND                        9.4       
N-Nitroso-di-n-propylamine         ND                        9.4       
Hexachloroethane                   ND                        9.4       
Nitrobenzene                       ND                        9.4       
Isophorone                         ND                        9.4       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.4       
Benzoic acid                       ND                       47         
bis(2-Chloroethoxy)methane         ND                        9.4       
2,4-Dichlorophenol                 ND                        9.4       
1,2,4-Trichlorobenzene             ND                        9.4       
Naphthalene                        ND                        9.4       
4-Chloroaniline                    ND                        9.4       
Hexachlorobutadiene                ND                        9.4       
4-Chloro-3-methylphenol            ND                        9.4       
2-Methylnaphthalene                ND                        9.4       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.4       
2,4,5-Trichlorophenol              ND                        9.4       
2-Chloronaphthalene                ND                        9.4       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.4       
Acenaphthylene                     ND                        9.4       
2,6-Dinitrotoluene                 ND                        9.4       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.4       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.4       
2,4-Dinitrotoluene                 ND                        9.4       
Diethylphthalate                   ND                        9.4       
Fluorene                           ND                        9.4       
4-Chlorophenyl-phenylether         ND                        9.4       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.4       
Azobenzene                         ND                        9.4       
4-Bromophenyl-phenylether          ND                        9.4       
Hexachlorobenzene                  ND                        9.4       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.4       
Anthracene                         ND                        9.4       
Di-n-butylphthalate                ND                        9.4       
Fluoranthene                       ND                        9.4       
Pyrene                             ND                        9.4       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW4.3-033005                  Batch#:          100864                        
Lab ID:          178637-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.4       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.4       
Chrysene                           ND                        9.4       
bis(2-Ethylhexyl)phthalate         ND                        9.4       
Di-n-octylphthalate                ND                        9.4       
Benzo(b)fluoranthene               ND                        9.4       
Benzo(k)fluoranthene               ND                        9.4       
Benzo(a)pyrene                     ND                        9.4       
Indeno(1,2,3-cd)pyrene             ND                        9.4       
Dibenz(a,h)anthracene              ND                        9.4       
Benzo(g,h,i)perylene               ND                        9.4       

Surrogate             %REC  Limits 
2-Fluorophenol                 61     41-120  
Phenol-d5                      58     41-120  
2,4,6-Tribromophenol           64     38-120  
Nitrobenzene-d5                54     47-120  
2-Fluorobiphenyl               59     44-120  
Terphenyl-d14                  52     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             22.0



Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW4.4-033005                  Batch#:          100864                        
Lab ID:          178637-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW4.4-033005                  Batch#:          100864                        
Lab ID:          178637-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 60     41-120  
Phenol-d5                      57     41-120  
2,4,6-Tribromophenol           64     38-120  
Nitrobenzene-d5                52     47-120  
2-Fluorobiphenyl               55     44-120  
Terphenyl-d14                  58     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.4-032905                  Batch#:          100864                        
Lab ID:          178637-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.4-032905                  Batch#:          100864                        
Lab ID:          178637-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 62     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           70     38-120  
Nitrobenzene-d5                55     47-120  
2-Fluorobiphenyl               59     44-120  
Terphenyl-d14                  43     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.6-033005                  Batch#:          100864                        
Lab ID:          178637-008                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.6-033005                  Batch#:          100864                        
Lab ID:          178637-008                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 57     41-120  
Phenol-d5                      57     41-120  
2,4,6-Tribromophenol           75     38-120  
Nitrobenzene-d5                55     47-120  
2-Fluorobiphenyl               63     44-120  
Terphenyl-d14                  59     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.7-033005                  Batch#:          100864                        
Lab ID:          178637-009                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.7-033005                  Batch#:          100864                        
Lab ID:          178637-009                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 69     41-120  
Phenol-d5                      65     41-120  
2,4,6-Tribromophenol           73     38-120  
Nitrobenzene-d5                57     47-120  
2-Fluorobiphenyl               61     44-120  
Terphenyl-d14                  52     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             26.0



Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.8-033005                  Batch#:          100864                        
Lab ID:          178637-010                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.8-033005                  Batch#:          100864                        
Lab ID:          178637-010                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 60     41-120  
Phenol-d5                      54     41-120  
2,4,6-Tribromophenol           60     38-120  
Nitrobenzene-d5                52     47-120  
2-Fluorobiphenyl               55     44-120  
Terphenyl-d14                  64     16-120  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.9-033005                  Batch#:          100864                        
Lab ID:          178637-011                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.4       
Phenol                             ND                        9.4       
bis(2-Chloroethyl)ether            ND                        9.4       
2-Chlorophenol                     ND                        9.4       
1,3-Dichlorobenzene                ND                        9.4       
1,4-Dichlorobenzene                ND                        9.4       
Benzyl alcohol                     ND                        9.4       
1,2-Dichlorobenzene                ND                        9.4       
2-Methylphenol                     ND                        9.4       
bis(2-Chloroisopropyl) ether       ND                        9.4       
4-Methylphenol                     ND                        9.4       
N-Nitroso-di-n-propylamine         ND                        9.4       
Hexachloroethane                   ND                        9.4       
Nitrobenzene                       ND                        9.4       
Isophorone                         ND                        9.4       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.4       
Benzoic acid                       ND                       47         
bis(2-Chloroethoxy)methane         ND                        9.4       
2,4-Dichlorophenol                 ND                        9.4       
1,2,4-Trichlorobenzene             ND                        9.4       
Naphthalene                        ND                        9.4       
4-Chloroaniline                    ND                        9.4       
Hexachlorobutadiene                ND                        9.4       
4-Chloro-3-methylphenol            ND                        9.4       
2-Methylnaphthalene                ND                        9.4       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.4       
2,4,5-Trichlorophenol              ND                        9.4       
2-Chloronaphthalene                ND                        9.4       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.4       
Acenaphthylene                     ND                        9.4       
2,6-Dinitrotoluene                 ND                        9.4       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.4       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.4       
2,4-Dinitrotoluene                 ND                        9.4       
Diethylphthalate                   ND                        9.4       
Fluorene                           ND                        9.4       
4-Chlorophenyl-phenylether         ND                        9.4       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.4       
Azobenzene                         ND                        9.4       
4-Bromophenyl-phenylether          ND                        9.4       
Hexachlorobenzene                  ND                        9.4       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.4       
Anthracene                         ND                        9.4       
Di-n-butylphthalate                ND                        9.4       
Fluoranthene                       ND                        9.4       
Pyrene                             ND                        9.4       

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW5.9-033005                  Batch#:          100864                        
Lab ID:          178637-011                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.4       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.4       
Chrysene                           ND                        9.4       
bis(2-Ethylhexyl)phthalate         ND                        9.4       
Di-n-octylphthalate                ND                        9.4       
Benzo(b)fluoranthene               ND                        9.4       
Benzo(k)fluoranthene               ND                        9.4       
Benzo(a)pyrene                     ND                        9.4       
Indeno(1,2,3-cd)pyrene             ND                        9.4       
Dibenz(a,h)anthracene              ND                        9.4       
Benzo(g,h,i)perylene               ND                        9.4       

Surrogate             %REC  Limits 
2-Fluorophenol                 64     41-120  
Phenol-d5                      60     41-120  
2,4,6-Tribromophenol           73     38-120  
Nitrobenzene-d5                55     47-120  
2-Fluorobiphenyl               59     44-120  
Terphenyl-d14                  57     16-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289251                      Batch#:          100864                        
Matrix:          Water                         Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289251                      Batch#:          100864                        
Matrix:          Water                         Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 57     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           52     38-120  
Nitrobenzene-d5                65     47-120  
2-Fluorobiphenyl               64     44-120  
Terphenyl-d14                  57     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             29.0



Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Matrix:          Water                         Batch#:          100864                        
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Type:            BS                             Lab ID:          QC289252                       

Analyte                   Spiked              Result         %REC  Limits 
Phenol                                 100.0                62.44      62     43-120  
2-Chlorophenol                         100.0                61.02      61     51-120  
1,4-Dichlorobenzene                     50.00               20.82      42     36-120  
N-Nitroso-di-n-propylamine              50.00               32.64      65     45-120  
1,2,4-Trichlorobenzene                  50.00               25.38      51     38-120  
4-Chloro-3-methylphenol                100.0                62.59      63     48-120  
Acenaphthene                            50.00               29.90      60     43-120  
4-Nitrophenol                          100.0                56.83      57     43-120  
2,4-Dinitrotoluene                      50.00               33.73      67     46-120  
Pentachlorophenol                      100.0                67.93      68     35-120  
Pyrene                                  50.00               38.20      76     38-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 65     41-120  
Phenol-d5                      65     41-120  
2,4,6-Tribromophenol           58     38-120  
Nitrobenzene-d5                69     47-120  
2-Fluorobiphenyl               58     44-120  
Terphenyl-d14                  64     16-120  

Type:            BSD                            Lab ID:          QC289253                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Phenol                                 100.0                58.38      58     43-120  7   25  
2-Chlorophenol                         100.0                58.68      59     51-120  4   24  
1,4-Dichlorobenzene                     50.00               19.70      39     36-120  6   35  
N-Nitroso-di-n-propylamine              50.00               30.64      61     45-120  6   27  
1,2,4-Trichlorobenzene                  50.00               23.75      48     38-120  7   30  
4-Chloro-3-methylphenol                100.0                59.74      60     48-120  5   25  
Acenaphthene                            50.00               29.34      59     43-120  2   24  
4-Nitrophenol                          100.0                55.73      56     43-120  2   23  
2,4-Dinitrotoluene                      50.00               32.85      66     46-120  3   24  
Pentachlorophenol                      100.0                67.34      67     35-120  1   28  
Pyrene                                  50.00               37.17      74     38-120  3   24  

Surrogate             %REC  Limits 
2-Fluorophenol                 61     41-120  
Phenol-d5                      61     41-120  
2,4,6-Tribromophenol           57     38-120  
Nitrobenzene-d5                65     47-120  
2-Fluorobiphenyl               56     44-120  
Terphenyl-d14                  62     16-120  

RPD= Relative Percent Difference
Page 1 of 1                                                             30.0



Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.4-032905                  Batch#:          100865                        
Lab ID:          178637-001                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           138 *  44-120  
Decachlorobiphenyl             89     50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.7-032905                  Batch#:          100865                        
Lab ID:          178637-002                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           115    44-120  
Decachlorobiphenyl             106    50-128  

ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW3.9-032905                  Batch#:          100865                        
Lab ID:          178637-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           112    44-120  
Decachlorobiphenyl             112    50-128  

ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW4.3-033005                  Batch#:          100865                        
Lab ID:          178637-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           148 *  44-120  
Decachlorobiphenyl             131 *  50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW4.4-033005                  Batch#:          100865                        
Lab ID:          178637-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           131 *  44-120  
Decachlorobiphenyl             126    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.4-032905                  Batch#:          100865                        
Lab ID:          178637-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           151 *  44-120  
Decachlorobiphenyl             100    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.6-033005                  Batch#:          100865                        
Lab ID:          178637-008                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           132 *  44-120  
Decachlorobiphenyl             137 *  50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.7-033005                  Batch#:          100865                        
Lab ID:          178637-009                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           137 *  44-120  
Decachlorobiphenyl             78     50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.8-033005                  Batch#:          100865                        
Lab ID:          178637-010                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           135 *  44-120  
Decachlorobiphenyl             155 *  50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW5.9-033005                  Batch#:          100865                        
Lab ID:          178637-011                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           149 *  44-120  
Decachlorobiphenyl             104    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289254                      Batch#:          100865                        
Matrix:          Water                         Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/09/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           138 *  44-120  
Decachlorobiphenyl             104    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Matrix:          Water                         Batch#:          100865                        
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Type:            BS                             Lab ID:          QC289255                       

Analyte                   Spiked              Result         %REC  Limits 
gamma-BHC                                0.2000              0.1848    92     61-140  
Heptachlor                               0.2000              0.1870    93     53-143  
Aldrin                                   0.2000              0.1745    87     60-120  
Dieldrin                                 0.4000              0.3780    95     57-127  
Endrin                                   0.4000              0.3694    92     59-136  
4,4'-DDT                                 0.4000              0.4296    107    55-149  

Surrogate             %REC  Limits 
TCMX                           98     44-120  
Decachlorobiphenyl             113    50-128  

Type:            BSD                            Lab ID:          QC289256                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
gamma-BHC                                0.2000              0.1986    99     61-140  7   27  
Heptachlor                               0.2000              0.1944    97     53-143  4   28  
Aldrin                                   0.2000              0.1819    91     60-120  4   25  
Dieldrin                                 0.4000              0.3968    99     57-127  5   25  
Endrin                                   0.4000              0.3652    91     59-136  1   25  
4,4'-DDT                                 0.4000              0.4491    112    55-149  4   31  

Surrogate             %REC  Limits 
TCMX                           100    44-120  
Decachlorobiphenyl             102    50-128  

RPD= Relative Percent Difference
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Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        03/31/05                      

Field ID:        MW3.4-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Prepared:        04/02/05                       
Lab ID:          178637-001                     Analyzed:        04/05/05                       
Batch#:          100767                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.96      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           115    52-124  
Decachlorobiphenyl             137 *  18-120  

Field ID:        MW3.7-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Prepared:        04/02/05                       
Lab ID:          178637-002                     Analyzed:        04/05/05                       
Batch#:          100767                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           102    52-124  
Decachlorobiphenyl             123 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        03/31/05                      

Field ID:        MW3.8-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-003                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           128 *  52-124  
Decachlorobiphenyl             99     18-120  

Field ID:        MW3.9-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Prepared:        04/02/05                       
Lab ID:          178637-004                     Analyzed:        04/05/05                       
Batch#:          100767                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           136 *  52-124  
Decachlorobiphenyl             136 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 2 of 6                                                              2.1



Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        03/31/05                      

Field ID:        MW4.3-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-005                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           120    52-124  
Decachlorobiphenyl             113    18-120  

Field ID:        MW4.4-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-006                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           141 *  52-124  
Decachlorobiphenyl             137 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        03/31/05                      

Field ID:        MW5.4-032905                   Sampled:         03/29/05                       
Type:            SAMPLE                         Prepared:        04/02/05                       
Lab ID:          178637-007                     Analyzed:        04/05/05                       
Batch#:          100767                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           110    52-124  
Decachlorobiphenyl             136 *  18-120  

Field ID:        MW5.6-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-008                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           127 *  52-124  
Decachlorobiphenyl             122 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        03/31/05                      

Field ID:        MW5.7-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-009                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           131 *  52-124  
Decachlorobiphenyl             107    18-120  

Field ID:        MW5.8-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-010                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           133 *  52-124  
Decachlorobiphenyl             138 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        03/31/05                      

Field ID:        MW5.9-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Prepared:        04/03/05                       
Lab ID:          178637-011                     Analyzed:        04/07/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.49      
Aroclor-1221                       ND                        0.97      
Aroclor-1232                       ND                        0.49      
Aroclor-1242                       ND                        0.49      
Aroclor-1248                       ND                        0.49      
Aroclor-1254                       ND                        0.49      
Aroclor-1260                       ND                        0.49      

Surrogate             %REC  Limits 
TCMX                           138 *  52-124  
Decachlorobiphenyl             116    18-120  

Type:            BLANK                          Prepared:        04/02/05                       
Lab ID:          QC288869                       Analyzed:        04/04/05                       
Batch#:          100767                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             130 *  18-120  

Type:            BLANK                          Prepared:        04/03/05                       
Lab ID:          QC288907                       Analyzed:        04/06/05                       
Batch#:          100780                         Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           113    52-124  
Decachlorobiphenyl             94     18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 6 of 6                                                              2.1



Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288870                      Batch#:          100767                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/04/05                      

Cleanup Method:  EPA 3665A                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Aroclor-1242                             5.000               7.180     144    67-148  

Surrogate             %REC  Limits 
TCMX                           108    52-124  
Decachlorobiphenyl             135 *  18-120  

*= Value outside of QC limits; see narrative
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Field ID:        MW2.1-032805                  Batch#:          100767                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            MS                             Cleanup Method:  EPA 3665A                      
Lab ID:          QC288871                                                                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Aroclor-1242                       <0.2783           4.717            5.939    126    46-170  

Surrogate             %REC  Limits 
TCMX                           106    52-124  
Decachlorobiphenyl             127 *  18-120  

Type:            MSD                            Cleanup Method:  EPA 3665A                      
Lab ID:          QC288872                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Aroclor-1242                             4.717               6.272     133    46-170  5   35  

Surrogate             %REC  Limits 
TCMX                           110    52-124  
Decachlorobiphenyl             138 *  18-120  

*= Value outside of QC limits; see narrative
RPD= Relative Percent Difference
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100780                        
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/06/05                      

Type:            BS                             Cleanup Method:  EPA 3665A                      
Lab ID:          QC288908                                                                       

Analyte                   Spiked              Result         %REC  Limits 
Aroclor-1242                             5.000               5.965     119    67-148  

Surrogate             %REC  Limits 
TCMX                           97     52-124  
Decachlorobiphenyl             101    18-120  

Type:            BSD                            Cleanup Method:  EPA 3665A                      
Lab ID:          QC288909                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Aroclor-1242                             5.000               5.621     112    67-148  6   25  

Surrogate             %REC  Limits 
TCMX                           102    52-124  
Decachlorobiphenyl             105    18-120  

RPD= Relative Percent Difference
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.4-032905                  Batch#:          100768                        
Lab ID:          178637-001                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       88     58-132  
1-Methylnaphthalene (F)        88     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.7-032905                  Batch#:          100768                        
Lab ID:          178637-002                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       78     58-132  
1-Methylnaphthalene (F)        79     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.8-032905                  Batch#:          100768                        
Lab ID:          178637-003                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.96      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.96      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       97     58-132  
1-Methylnaphthalene (F)        97     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW3.9-032905                  Batch#:          100768                        
Lab ID:          178637-004                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.94      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.94      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.09      
Anthracene                         ND                        0.09      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.09      
Benzo(a)anthracene                 ND                        0.09      
Chrysene                           ND                        0.09      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.09      
Benzo(a)pyrene                     ND                        0.09      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.09      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       72     58-132  
1-Methylnaphthalene (F)        73     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW4.3-033005                  Batch#:          100768                        
Lab ID:          178637-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       84     58-132  
1-Methylnaphthalene (F)        84     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW4.4-033005                  Batch#:          100768                        
Lab ID:          178637-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       103    58-132  
1-Methylnaphthalene (F)        104    56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.4-032905                  Batch#:          100768                        
Lab ID:          178637-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.94      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.94      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.09      
Anthracene                         ND                        0.09      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.09      
Benzo(a)anthracene                 ND                        0.09      
Chrysene                           ND                        0.09      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.09      
Benzo(a)pyrene                     ND                        0.09      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.09      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       80     58-132  
1-Methylnaphthalene (F)        81     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.6-033005                  Batch#:          100768                        
Lab ID:          178637-008                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       87     58-132  
1-Methylnaphthalene (F)        87     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.7-033005                  Batch#:          100768                        
Lab ID:          178637-009                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       82     58-132  
1-Methylnaphthalene (F)        84     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.8-033005                  Batch#:          100768                        
Lab ID:          178637-010                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       78     58-132  
1-Methylnaphthalene (F)        78     56-135  

ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW5.9-033005                  Batch#:          100768                        
Lab ID:          178637-011                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        03/31/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.96      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.96      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       83     58-132  
1-Methylnaphthalene (F)        83     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288873                      Batch#:          100768                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       97     58-132  
1-Methylnaphthalene (F)        97     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288874                      Batch#:          100768                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Spiked              Result         %REC  Limits 
Naphthalene                             10.00               10.05      101    67-120  
Acenaphthylene                          20.00               21.15      106    70-120  
Acenaphthene                            10.00               10.29      103    66-120  
Fluorene                                 2.000               2.124     106    69-120  
Phenanthrene                             1.000               1.025     102    63-120  
Anthracene                               1.000               1.002     100    63-120  
Benzo(k)fluoranthene                     1.000               1.049     105    65-124  
Indeno(1,2,3-cd)pyrene                   1.000               1.115     112    62-123  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       94     58-132  
1-Methylnaphthalene (F)        93     56-135  
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW2.1-032805                  Batch#:          100768                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Type:            MS                             Lab ID:          QC288875                       

Analyte               MSS Result         Spiked           Result      %REC  Limits 
Naphthalene                         <0.1505           9.434            8.796    93    42-122  
Acenaphthylene                      <0.3462          18.87            18.06     96    51-126  
Acenaphthene                        <0.3395           9.434            8.976    95    41-156  
Fluorene                            <0.04858          1.887            1.618    86    39-150  
Phenanthrene                        <0.008094         0.9434           0.9181   97    25-205  
Anthracene                          <0.007242         0.9434           0.9069   96    56-151  
Benzo(k)fluoranthene                <0.004107         0.9434           0.8991   95    18-146  
Indeno(1,2,3-cd)pyrene              <0.06134          0.9434           0.9372   99    55-159  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       87     58-132  
1-Methylnaphthalene (F)        87     56-135  

Type:            MSD                            Lab ID:          QC288876                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                              9.434               8.435     89     42-122  4   36  
Acenaphthylene                          18.87               17.42      92     51-126  4   34  
Acenaphthene                             9.434               9.681     103    41-156  8   38  
Fluorene                                 1.887               1.227     65     39-150  27  35  
Phenanthrene                             0.9434              0.8794    93     25-205  4   33  
Anthracene                               0.9434              0.8613    91     56-151  5   34  
Benzo(k)fluoranthene                     0.9434              0.8774    93     18-146  2   34  
Indeno(1,2,3-cd)pyrene                   0.9434              0.8663    92     55-159  8   33  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       86     58-132  
1-Methylnaphthalene (F)        87     56-135  

RPD= Relative Percent Difference
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.4-032905                  Diln Fac:        1.000                         
Lab ID:          178637-001                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  12       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.7-032905                  Diln Fac:        1.000                         
Lab ID:          178637-002                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  17       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.8-032905                  Diln Fac:        1.000                         
Lab ID:          178637-003                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  31       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW3.9-032905                  Diln Fac:        1.000                         
Lab ID:          178637-004                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  24       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   100947 04/07/05 04/07/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW4.3-033005                  Diln Fac:        1.000                         
Lab ID:          178637-005                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  38       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW4.4-033005                  Diln Fac:        1.000                         
Lab ID:          178637-006                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  96       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.4-032905                  Diln Fac:        1.000                         
Lab ID:          178637-007                    Sampled:         03/29/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte         Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony          ND             60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic                 6.4       5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium            ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium         ND              2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium           ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium          ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt            ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper            ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead              ND              3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury           ND              0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum        ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel            ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium          ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver            ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium          ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium          ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc              ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.6-033005                  Diln Fac:        1.000                         
Lab ID:          178637-008                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte         Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony          ND             60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic                 8.3       5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                150        10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium         ND              2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium           ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium          ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt            ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper            ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead              ND              3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury           ND              0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum        ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel            ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium          ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver            ND              5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium          ND              5.0    100831 04/05/05 04/13/05 EPA 3010A     EPA 6010B     
Vanadium          ND             10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc              ND             20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.7-033005                  Diln Fac:        1.000                         
Lab ID:          178637-009                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic                 19        5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                 220       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.8-033005                  Diln Fac:        1.000                         
Lab ID:          178637-010                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                  78       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178637                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW5.9-033005                  Diln Fac:        1.000                         
Lab ID:          178637-011                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        03/31/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Barium                 230       10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100831 04/05/05 04/06/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289115                      Batch#:          100831                        
Matrix:          Water                         Prepared:        04/05/05                      
Units:           ug/L                          Analyzed:        04/06/05                      

Analyte                   Result                RL         
Antimony                           ND                       60         
Arsenic                            ND                        5.0       
Barium                             ND                       10         
Beryllium                          ND                        2.0       
Cadmium                            ND                        5.0       
Chromium                           ND                       10         
Cobalt                             ND                       20         
Copper                             ND                       10         
Lead                               ND                        3.0       
Molybdenum                         ND                       20         
Nickel                             ND                       20         
Selenium                           ND                        5.0       
Silver                             ND                        5.0       
Thallium                           ND                        5.0       
Vanadium                           ND                       10         
Zinc                               ND                       20         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Matrix:          Water                         Batch#:          100831                        
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/06/05                      

Type:            BS                             Lab ID:          QC289116                       

Analyte                   Spiked              Result         %REC  Limits 
Antimony                               500.0               523.0       105    78-120  
Arsenic                                100.0               103.0       103    74-132  
Barium                               2,000               2,042         102    80-120  
Beryllium                               50.00               53.68      107    80-120  
Cadmium                                 50.00               54.64      109    80-120  
Chromium                               200.0               206.7       103    80-120  
Cobalt                                 500.0               508.5       102    80-120  
Copper                                 250.0               251.0       100    80-120  
Lead                                   100.0               101.2       101    66-138  
Molybdenum                             400.0               415.9       104    80-120  
Nickel                                 500.0               514.3       103    80-120  
Selenium                               100.0                99.12      99     58-142  
Silver                                  50.00               51.40      103    80-120  
Thallium                               100.0               106.3       106    57-144  
Vanadium                               500.0               522.3       104    80-120  
Zinc                                   500.0               531.6       106    80-120  

Type:            BSD                            Lab ID:          QC289117                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               519.5       104    78-120  1   20  
Arsenic                                100.0               107.0       107    74-132  4   22  
Barium                               2,000               2,046         102    80-120  0   20  
Beryllium                               50.00               53.78      108    80-120  0   20  
Cadmium                                 50.00               54.51      109    80-120  0   20  
Chromium                               200.0               207.9       104    80-120  1   20  
Cobalt                                 500.0               510.5       102    80-120  0   20  
Copper                                 250.0               251.8       101    80-120  0   20  
Lead                                   100.0               100.3       100    66-138  1   25  
Molybdenum                             400.0               417.0       104    80-120  0   20  
Nickel                                 500.0               517.5       104    80-120  1   20  
Selenium                               100.0               104.3       104    58-142  5   31  
Silver                                  50.00               51.66      103    80-120  0   20  
Thallium                               100.0               108.1       108    57-144  2   30  
Vanadium                               500.0               523.4       105    80-120  0   20  
Zinc                                   500.0               536.4       107    80-120  1   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Field ID:        ZZZZZZZZZZ                    Batch#:          100831                        
MSS Lab ID:      178654-007                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/05/05                      
Diln Fac:        1.000                         Analyzed:        04/06/05                      

Type:            MS                             Lab ID:          QC289118                       

Analyte              MSS Result          Spiked            Result       %REC  Limits
Antimony                          <2.041            500.0            527.2      105    68-127 
Arsenic                            8.460            100.0            114.8      106    63-151 
Barium                         1,407              2,000            3,303        95     79-120 
Beryllium                         <0.04843           50.00            50.13     100    80-120 
Cadmium                            0.4451            50.00            50.41     100    76-123 
Chromium                           5.495            200.0            202.3      98     79-120 
Cobalt                             1.224            500.0            464.2      93     80-120 
Copper                            34.84             250.0            318.9      114    80-120 
Lead                               1.138            100.0             91.79     91     49-155 
Molybdenum                        12.47             400.0            408.2      99     73-120 
Nickel                            86.59             500.0            552.9      93     74-120 
Selenium                          <3.292            100.0             99.02     99     44-156 
Silver                             1.097             50.00            56.79     111    72-124 
Thallium                           7.739            100.0             98.41     91     34-158 
Vanadium                           2.118            500.0            514.1      102    80-120 
Zinc                             107.7              500.0            593.8      97     79-123 

Type:            MSD                            Lab ID:          QC289119                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               532.8       107    68-127  1   20  
Arsenic                                100.0               115.2       107    63-151  0   35  
Barium                               2,000               3,322         96     79-120  1   20  
Beryllium                               50.00               50.64      101    80-120  1   20  
Cadmium                                 50.00               50.89      101    76-123  1   20  
Chromium                               200.0               204.5       100    79-120  1   20  
Cobalt                                 500.0               467.5       93     80-120  1   20  
Copper                                 250.0               321.8       115    80-120  1   20  
Lead                                   100.0                93.02      92     49-155  1   34  
Molybdenum                             400.0               412.0       100    73-120  1   20  
Nickel                                 500.0               560.0       95     74-120  1   20  
Selenium                               100.0               101.0       101    44-156  2   42  
Silver                                  50.00               57.47      113    72-124  1   20  
Thallium                               100.0                95.63      88     34-158  3   47  
Vanadium                               500.0               520.0       104    80-120  1   20  
Zinc                                   500.0               602.3       99     79-123  1   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Diln Fac:        1.000                         
Type:            BLANK                         Batch#:          100947                        
Lab ID:          QC289579                      Prepared:        04/07/05                      
Matrix:          Filtrate                      Analyzed:        04/07/05                      
Units:           ug/L                                                                         

Result                RL         
ND                        0.20      

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100947                        
Matrix:          Filtrate                      Prepared:        04/07/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID         Spiked              Result         %REC  Limits  RPD  Lim
BS     QC289581             5.000               4.970     99     80-120           
BSD    QC289582             5.000               5.260     105    80-120  6    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          100947                        
Field ID:        ZZZZZZZZZZ                    Sampled:         03/28/05                      
MSS Lab ID:      178547-002                    Received:        03/29/05                      
Matrix:          Filtrate                      Prepared:        04/07/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked           Result       %REC  Limits  RPD  Lim
MS     QC289583          <0.07957           5.000            5.080    102    80-120           
MSD    QC289584                             5.000            4.930    99     80-120  3    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Diln Fac:        1.000                         
Type:            BLANK                         Batch#:          101076                        
Lab ID:          QC290095                      Prepared:        04/12/05                      
Matrix:          Filtrate                      Analyzed:        04/12/05                      
Units:           ug/L                                                                         

Result                RL         
ND                        0.20      

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          101076                        
Matrix:          Filtrate                      Prepared:        04/12/05                      
Units:           ug/L                          Analyzed:        04/12/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID         Spiked              Result         %REC  Limits  RPD  Lim
BS     QC290096             5.000               5.290     106    80-120           
BSD    QC290097             5.000               5.330     107    80-120  1    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178637                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          101076                        
Field ID:        MW7.1-033105                  Sampled:         03/31/05                      
MSS Lab ID:      178647-001                    Received:        04/01/05                      
Matrix:          Filtrate                      Prepared:        04/12/05                      
Units:           ug/L                          Analyzed:        04/12/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked           Result       %REC  Limits  RPD  Lim
MS     QC290098          <0.07957           5.000            4.970    99     80-120           
MSD    QC290099                             5.000            4.870    97     80-120  2    20  

RPD= Relative Percent Difference
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CASE NARRATIVE

Laboratory number:        178647
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GA-Pacific Sawmill
Request Date:             04/01/05
Samples Received:         04/01/05

This hardcopy data package contains sample and QC results for seventeen water
samples, requested for the above referenced project on 04/01/05. The samples
were received intact and cool, but one cooler was received above 6 degrees C.
Several coolers arrived with broken or unsealed containers in them. Please
see the attachment to the cooler receipt checklist. Every effort was made to
provide results for the analyses requested using the remaining sample amount.

TPH-Purgeables and/or BTXE by GC (EPA 8015B):
No analytical problems were encountered.

TPH-Extractables by GC (EPA 8015B):
Response exceeding the instrument's linear range was observed for hexacosane
in MW10.1-033105 (lab # 178647-002); affected data was qualified with "b". No
target analytes were detected at or above the RL in the sample. No other
analytical problems were encountered.

Volatile Organics by GC/MS (EPA 8260B):
N-butylbenzene and 1,2,3-trichlorobenzene were detected above the RL in the
method blank for batch 100790 and the method blank for batch 100955; these
analytes were not detected in samples at or above the RL. No other analytical
problems were encountered.

Semivolatile Organics by GC/MS (EPA 8270C):
Analysis was not performed for sample MW4.2-033005 (178647-006) due to
insufficient sample amount from transport breakage. The sample was initially
extracted, but the extract evaporated during the extraction process and could
not be recovered. No other analytical problems were encountered.

Pesticides (EPA 8081A):
High surrogate recoveries were observed for TCMX in many samples; the
corresponding decachlorobiphenyl surrogate recoveries were within limits, and
no target analytes were detected in these samples. No other analytical
problems were encountered.

PCBs (EPA 8082):
High surrogate recoveries were observed for decachlorobiphenyl in a number of
samples; the corresponding TCMX surrogate recoveries were within limits, and
no target analytes were detected in these samples. Analysis was not performed
for sample MW4.2-033005 (178647-006) due to insufficient sample amount from
transport breakage.  No other analytical problems were encountered.
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CASE NARRATIVE

Laboratory number:        178647
Client:                   Acton Mickelson Environmental
Project:                  16017.01
Location:                 Former GA-Pacific Sawmill
Request Date:             04/01/05
Samples Received:         04/01/05

Polynuclear Aromatics by HPLC (EPA 8310):
178647-001 and 178647-002 were prepared 24 hours outside of hold time;
affected data was qualified with "b". Due to an error, the LIMS hold date was
off by 24 hours.  High recoveries were observed for many analytes in the LCS
for batch 101011; these analytes were not detected at or above the RL in the
associated samples. High surrogate recoveries were observed for
1-methylnaphthalene (F) and 1-methylnaphthalene (UV) in MWDUP3-033105 (lab #
178647-004) and the LCS for batch 101011. No analytes were detected at or
above the RL in all the samples in batch 101011. No other analytical problems
were encountered.

Metals (EPA 6010B and EPA 7470A):
No analytical problems were encountered.

Tannins & Lignins (SMWW 5550):
North Coast Laboratories, Ltd. in Arcata, CA performed the analysis. Please
see the North Coast Laboratories, Ltd. case narrative.
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Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        04/01/05                      

Field ID:        MW7.1-033105                   Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/31/05                       
Lab ID:          178647-001                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         88     63-141  
Bromofluorobenzene (FID)       97     79-139  

Field ID:        MW10.1-033105                  Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/31/05                       
Lab ID:          178647-002                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       94     79-139  

Field ID:        MW10.2-033105                  Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-003                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         85     63-141  
Bromofluorobenzene (FID)       95     79-139  

Field ID:        MWDUP3-033105                  Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/31/05                       
Lab ID:          178647-004                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         82     63-141  
Bromofluorobenzene (FID)       94     79-139  

ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        04/01/05                      

Field ID:        MW4.1-033005                   Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-005                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         86     63-141  
Bromofluorobenzene (FID)       96     79-139  

Field ID:        MW4.2-033005                   Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-006                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         85     63-141  
Bromofluorobenzene (FID)       94     79-139  

Field ID:        MW3.4-032905-TB                Batch#:          100733                         
Type:            SAMPLE                         Sampled:         03/29/05                       
Lab ID:          178647-007                     Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         82     63-141  
Bromofluorobenzene (FID)       93     79-139  

Field ID:        MW3.9-032905                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/29/05                       
Lab ID:          178647-008                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       93     79-139  

ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        04/01/05                      

Field ID:        MW3.8-032905                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/29/05                       
Lab ID:          178647-009                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         83     63-141  
Bromofluorobenzene (FID)       94     79-139  

Field ID:        MW3.7-032905                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/29/05                       
Lab ID:          178647-010                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         85     63-141  
Bromofluorobenzene (FID)       94     79-139  

Field ID:        MW3.4-032905                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/29/05                       
Lab ID:          178647-011                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         87     63-141  
Bromofluorobenzene (FID)       96     79-139  

Field ID:        MW5.8-033005                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-012                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         86     63-141  
Bromofluorobenzene (FID)       96     79-139  

ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        04/01/05                      

Field ID:        MW5.6-033005                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-013                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         87     63-141  
Bromofluorobenzene (FID)       97     79-139  

Field ID:        MW5.7-033005                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-014                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         94     63-141  
Bromofluorobenzene (FID)       107    79-139  

Field ID:        MW5.9-033005                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-015                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         81     63-141  
Bromofluorobenzene (FID)       92     79-139  

Field ID:        MW4.4-033005                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-016                     Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         87     63-141  
Bromofluorobenzene (FID)       99     79-139  

ND= Not Detected
RL= Reporting Limit
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Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Diln Fac:        1.000                         
Units:           ug/L                          Received:        04/01/05                      

Field ID:        MW4.3-033005                   Batch#:          100771                         
Type:            SAMPLE                         Sampled:         03/30/05                       
Lab ID:          178647-017                     Analyzed:        04/04/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         88     63-141  
Bromofluorobenzene (FID)       97     79-139  

Type:            BLANK                          Batch#:          100733                         
Lab ID:          QC288730                       Analyzed:        04/01/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         84     63-141  
Bromofluorobenzene (FID)       92     79-139  

Type:            BLANK                          Batch#:          100771                         
Lab ID:          QC288885                       Analyzed:        04/03/05                       

Analyte                   Result                RL         
Gasoline C7-C12                    ND                       50         

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         90     63-141  
Bromofluorobenzene (FID)       102    79-139  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288732                      Batch#:          100733                        
Matrix:          Water                         Analyzed:        04/01/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
Gasoline C7-C12                      2,000               2,172         109    80-120  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         112    63-141  
Bromofluorobenzene (FID)       98     79-139  
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW7.1-033105                  Batch#:          100733                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288783                       

Analyte              MSS Result          Spiked           Result       %REC  Limits
Gasoline C7-C12                    <23.71          2,000            1,953       98     80-120 

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         96     63-141  
Bromofluorobenzene (FID)       97     79-139  

Type:            MSD                            Lab ID:          QC288784                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Gasoline C7-C12                      2,000               1,961         98     80-120  0   20  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         97     63-141  
Bromofluorobenzene (FID)       99     79-139  

RPD= Relative Percent Difference
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288886                      Batch#:          100771                        
Matrix:          Water                         Analyzed:        04/03/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
Gasoline C7-C12                      2,000               2,056         103    80-120  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         108    63-141  
Bromofluorobenzene (FID)       110    79-139  
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Batch QC Report

Total Volatile Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW4.4-033005                  Batch#:          100771                        
MSS Lab ID:      178647-016                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/03/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC288891                       

Analyte              MSS Result          Spiked           Result       %REC  Limits
Gasoline C7-C12                     28.62          2,000            2,061       102    80-120 

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         101    63-141  
Bromofluorobenzene (FID)       99     79-139  

Type:            MSD                            Lab ID:          QC288892                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Gasoline C7-C12                      2,000               2,009         99     80-120  3   20  

Surrogate             %REC  Limits 
Trifluorotoluene (FID)         98     63-141  
Bromofluorobenzene (FID)       97     79-139  

RPD= Relative Percent Difference
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Total Extractable Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          101152                        
Units:           ug/L                          Received:        04/01/05                      
Diln Fac:        1.000                         Prepared:        04/13/05                      

Field ID:        MW7.1-033105                   Sampled:         03/31/05                       
Type:            SAMPLE                         Analyzed:        04/16/05                       
Lab ID:          178647-001                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     92     55-143  

Field ID:        MW10.1-033105                  Sampled:         03/31/05                       
Type:            SAMPLE                         Analyzed:        04/16/05                       
Lab ID:          178647-002                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     142 >LR b 55-143  

Field ID:        MW10.2-033105                  Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/16/05                       
Lab ID:          178647-003                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     95     55-143  

Field ID:        MWDUP3-033105                  Sampled:         03/31/05                       
Type:            SAMPLE                         Analyzed:        04/16/05                       
Lab ID:          178647-004                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     101    55-143  

b= See narrative
ND= Not Detected
RL= Reporting Limit
>LR= Response exceeds instrument's linear range
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Total Extractable Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Matrix:          Water                         Batch#:          101152                        
Units:           ug/L                          Received:        04/01/05                      
Diln Fac:        1.000                         Prepared:        04/13/05                      

Field ID:        MW4.1-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/16/05                       
Lab ID:          178647-005                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     105    55-143  

Field ID:        MW4.2-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/16/05                       
Lab ID:          178647-006                     Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     119    55-143  

Type:            BLANK                          Analyzed:        04/15/05                       
Lab ID:          QC290385                       Cleanup Method:  EPA 3630C                      

Analyte                   Result                RL         
Diesel C10-C24                     ND                       50         
Motor Oil C24-C36                  ND                      300         

Surrogate             %REC  Limits 
Hexacosane                     90     55-143  

b= See narrative
ND= Not Detected
RL= Reporting Limit
>LR= Response exceeds instrument's linear range
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC290386                      Batch#:          101152                        
Matrix:          Water                         Prepared:        04/13/05                      
Units:           ug/L                          Analyzed:        04/15/05                      

Cleanup Method:  EPA 3630C                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Diesel C10-C24                       2,500               3,050         122    50-133  

Surrogate             %REC  Limits 
Hexacosane                     116    55-143  
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Batch QC Report

Total Extractable Hydrocarbons

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8015B                     
Field ID:        MW7.1-033105                  Batch#:          101152                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/13/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Analyzed:        04/16/05                       
Lab ID:          QC290387                       Cleanup Method:  EPA 3630C                      

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Diesel C10-C24                    <15.95          2,500            2,567       103    42-127  

Surrogate             %REC  Limits 
Hexacosane                     109    55-143  

Type:            MSD                            Analyzed:        04/15/05                       
Lab ID:          QC290388                       Cleanup Method:  EPA 3630C                      

Analyte                   Spiked              Result         %REC  Limits  RPD  Lim
Diesel C10-C24                       2,500               3,099         124    42-127  19   45  

Surrogate             %REC  Limits 
Hexacosane                     123    55-143  

RPD= Relative Percent Difference
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW7.1-033105                  Batch#:          100995                        
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/08/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.5                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW7.1-033105                  Batch#:          100995                        
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/08/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             122    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW10.1-033105                 Batch#:          100790                        
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW10.1-033105                 Batch#:          100790                        
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           107    80-120  
1,2-Dichloroethane-d4          113    80-122  
Toluene-d8                     103    80-120  
Bromofluorobenzene             108    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW10.2-033105                 Batch#:          100790                        
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.5                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW10.2-033105                 Batch#:          100790                        
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           108    80-120  
1,2-Dichloroethane-d4          114    80-122  
Toluene-d8                     103    80-120  
Bromofluorobenzene             108    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MWDUP3-033105                 Batch#:          100790                        
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MWDUP3-033105                 Batch#:          100790                        
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           109    80-120  
1,2-Dichloroethane-d4          114    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             109    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.1-033005                  Batch#:          100868                        
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.1-033005                  Batch#:          100868                        
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           95     80-120  
1,2-Dichloroethane-d4          91     80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             91     80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.2-033005                  Batch#:          100868                        
Lab ID:          178647-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.2-033005                  Batch#:          100868                        
Lab ID:          178647-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           97     80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             98     80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.4-032905-TB               Batch#:          100868                        
Lab ID:          178647-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.4-032905-TB               Batch#:          100868                        
Lab ID:          178647-007                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          98     80-122  
Toluene-d8                     98     80-120  
Bromofluorobenzene             101    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.9-032905                  Batch#:          100868                        
Lab ID:          178647-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.9-032905                  Batch#:          100868                        
Lab ID:          178647-008                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           103    80-120  
1,2-Dichloroethane-d4          103    80-122  
Toluene-d8                     92     80-120  
Bromofluorobenzene             104    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.8-032905                  Batch#:          100868                        
Lab ID:          178647-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/06/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.8-032905                  Batch#:          100868                        
Lab ID:          178647-009                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/06/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           109    80-120  
1,2-Dichloroethane-d4          109    80-122  
Toluene-d8                     97     80-120  
Bromofluorobenzene             104    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.7-032905                  Batch#:          101003                        
Lab ID:          178647-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/08/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.7-032905                  Batch#:          101003                        
Lab ID:          178647-010                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/08/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           95     80-120  
1,2-Dichloroethane-d4          90     80-122  
Toluene-d8                     96     80-120  
Bromofluorobenzene             102    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.4-032905                  Batch#:          100955                        
Lab ID:          178647-011                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.8                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW3.4-032905                  Batch#:          100955                        
Lab ID:          178647-011                    Sampled:         03/29/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           105    80-120  
1,2-Dichloroethane-d4          99     80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             104    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.8-033005                  Batch#:          100955                        
Lab ID:          178647-012                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.8-033005                  Batch#:          100955                        
Lab ID:          178647-012                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           105    80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             103    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.6-033005                  Batch#:          100955                        
Lab ID:          178647-013                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                                     0.5                 0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.8                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.6-033005                  Batch#:          100955                        
Lab ID:          178647-013                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           106    80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             104    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.7-033005                  Batch#:          100955                        
Lab ID:          178647-014                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                                     1.8                 0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.7-033005                  Batch#:          100955                        
Lab ID:          178647-014                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           106    80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             105    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             20.0



Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.9-033005                  Batch#:          100955                        
Lab ID:          178647-015                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.8                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW5.9-033005                  Batch#:          100955                        
Lab ID:          178647-015                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           107    80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             106    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             21.0



Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.4-033005                  Batch#:          100955                        
Lab ID:          178647-016                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.6                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.4-033005                  Batch#:          100955                        
Lab ID:          178647-016                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           108    80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     101    80-120  
Bromofluorobenzene             106    80-124  

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.3-033005                  Batch#:          100955                        
Lab ID:          178647-017                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                                  0.7                 0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW4.3-033005                  Batch#:          100955                        
Lab ID:          178647-017                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/07/05                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           108    80-120  
1,2-Dichloroethane-d4          103    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             106    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          100790                        
Units:           ug/L                          Analyzed:        04/04/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC288945                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               24.26      97     75-121  
Benzene                                 25.00               24.69      99     80-120  
Trichloroethene                         25.00               25.86      103    78-120  
Toluene                                 25.00               25.34      101    80-120  
Chlorobenzene                           25.00               25.49      102    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             98     80-124  

Type:            BSD                            Lab ID:          QC288946                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               24.35      97     75-121  0   20  
Benzene                                 25.00               24.56      98     80-120  1   20  
Trichloroethene                         25.00               25.55      102    78-120  1   20  
Toluene                                 25.00               25.26      101    80-120  0   20  
Chlorobenzene                           25.00               25.28      101    80-120  1   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             98     80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288947                      Batch#:          100790                        
Matrix:          Water                         Analyzed:        04/04/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288947                      Batch#:          100790                        
Matrix:          Water                         Analyzed:        04/04/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                           1.1                 0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene                   1.5                 0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          107    80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             105    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          100868                        
Units:           ug/L                          Analyzed:        04/05/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC289260                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               23.66      95     75-121  
Benzene                                 25.00               22.92      92     80-120  
Trichloroethene                         25.00               24.15      97     78-120  
Toluene                                 25.00               24.24      97     80-120  
Chlorobenzene                           25.00               24.35      97     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           96     80-120  
1,2-Dichloroethane-d4          91     80-122  
Toluene-d8                     98     80-120  
Bromofluorobenzene             92     80-124  

Type:            BSD                            Lab ID:          QC289261                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               23.24      93     75-121  2   20  
Benzene                                 25.00               22.66      91     80-120  1   20  
Trichloroethene                         25.00               24.20      97     78-120  0   20  
Toluene                                 25.00               24.50      98     80-120  1   20  
Chlorobenzene                           25.00               23.22      93     80-120  5   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           92     80-120  
1,2-Dichloroethane-d4          91     80-122  
Toluene-d8                     105    80-120  
Bromofluorobenzene             93     80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289262                      Batch#:          100868                        
Matrix:          Water                         Analyzed:        04/05/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289262                      Batch#:          100868                        
Matrix:          Water                         Analyzed:        04/05/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           96     80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             97     80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289607                      Batch#:          100955                        
Matrix:          Water                         Analyzed:        04/07/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               26.35      105    75-121  
Benzene                                 25.00               25.30      101    80-120  
Trichloroethene                         25.00               26.19      105    78-120  
Toluene                                 25.00               26.37      105    80-120  
Chlorobenzene                           25.00               26.07      104    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-120  
1,2-Dichloroethane-d4          94     80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             94     80-124  
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289608                      Batch#:          100955                        
Matrix:          Water                         Analyzed:        04/07/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289608                      Batch#:          100955                        
Matrix:          Water                         Analyzed:        04/07/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                           1.1                 0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene                   1.5                 0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     100    80-120  
Bromofluorobenzene             102    80-124  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289765                      Batch#:          100995                        
Matrix:          Water                         Analyzed:        04/08/05                      
Units:           ug/L                                                                         

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               26.86      107    75-121  
Benzene                                 25.00               24.81      99     80-120  
Trichloroethene                         25.00               24.54      98     78-120  
Toluene                                 25.00               25.11      100    80-120  
Chlorobenzene                           25.00               24.43      98     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           98     80-120  
1,2-Dichloroethane-d4          99     80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             114    80-124  
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289768                      Batch#:          100995                        
Matrix:          Water                         Analyzed:        04/08/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             27.0



Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289768                      Batch#:          100995                        
Matrix:          Water                         Analyzed:        04/08/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           96     80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             119    80-124  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             27.0



Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Field ID:        MW7.1-033105                  Batch#:          100995                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Analyzed:        04/09/05                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC289789                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
1,1-Dichloroethene                 <0.08940          25.00            28.33     113    70-124  
Benzene                            <0.02734          25.00            25.30     101    79-120  
Trichloroethene                     0.1358           25.00            24.82     99     71-120  
Toluene                             0.5403           25.00            25.70     101    77-120  
Chlorobenzene                      <0.04954          25.00            24.90     100    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           102    80-120  
1,2-Dichloroethane-d4          102    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             111    80-124  

Type:            MSD                            Lab ID:          QC289790                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               29.97      120    70-124  6   20  
Benzene                                 25.00               26.55      106    79-120  5   20  
Trichloroethene                         25.00               25.98      103    71-120  5   20  
Toluene                                 25.00               26.58      104    77-120  3   20  
Chlorobenzene                           25.00               25.47      102    80-120  2   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           101    80-120  
1,2-Dichloroethane-d4          101    80-122  
Toluene-d8                     102    80-120  
Bromofluorobenzene             110    80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          101003                        
Units:           ug/L                          Analyzed:        04/08/05                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC289802                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      25.00               23.84      95     75-121  
Benzene                                 25.00               24.97      100    80-120  
Trichloroethene                         25.00               24.22      97     78-120  
Toluene                                 25.00               26.97      108    80-120  
Chlorobenzene                           25.00               24.66      99     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           90     80-120  
1,2-Dichloroethane-d4          93     80-122  
Toluene-d8                     104    80-120  
Bromofluorobenzene             98     80-124  

Type:            BSD                            Lab ID:          QC289803                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      25.00               22.85      91     75-121  4   20  
Benzene                                 25.00               24.19      97     80-120  3   20  
Trichloroethene                         25.00               23.46      94     78-120  3   20  
Toluene                                 25.00               25.69      103    80-120  5   20  
Chlorobenzene                           25.00               23.78      95     80-120  4   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           91     80-120  
1,2-Dichloroethane-d4          92     80-122  
Toluene-d8                     103    80-120  
Bromofluorobenzene             98     80-124  

RPD= Relative Percent Difference
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289804                      Batch#:          101003                        
Matrix:          Water                         Analyzed:        04/08/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 5030B                     
Project#: 16017.01                             Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289804                      Batch#:          101003                        
Matrix:          Water                         Analyzed:        04/08/05                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        0.5       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           97     80-120  
1,2-Dichloroethane-d4          97     80-122  
Toluene-d8                     99     80-120  
Bromofluorobenzene             102    80-124  

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW7.1-033105                  Batch#:          100919                        
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.6       
Phenol                             ND                        9.6       
bis(2-Chloroethyl)ether            ND                        9.6       
2-Chlorophenol                     ND                        9.6       
1,3-Dichlorobenzene                ND                        9.6       
1,4-Dichlorobenzene                ND                        9.6       
Benzyl alcohol                     ND                        9.6       
1,2-Dichlorobenzene                ND                        9.6       
2-Methylphenol                     ND                        9.6       
bis(2-Chloroisopropyl) ether       ND                        9.6       
4-Methylphenol                     ND                        9.6       
N-Nitroso-di-n-propylamine         ND                        9.6       
Hexachloroethane                   ND                        9.6       
Nitrobenzene                       ND                        9.6       
Isophorone                         ND                        9.6       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.6       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.6       
2,4-Dichlorophenol                 ND                        9.6       
1,2,4-Trichlorobenzene             ND                        9.6       
Naphthalene                        ND                        9.6       
4-Chloroaniline                    ND                        9.6       
Hexachlorobutadiene                ND                        9.6       
4-Chloro-3-methylphenol            ND                        9.6       
2-Methylnaphthalene                ND                        9.6       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.6       
2,4,5-Trichlorophenol              ND                        9.6       
2-Chloronaphthalene                ND                        9.6       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.6       
Acenaphthylene                     ND                        9.6       
2,6-Dinitrotoluene                 ND                        9.6       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.6       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.6       
2,4-Dinitrotoluene                 ND                        9.6       
Diethylphthalate                   ND                        9.6       
Fluorene                           ND                        9.6       
4-Chlorophenyl-phenylether         ND                        9.6       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.6       
Azobenzene                         ND                        9.6       
4-Bromophenyl-phenylether          ND                        9.6       
Hexachlorobenzene                  ND                        9.6       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.6       
Anthracene                         ND                        9.6       
Di-n-butylphthalate                ND                        9.6       
Fluoranthene                       ND                        9.6       
Pyrene                             ND                        9.6       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             59.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW7.1-033105                  Batch#:          100919                        
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.6       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.6       
Chrysene                           ND                        9.6       
bis(2-Ethylhexyl)phthalate         ND                        9.6       
Di-n-octylphthalate                ND                        9.6       
Benzo(b)fluoranthene               ND                        9.6       
Benzo(k)fluoranthene               ND                        9.6       
Benzo(a)pyrene                     ND                        9.6       
Indeno(1,2,3-cd)pyrene             ND                        9.6       
Dibenz(a,h)anthracene              ND                        9.6       
Benzo(g,h,i)perylene               ND                        9.6       

Surrogate             %REC  Limits 
2-Fluorophenol                 78     41-120  
Phenol-d5                      72     41-120  
2,4,6-Tribromophenol           85     38-120  
Nitrobenzene-d5                64     47-120  
2-Fluorobiphenyl               69     44-120  
Terphenyl-d14                  79     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             59.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.1-033105                 Batch#:          100919                        
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.1-033105                 Batch#:          100919                        
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 54     41-120  
Phenol-d5                      51     41-120  
2,4,6-Tribromophenol           54     38-120  
Nitrobenzene-d5                48     47-120  
2-Fluorobiphenyl               49     44-120  
Terphenyl-d14                  61     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             60.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.2-033105                 Batch#:          100919                        
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             61.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW10.2-033105                 Batch#:          100919                        
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 56     41-120  
Phenol-d5                      51     41-120  
2,4,6-Tribromophenol           54     38-120  
Nitrobenzene-d5                48     47-120  
2-Fluorobiphenyl               52     44-120  
Terphenyl-d14                  62     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             61.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MWDUP3-033105                 Batch#:          100919                        
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             62.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MWDUP3-033105                 Batch#:          100919                        
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 58     41-120  
Phenol-d5                      53     41-120  
2,4,6-Tribromophenol           58     38-120  
Nitrobenzene-d5                51     47-120  
2-Fluorobiphenyl               50     44-120  
Terphenyl-d14                  65     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             62.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW4.1-033005                  Batch#:          100919                        
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                        9.5       
Phenol                             ND                        9.5       
bis(2-Chloroethyl)ether            ND                        9.5       
2-Chlorophenol                     ND                        9.5       
1,3-Dichlorobenzene                ND                        9.5       
1,4-Dichlorobenzene                ND                        9.5       
Benzyl alcohol                     ND                        9.5       
1,2-Dichlorobenzene                ND                        9.5       
2-Methylphenol                     ND                        9.5       
bis(2-Chloroisopropyl) ether       ND                        9.5       
4-Methylphenol                     ND                        9.5       
N-Nitroso-di-n-propylamine         ND                        9.5       
Hexachloroethane                   ND                        9.5       
Nitrobenzene                       ND                        9.5       
Isophorone                         ND                        9.5       
2-Nitrophenol                      ND                       19         
2,4-Dimethylphenol                 ND                        9.5       
Benzoic acid                       ND                       48         
bis(2-Chloroethoxy)methane         ND                        9.5       
2,4-Dichlorophenol                 ND                        9.5       
1,2,4-Trichlorobenzene             ND                        9.5       
Naphthalene                        ND                        9.5       
4-Chloroaniline                    ND                        9.5       
Hexachlorobutadiene                ND                        9.5       
4-Chloro-3-methylphenol            ND                        9.5       
2-Methylnaphthalene                ND                        9.5       
Hexachlorocyclopentadiene          ND                       19         
2,4,6-Trichlorophenol              ND                        9.5       
2,4,5-Trichlorophenol              ND                        9.5       
2-Chloronaphthalene                ND                        9.5       
2-Nitroaniline                     ND                       19         
Dimethylphthalate                  ND                        9.5       
Acenaphthylene                     ND                        9.5       
2,6-Dinitrotoluene                 ND                        9.5       
3-Nitroaniline                     ND                       19         
Acenaphthene                       ND                        9.5       
2,4-Dinitrophenol                  ND                       19         
4-Nitrophenol                      ND                       19         
Dibenzofuran                       ND                        9.5       
2,4-Dinitrotoluene                 ND                        9.5       
Diethylphthalate                   ND                        9.5       
Fluorene                           ND                        9.5       
4-Chlorophenyl-phenylether         ND                        9.5       
4-Nitroaniline                     ND                       19         
4,6-Dinitro-2-methylphenol         ND                       19         
N-Nitrosodiphenylamine             ND                        9.5       
Azobenzene                         ND                        9.5       
4-Bromophenyl-phenylether          ND                        9.5       
Hexachlorobenzene                  ND                        9.5       
Pentachlorophenol                  ND                       19         
Phenanthrene                       ND                        9.5       
Anthracene                         ND                        9.5       
Di-n-butylphthalate                ND                        9.5       
Fluoranthene                       ND                        9.5       
Pyrene                             ND                        9.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             63.0



Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW4.1-033005                  Batch#:          100919                        
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                        9.5       
3,3'-Dichlorobenzidine             ND                       19         
Benzo(a)anthracene                 ND                        9.5       
Chrysene                           ND                        9.5       
bis(2-Ethylhexyl)phthalate         ND                        9.5       
Di-n-octylphthalate                ND                        9.5       
Benzo(b)fluoranthene               ND                        9.5       
Benzo(k)fluoranthene               ND                        9.5       
Benzo(a)pyrene                     ND                        9.5       
Indeno(1,2,3-cd)pyrene             ND                        9.5       
Dibenz(a,h)anthracene              ND                        9.5       
Benzo(g,h,i)perylene               ND                        9.5       

Surrogate             %REC  Limits 
2-Fluorophenol                 65     41-120  
Phenol-d5                      59     41-120  
2,4,6-Tribromophenol           69     38-120  
Nitrobenzene-d5                58     47-120  
2-Fluorobiphenyl               61     44-120  
Terphenyl-d14                  47     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             63.0



Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289455                      Batch#:          100919                        
Matrix:          Water                         Prepared:        04/06/05                      
Units:           ug/L                          Analyzed:        04/10/05                      

Analyte                   Result                RL         
N-Nitrosodimethylamine             ND                       10         
Phenol                             ND                       10         
bis(2-Chloroethyl)ether            ND                       10         
2-Chlorophenol                     ND                       10         
1,3-Dichlorobenzene                ND                       10         
1,4-Dichlorobenzene                ND                       10         
Benzyl alcohol                     ND                       10         
1,2-Dichlorobenzene                ND                       10         
2-Methylphenol                     ND                       10         
bis(2-Chloroisopropyl) ether       ND                       10         
4-Methylphenol                     ND                       10         
N-Nitroso-di-n-propylamine         ND                       10         
Hexachloroethane                   ND                       10         
Nitrobenzene                       ND                       10         
Isophorone                         ND                       10         
2-Nitrophenol                      ND                       20         
2,4-Dimethylphenol                 ND                       10         
Benzoic acid                       ND                       50         
bis(2-Chloroethoxy)methane         ND                       10         
2,4-Dichlorophenol                 ND                       10         
1,2,4-Trichlorobenzene             ND                       10         
Naphthalene                        ND                       10         
4-Chloroaniline                    ND                       10         
Hexachlorobutadiene                ND                       10         
4-Chloro-3-methylphenol            ND                       10         
2-Methylnaphthalene                ND                       10         
Hexachlorocyclopentadiene          ND                       20         
2,4,6-Trichlorophenol              ND                       10         
2,4,5-Trichlorophenol              ND                       10         
2-Chloronaphthalene                ND                       10         
2-Nitroaniline                     ND                       20         
Dimethylphthalate                  ND                       10         
Acenaphthylene                     ND                       10         
2,6-Dinitrotoluene                 ND                       10         
3-Nitroaniline                     ND                       20         
Acenaphthene                       ND                       10         
2,4-Dinitrophenol                  ND                       20         
4-Nitrophenol                      ND                       20         
Dibenzofuran                       ND                       10         
2,4-Dinitrotoluene                 ND                       10         
Diethylphthalate                   ND                       10         
Fluorene                           ND                       10         
4-Chlorophenyl-phenylether         ND                       10         
4-Nitroaniline                     ND                       20         
4,6-Dinitro-2-methylphenol         ND                       20         
N-Nitrosodiphenylamine             ND                       10         
Azobenzene                         ND                       10         
4-Bromophenyl-phenylether          ND                       10         
Hexachlorobenzene                  ND                       10         
Pentachlorophenol                  ND                       20         
Phenanthrene                       ND                       10         
Anthracene                         ND                       10         
Di-n-butylphthalate                ND                       10         
Fluoranthene                       ND                       10         
Pyrene                             ND                       10         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289455                      Batch#:          100919                        
Matrix:          Water                         Prepared:        04/06/05                      
Units:           ug/L                          Analyzed:        04/10/05                      

Analyte                   Result                RL         
Butylbenzylphthalate               ND                       10         
3,3'-Dichlorobenzidine             ND                       20         
Benzo(a)anthracene                 ND                       10         
Chrysene                           ND                       10         
bis(2-Ethylhexyl)phthalate         ND                       10         
Di-n-octylphthalate                ND                       10         
Benzo(b)fluoranthene               ND                       10         
Benzo(k)fluoranthene               ND                       10         
Benzo(a)pyrene                     ND                       10         
Indeno(1,2,3-cd)pyrene             ND                       10         
Dibenz(a,h)anthracene              ND                       10         
Benzo(g,h,i)perylene               ND                       10         

Surrogate             %REC  Limits 
2-Fluorophenol                 80     41-120  
Phenol-d5                      75     41-120  
2,4,6-Tribromophenol           77     38-120  
Nitrobenzene-d5                72     47-120  
2-Fluorobiphenyl               72     44-120  
Terphenyl-d14                  78     16-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                             64.0



Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289456                      Batch#:          100919                        
Matrix:          Water                         Prepared:        04/06/05                      
Units:           ug/L                          Analyzed:        04/10/05                      

Analyte                   Spiked              Result         %REC  Limits 
Phenol                                 100.0                88.03      88     43-120  
2-Chlorophenol                         100.0                94.07      94     51-120  
1,4-Dichlorobenzene                     50.00               29.35      59     36-120  
N-Nitroso-di-n-propylamine              50.00               37.14      74     45-120  
1,2,4-Trichlorobenzene                  50.00               30.16      60     38-120  
4-Chloro-3-methylphenol                100.0                88.91      89     48-120  
Acenaphthene                            50.00               41.63      83     43-120  
4-Nitrophenol                          100.0                70.74      71     43-120  
2,4-Dinitrotoluene                      50.00               43.76      88     46-120  
Pentachlorophenol                      100.0                86.06      86     35-120  
Pyrene                                  50.00               42.09      84     38-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 93     41-120  
Phenol-d5                      93     41-120  
2,4,6-Tribromophenol           87     38-120  
Nitrobenzene-d5                76     47-120  
2-Fluorobiphenyl               78     44-120  
Terphenyl-d14                  77     16-120  

Page 1 of 1                                                             65.0



Batch QC Report

Semivolatile Organics by GC/MS

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8270C                     
Field ID:        MW7.1-033105                  Batch#:          100919                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/06/05                      
Diln Fac:        1.000                         Analyzed:        04/11/05                      

Type:            MS                             Lab ID:          QC289457                       

Analyte               MSS Result         Spiked          Result      %REC  Limits 
Phenol                               <2.109           95.24            58.53    61    44-120  
2-Chlorophenol                       <1.642           95.24            61.01    64    51-120  
1,4-Dichlorobenzene                  <0.7193          47.62            21.39    45    39-120  
N-Nitroso-di-n-propylamine           <1.209           47.62            26.36    55    44-120  
1,2,4-Trichlorobenzene               <0.8923          47.62            23.07    48    41-120  
4-Chloro-3-methylphenol              <1.889           95.24            57.30    60    50-120  
Acenaphthene                         <0.9606          47.62            27.88    59    47-120  
4-Nitrophenol                        <1.521           95.24            51.98    55    38-120  
2,4-Dinitrotoluene                   <0.7893          47.62            25.71    54    33-120  
Pentachlorophenol                    <1.218           95.24            65.33    69    25-148  
Pyrene                               <0.8197          47.62            25.55    54    46-120  

Surrogate             %REC  Limits 
2-Fluorophenol                 62     41-120  
Phenol-d5                      60     41-120  
2,4,6-Tribromophenol           54     38-120  
Nitrobenzene-d5                59     47-120  
2-Fluorobiphenyl               55     44-120  
Terphenyl-d14                  45     16-120  

Type:            MSD                            Lab ID:          QC289458                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Phenol                                  95.24               53.35      56     44-120  9   28  
2-Chlorophenol                          95.24               54.86      58     51-120  11  24  
1,4-Dichlorobenzene                     47.62               20.87      44     39-120  2   29  
N-Nitroso-di-n-propylamine              47.62               24.08      51     44-120  9   25  
1,2,4-Trichlorobenzene                  47.62               21.31      45     41-120  8   24  
4-Chloro-3-methylphenol                 95.24               52.07      55     50-120  10  23  
Acenaphthene                            47.62               25.44      53     47-120  9   23  
4-Nitrophenol                           95.24               48.20      51     38-120  8   27  
2,4-Dinitrotoluene                      47.62               24.28      51     33-120  6   22  
Pentachlorophenol                       95.24               63.23      66     25-148  3   25  
Pyrene                                  47.62               24.31      51     46-120  5   23  

Surrogate             %REC  Limits 
2-Fluorophenol                 56     41-120  
Phenol-d5                      53     41-120  
2,4,6-Tribromophenol           49     38-120  
Nitrobenzene-d5                52     47-120  
2-Fluorobiphenyl               49     44-120  
Terphenyl-d14                  31     16-120  

RPD= Relative Percent Difference
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Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW7.1-033105                  Batch#:          100779                        
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/06/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND #                      0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND #                      0.1       
4,4'-DDT                           ND #                      0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           141 *  44-120  
Decachlorobiphenyl             122    50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW10.1-033105                 Batch#:          100779                        
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           126 *  44-120  
Decachlorobiphenyl             115    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW10.2-033105                 Batch#:          100779                        
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           139 *  44-120  
Decachlorobiphenyl             121    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MWDUP3-033105                 Batch#:          100779                        
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           137 *  44-120  
Decachlorobiphenyl             112    50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW4.1-033005                  Batch#:          100779                        
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           135 *  44-120  
Decachlorobiphenyl             73     50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW4.2-033005                  Batch#:          100779                        
Lab ID:          178647-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/10/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND                        0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND                        0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           132 *  44-120  
Decachlorobiphenyl             64     50-128  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288903                      Batch#:          100779                        
Matrix:          Water                         Prepared:        04/03/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Result                RL         
alpha-BHC                          ND                        0.05      
beta-BHC                           ND                        0.05      
gamma-BHC                          ND                        0.05      
delta-BHC                          ND                        0.05      
Heptachlor                         ND                        0.05      
Aldrin                             ND                        0.05      
Heptachlor epoxide                 ND                        0.05      
Endosulfan I                       ND                        0.05      
Dieldrin                           ND                        0.1       
4,4'-DDE                           ND                        0.1       
Endrin                             ND                        0.1       
Endosulfan II                      ND                        0.1       
Endosulfan sulfate                 ND                        0.1       
4,4'-DDD                           ND                        0.1       
Endrin aldehyde                    ND                        0.1       
4,4'-DDT                           ND #                      0.1       
alpha-Chlordane                    ND                        0.05      
gamma-Chlordane                    ND                        0.05      
Methoxychlor                       ND #                      0.5       
Toxaphene                          ND                        1.0       

Surrogate             %REC  Limits 
TCMX                           88     44-120  
Decachlorobiphenyl             84     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288904                      Batch#:          100779                        
Matrix:          Water                         Prepared:        04/03/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Spiked              Result         %REC  Limits 
gamma-BHC                                0.2000              0.1801    90     61-140  
Heptachlor                               0.2000              0.1620    81     53-143  
Aldrin                                   0.2000              0.1635    82     60-120  
Dieldrin                                 0.4000              0.4144    104    57-127  
Endrin                                   0.4000              0.3470    87     59-136  
4,4'-DDT                                 0.4000              0.3752 #  94     55-149  

Surrogate             %REC  Limits 
TCMX                           93     44-120  
Decachlorobiphenyl             80     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
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Batch QC Report

Organochlorine Pesticides

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8081A                     
Field ID:        MW7.1-033105                  Batch#:          100779                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/03/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            MS                             Lab ID:          QC288905                       

Analyte              MSS Result          Spiked           Result        %REC  Limits 
gamma-BHC                         <0.002252          0.1905           0.2147    113    52-144  
Heptachlor                        <0.003504          0.1905           0.1905 #  100    53-138  
Aldrin                            <0.004356          0.1905           0.2051    108    45-120  
Dieldrin                          <0.005653          0.3810           0.4801    126    55-133  
Endrin                            <0.007295          0.3810           0.4529    119    60-130  
4,4'-DDT                          <0.003467          0.3810           0.3847 #  101    42-144  

Surrogate             %REC  Limits 
TCMX                           116    44-120  
Decachlorobiphenyl             100    50-128  

Type:            MSD                            Lab ID:          QC288906                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
gamma-BHC                                0.1905              0.1930    101    52-144  11  37  
Heptachlor                               0.1905              0.1649 #  87     53-138  14  38  
Aldrin                                   0.1905              0.1809    95     45-120  13  35  
Dieldrin                                 0.3810              0.4130    108    55-133  15  35  
Endrin                                   0.3810              0.3743    98     60-130  19  35  
4,4'-DDT                                 0.3810              0.3134 #  82     42-144  20  41  

Surrogate             %REC  Limits 
TCMX                           119    44-120  
Decachlorobiphenyl             91     50-128  

#= CCV drift outside limits; average CCV drift within limits per method requirements
RPD= Relative Percent Difference
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Polychlorinated Biphenyls (PCBs)

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100818                        
Units:           ug/L                          Received:        04/01/05                      
Diln Fac:        1.000                         Prepared:        04/04/05                      

Field ID:        MW7.1-033105                   Sampled:         03/31/05                       
Type:            SAMPLE                         Analyzed:        04/05/05                       
Lab ID:          178647-001                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           106    52-124  
Decachlorobiphenyl             110    18-120  

Field ID:        MW10.1-033105                  Sampled:         03/31/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178647-002                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           112    52-124  
Decachlorobiphenyl             137 *  18-120  

Field ID:        MW10.2-033105                  Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/07/05                       
Lab ID:          178647-003                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           104    52-124  
Decachlorobiphenyl             150 *  18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                             44.0



Polychlorinated Biphenyls (PCBs)

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Matrix:          Water                         Batch#:          100818                        
Units:           ug/L                          Received:        04/01/05                      
Diln Fac:        1.000                         Prepared:        04/04/05                      

Field ID:        MWDUP3-033105                  Sampled:         03/31/05                       
Type:            SAMPLE                         Analyzed:        04/08/05                       
Lab ID:          178647-004                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.48      
Aroclor-1221                       ND                        0.95      
Aroclor-1232                       ND                        0.48      
Aroclor-1242                       ND                        0.48      
Aroclor-1248                       ND                        0.48      
Aroclor-1254                       ND                        0.48      
Aroclor-1260                       ND                        0.48      

Surrogate             %REC  Limits 
TCMX                           116    52-124  
Decachlorobiphenyl             135 *  18-120  

Field ID:        MW4.1-033005                   Sampled:         03/30/05                       
Type:            SAMPLE                         Analyzed:        04/08/05                       
Lab ID:          178647-005                     Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.47      
Aroclor-1221                       ND                        0.94      
Aroclor-1232                       ND                        0.47      
Aroclor-1242                       ND                        0.47      
Aroclor-1248                       ND                        0.47      
Aroclor-1254                       ND                        0.47      
Aroclor-1260                       ND                        0.47      

Surrogate             %REC  Limits 
TCMX                           115    52-124  
Decachlorobiphenyl             126 *  18-120  

Type:            BLANK                          Analyzed:        04/05/05                       
Lab ID:          QC289069                       Cleanup Method:  EPA 3665A                      

Analyte                   Result                RL         
Aroclor-1016                       ND                        0.50      
Aroclor-1221                       ND                        1.0       
Aroclor-1232                       ND                        0.50      
Aroclor-1242                       ND                        0.50      
Aroclor-1248                       ND                        0.50      
Aroclor-1254                       ND                        0.50      
Aroclor-1260                       ND                        0.50      

Surrogate             %REC  Limits 
TCMX                           89     52-124  
Decachlorobiphenyl             93     18-120  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289070                      Batch#:          100818                        
Matrix:          Water                         Prepared:        04/04/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Cleanup Method:  EPA 3665A                                                                      

Analyte                   Spiked              Result         %REC  Limits 
Aroclor-1242                             5.000               4.629     93     67-148  

Surrogate             %REC  Limits 
TCMX                           79     52-124  
Decachlorobiphenyl             73     18-120  

Page 1 of 1                                                             45.0



Batch QC Report

Polychlorinated Biphenyls (PCBs)

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8082                      
Field ID:        MW7.1-033105                  Batch#:          100818                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/08/05                      

Type:            MS                             Cleanup Method:  EPA 3665A                      
Lab ID:          QC289071                                                                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Aroclor-1242                       <0.2564           4.762            6.061    127    46-170  

Surrogate             %REC  Limits 
TCMX                           100    52-124  
Decachlorobiphenyl             111    18-120  

Type:            MSD                            Cleanup Method:  EPA 3665A                      
Lab ID:          QC289072                                                                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Aroclor-1242                             4.808               6.356     132    46-170  4   35  

Surrogate             %REC  Limits 
TCMX                           106    52-124  
Decachlorobiphenyl             109    18-120  

RPD= Relative Percent Difference
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Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW7.1-033105                  Batch#:          101011                        
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/08/05                      
Diln Fac:        1.000                         Analyzed:        04/13/05                      

Analyte                   Result                RL         
Naphthalene                        ND b                      0.95      
Acenaphthylene                     ND b                      1.9       
Acenaphthene                       ND b                      0.95      
Fluorene                           ND b                      0.19      
Phenanthrene                       ND b                      0.10      
Anthracene                         ND b                      0.10      
Fluoranthene                       ND b                      0.19      
Pyrene                             ND b                      0.10      
Benzo(a)anthracene                 ND b                      0.10      
Chrysene                           ND b                      0.10      
Benzo(b)fluoranthene               ND b                      0.19      
Benzo(k)fluoranthene               ND b                      0.10      
Benzo(a)pyrene                     ND b                      0.10      
Dibenz(a,h)anthracene              ND b                      0.19      
Benzo(g,h,i)perylene               ND b                      0.19      
Indeno(1,2,3-cd)pyrene             ND b                      0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       86 b   58-132  
1-Methylnaphthalene (F)        85 b   56-135  

b= See narrative
ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW10.1-033105                 Batch#:          101011                        
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/08/05                      
Diln Fac:        1.000                         Analyzed:        04/13/05                      

Analyte                   Result                RL         
Naphthalene                        ND b                      0.96      
Acenaphthylene                     ND b                      1.9       
Acenaphthene                       ND b                      0.96      
Fluorene                           ND b                      0.19      
Phenanthrene                       ND b                      0.10      
Anthracene                         ND b                      0.10      
Fluoranthene                       ND b                      0.19      
Pyrene                             ND b                      0.10      
Benzo(a)anthracene                 ND b                      0.10      
Chrysene                           ND b                      0.10      
Benzo(b)fluoranthene               ND b                      0.19      
Benzo(k)fluoranthene               ND b                      0.10      
Benzo(a)pyrene                     ND b                      0.10      
Dibenz(a,h)anthracene              ND b                      0.19      
Benzo(g,h,i)perylene               ND b                      0.19      
Indeno(1,2,3-cd)pyrene             ND b                      0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       87 b   58-132  
1-Methylnaphthalene (F)        87 b   56-135  

b= See narrative
ND= Not Detected
RL= Reporting Limit
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Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW10.2-033105                 Batch#:          100768                        
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       87     58-132  
1-Methylnaphthalene (F)        87     56-135  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             72.0



Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MWDUP3-033105                 Batch#:          100768                        
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       140 *  58-132  
1-Methylnaphthalene (F)        140 *  56-135  

*= Value outside of QC limits; see narrative
ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             73.0



Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW4.1-033005                  Batch#:          100768                        
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.94      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.94      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.09      
Anthracene                         ND                        0.09      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.09      
Benzo(a)anthracene                 ND                        0.09      
Chrysene                           ND                        0.09      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.09      
Benzo(a)pyrene                     ND                        0.09      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.09      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       93     58-132  
1-Methylnaphthalene (F)        94     56-135  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             74.0



Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW4.2-033005                  Batch#:          100768                        
Lab ID:          178647-006                    Sampled:         03/30/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/09/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        0.95      
Acenaphthylene                     ND                        1.9       
Acenaphthene                       ND                        0.95      
Fluorene                           ND                        0.19      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.19      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.19      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.19      
Benzo(g,h,i)perylene               ND                        0.19      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       95     58-132  
1-Methylnaphthalene (F)        95     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288873                      Batch#:          100768                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       97     58-132  
1-Methylnaphthalene (F)        97     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC288874                      Batch#:          100768                        
Matrix:          Water                         Prepared:        04/02/05                      
Units:           ug/L                          Analyzed:        04/08/05                      

Analyte                   Spiked              Result         %REC  Limits 
Naphthalene                             10.00               10.05      101    67-120  
Acenaphthylene                          20.00               21.15      106    70-120  
Acenaphthene                            10.00               10.29      103    66-120  
Fluorene                                 2.000               2.124     106    69-120  
Phenanthrene                             1.000               1.025     102    63-120  
Anthracene                               1.000               1.002     100    63-120  
Benzo(k)fluoranthene                     1.000               1.049     105    65-124  
Indeno(1,2,3-cd)pyrene                   1.000               1.115     112    62-123  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       94     58-132  
1-Methylnaphthalene (F)        93     56-135  
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW2.1-032805                  Batch#:          100768                        
MSS Lab ID:      178560-001                    Sampled:         03/28/05                      
Matrix:          Water                         Received:        03/29/05                      
Units:           ug/L                          Prepared:        04/02/05                      
Diln Fac:        1.000                         Analyzed:        04/12/05                      

Type:            MS                             Lab ID:          QC288875                       

Analyte               MSS Result         Spiked           Result      %REC  Limits 
Naphthalene                         <0.1505           9.434            8.796    93    42-122  
Acenaphthylene                      <0.3462          18.87            18.06     96    51-126  
Acenaphthene                        <0.3395           9.434            8.976    95    41-156  
Fluorene                            <0.04858          1.887            1.618    86    39-150  
Phenanthrene                        <0.008094         0.9434           0.9181   97    25-205  
Anthracene                          <0.007242         0.9434           0.9069   96    56-151  
Benzo(k)fluoranthene                <0.004107         0.9434           0.8991   95    18-146  
Indeno(1,2,3-cd)pyrene              <0.06134          0.9434           0.9372   99    55-159  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       87     58-132  
1-Methylnaphthalene (F)        87     56-135  

Type:            MSD                            Lab ID:          QC288876                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                              9.434               8.435     89     42-122  4   36  
Acenaphthylene                          18.87               17.42      92     51-126  4   34  
Acenaphthene                             9.434               9.681     103    41-156  8   38  
Fluorene                                 1.887               1.227     65     39-150  27  35  
Phenanthrene                             0.9434              0.8794    93     25-205  4   33  
Anthracene                               0.9434              0.8613    91     56-151  5   34  
Benzo(k)fluoranthene                     0.9434              0.8774    93     18-146  2   34  
Indeno(1,2,3-cd)pyrene                   0.9434              0.8663    92     55-159  8   33  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       86     58-132  
1-Methylnaphthalene (F)        87     56-135  

RPD= Relative Percent Difference
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC289829                      Batch#:          101011                        
Matrix:          Water                         Prepared:        04/08/05                      
Units:           ug/L                          Analyzed:        04/13/05                      

Analyte                   Result                RL         
Naphthalene                        ND                        1.0       
Acenaphthylene                     ND                        2.0       
Acenaphthene                       ND                        1.0       
Fluorene                           ND                        0.20      
Phenanthrene                       ND                        0.10      
Anthracene                         ND                        0.10      
Fluoranthene                       ND                        0.20      
Pyrene                             ND                        0.10      
Benzo(a)anthracene                 ND                        0.10      
Chrysene                           ND                        0.10      
Benzo(b)fluoranthene               ND                        0.20      
Benzo(k)fluoranthene               ND                        0.10      
Benzo(a)pyrene                     ND                        0.10      
Dibenz(a,h)anthracene              ND                        0.20      
Benzo(g,h,i)perylene               ND                        0.20      
Indeno(1,2,3-cd)pyrene             ND                        0.10      

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       92     58-132  
1-Methylnaphthalene (F)        89     56-135  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Type:            LCS                           Diln Fac:        1.000                         
Lab ID:          QC289830                      Batch#:          101011                        
Matrix:          Water                         Prepared:        04/08/05                      
Units:           ug/L                          Analyzed:        04/14/05                      

Analyte                   Spiked              Result         %REC  Limits 
Naphthalene                             10.00               14.72      147 *  67-120  
Acenaphthylene                          20.00               40.42      202 *  70-120  
Acenaphthene                            10.00               19.49      195 *  66-120  
Fluorene                                 2.000               3.398     170 *  69-120  
Phenanthrene                             1.000               1.575     158 *  63-120  
Anthracene                               1.000               1.605     160 *  63-120  
Benzo(k)fluoranthene                     1.000               1.603     160 *  65-124  
Indeno(1,2,3-cd)pyrene                   1.000               1.609     161 *  62-123  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       161 *  58-132  
1-Methylnaphthalene (F)        152 *  56-135  

*= Value outside of QC limits; see narrative
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        MW7.1-033105                  Batch#:          101011                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Water                         Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/08/05                      
Diln Fac:        1.000                         Analyzed:        04/14/05                      

Type:            MS                             Lab ID:          QC289831                       

Analyte               MSS Result         Spiked           Result      %REC  Limits 
Naphthalene                         <0.1519           9.524            8.733    92    42-122  
Acenaphthylene                      <0.3495          19.05            18.08     95    51-126  
Acenaphthene                        <0.3427           9.524            8.249    87    41-156  
Fluorene                            <0.04904          1.905            1.787    94    39-150  
Phenanthrene                        <0.008171         0.9524           0.9270   97    25-205  
Anthracene                          <0.007311         0.9524           0.8617   90    56-151  
Benzo(k)fluoranthene                <0.004146         0.9524           0.9131   96    18-146  
Indeno(1,2,3-cd)pyrene              <0.06192          0.9524           0.9443   99    55-159  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       90     58-132  
1-Methylnaphthalene (F)        89     56-135  

Type:            MSD                            Lab ID:          QC289832                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                              9.615               8.834     92     42-122  0   36  
Acenaphthylene                          19.23               17.92      93     51-126  2   34  
Acenaphthene                             9.615               9.088     95     41-156  9   38  
Fluorene                                 1.923               1.851     96     39-150  3   35  
Phenanthrene                             0.9615              0.8895    93     25-205  5   33  
Anthracene                               0.9615              0.7890    82     56-151  10  34  
Benzo(k)fluoranthene                     0.9615              0.9150    95     18-146  1   34  
Indeno(1,2,3-cd)pyrene                   0.9615              0.9544    99     55-159  0   33  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       82     58-132  
1-Methylnaphthalene (F)        82     56-135  

RPD= Relative Percent Difference
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Batch QC Report

Polynuclear Aromatics by HPLC

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3520C                     
Project#: 16017.01                             Analysis:        EPA 8310                      
Field ID:        ZZZZZZZZZZ                    Batch#:          101011                        
MSS Lab ID:      178712-002                    Sampled:         04/04/05                      
Matrix:          Water                         Received:        04/05/05                      
Units:           ug/L                          Prepared:        04/08/05                      
Diln Fac:        1.000                         Analyzed:        04/14/05                      

Type:            MS                             Lab ID:          QC289833                       

Analyte               MSS Result         Spiked           Result      %REC  Limits 
Naphthalene                         <0.1533           9.709            9.222    95    42-122  
Acenaphthylene                      <0.3529          19.42            17.75     91    51-126  
Acenaphthene                        <0.3460           9.709            9.585    99    41-156  
Fluorene                            <0.04951          1.942            1.844    95    39-150  
Phenanthrene                        <0.008250         0.9709           0.9121   94    25-205  
Anthracene                          <0.007381         0.9709           0.9097   94    56-151  
Benzo(k)fluoranthene                <0.004186         0.9709           0.9353   96    18-146  
Indeno(1,2,3-cd)pyrene              <0.01030          0.9709           0.9594   99    55-159  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       88     58-132  
1-Methylnaphthalene (F)        88     56-135  

Type:            MSD                            Lab ID:          QC289834                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Naphthalene                              9.524               8.344     88     42-122  8   36  
Acenaphthylene                          19.05               17.38      91     51-126  0   34  
Acenaphthene                             9.524               8.508     89     41-156  10  38  
Fluorene                                 1.905               1.703     89     39-150  6   35  
Phenanthrene                             0.9524              0.8421    88     25-205  6   33  
Anthracene                               0.9524              0.8362    88     56-151  6   34  
Benzo(k)fluoranthene                     0.9524              0.8643    91     18-146  6   34  
Indeno(1,2,3-cd)pyrene                   0.9524              0.8918    94     55-159  5   33  

Surrogate             %REC  Limits 
1-Methylnaphthalene (UV)       83     58-132  
1-Methylnaphthalene (F)        83     56-135  

RPD= Relative Percent Difference
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California Title 26 Metals

Lab #:  178647                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW7.1-033105                  Diln Fac:        1.000                         
Lab ID:          178647-001                    Sampled:         03/31/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Barium                  57       10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178647                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW10.1-033105                 Diln Fac:        1.000                         
Lab ID:          178647-002                    Sampled:         03/31/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Barium                  43       10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178647                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW10.2-033105                 Diln Fac:        1.000                         
Lab ID:          178647-003                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Barium                  39       10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178647                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MWDUP3-033105                 Diln Fac:        1.000                         
Lab ID:          178647-004                    Sampled:         03/31/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Barium                  38       10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                             50.0



California Title 26 Metals

Lab #:  178647                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW4.1-033005                  Diln Fac:        1.000                         
Lab ID:          178647-005                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                                                                         

Analyte        Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony           ND            60      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Arsenic            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Barium               3,400       10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Beryllium          ND             2.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cadmium            ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Chromium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cobalt             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Copper             ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Lead               ND             3.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Mercury            ND             0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum         ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Nickel             ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Selenium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Silver             ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Thallium           ND             5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Vanadium           ND            10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Zinc               ND            20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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California Title 26 Metals

Lab #:  178647                                 Project#:        16017.01                      
Client: Acton Mickelson Environmental          Location:        Former GA-Pacific Sawmill     
Field ID:        MW4.2-033005                  Diln Fac:        1.000                         
Lab ID:          178647-006                    Sampled:         03/30/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                                                                         

Analyte         Result        RL     Batch# Prepared Analyzed     Prep        Analysis   
Antimony          ND             60      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Arsenic                 5.8       5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Barium                110        10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Beryllium         ND              2.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cadmium           ND              5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Chromium          ND             10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Cobalt            ND             20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Copper            ND             10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Lead              ND              3.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Mercury           ND              0.20   101076 04/12/05 04/12/05 METHOD        EPA 7470A     
Molybdenum        ND             20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Nickel            ND             20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Selenium          ND              5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Silver            ND              5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Thallium          ND              5.0    100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Vanadium          ND             10      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     
Zinc              ND             20      100797 04/04/05 04/05/05 EPA 3010A     EPA 6010B     

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC288976                      Batch#:          100797                        
Matrix:          Filtrate                      Prepared:        04/04/05                      
Units:           ug/L                          Analyzed:        04/05/05                      

Analyte                   Result                RL         
Antimony                           ND                       60         
Arsenic                            ND                        5.0       
Barium                             ND                       10         
Beryllium                          ND                        2.0       
Cadmium                            ND                        5.0       
Chromium                           ND                       10         
Cobalt                             ND                       20         
Copper                             ND                       10         
Lead                               ND                        3.0       
Molybdenum                         ND                       20         
Nickel                             ND                       20         
Selenium                           ND                        5.0       
Silver                             ND                        5.0       
Thallium                           ND                        5.0       
Vanadium                           ND                       10         
Zinc                               ND                       20         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Matrix:          Filtrate                      Batch#:          100797                        
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            BS                             Lab ID:          QC288977                       

Analyte                   Spiked              Result         %REC  Limits 
Antimony                               500.0               498.3       100    78-120  
Arsenic                                100.0               103.6       104    74-132  
Barium                               2,000               1,961         98     80-120  
Beryllium                               50.00               51.05      102    80-120  
Cadmium                                 50.00               51.27      103    80-120  
Chromium                               200.0               198.0       99     80-120  
Cobalt                                 500.0               476.9       95     80-120  
Copper                                 250.0               241.7       97     80-120  
Lead                                   100.0                95.04      95     66-138  
Molybdenum                             400.0               397.2       99     80-120  
Nickel                                 500.0               488.4       98     80-120  
Selenium                               100.0               100.5       101    58-142  
Silver                                  50.00               49.77      100    80-120  
Thallium                               100.0                99.22      99     57-144  
Vanadium                               500.0               496.7       99     80-120  
Zinc                                   500.0               501.9       100    80-120  

Type:            BSD                            Lab ID:          QC288978                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               509.0       102    78-120  2   20  
Arsenic                                100.0               106.0       106    74-132  2   22  
Barium                               2,000               1,971         99     80-120  0   20  
Beryllium                               50.00               51.68      103    80-120  1   20  
Cadmium                                 50.00               52.45      105    80-120  2   20  
Chromium                               200.0               202.6       101    80-120  2   20  
Cobalt                                 500.0               488.6       98     80-120  2   20  
Copper                                 250.0               248.8       100    80-120  3   20  
Lead                                   100.0                96.84      97     66-138  2   25  
Molybdenum                             400.0               409.3       102    80-120  3   20  
Nickel                                 500.0               499.6       100    80-120  2   20  
Selenium                               100.0               102.7       103    58-142  2   31  
Silver                                  50.00               50.97      102    80-120  2   20  
Thallium                               100.0               104.5       105    57-144  5   30  
Vanadium                               500.0               510.2       102    80-120  3   20  
Zinc                                   500.0               515.3       103    80-120  3   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            EPA 3010A                     
Project#: 16017.01                             Analysis:        EPA 6010B                     
Field ID:        MW7.1-033105                  Batch#:          100797                        
MSS Lab ID:      178647-001                    Sampled:         03/31/05                      
Matrix:          Filtrate                      Received:        04/01/05                      
Units:           ug/L                          Prepared:        04/04/05                      
Diln Fac:        1.000                         Analyzed:        04/05/05                      

Type:            MS                             Lab ID:          QC288979                       

Analyte              MSS Result          Spiked            Result       %REC  Limits 
Antimony                          <2.041            500.0            514.6      103    68-127  
Arsenic                            2.312            100.0            109.7      107    63-151  
Barium                            56.61           2,000            2,032        99     79-120  
Beryllium                         <0.04843           50.00            51.25     102    80-120  
Cadmium                           <0.1222            50.00            52.09     104    76-123  
Chromium                          <1.771            200.0            199.1      100    79-120  
Cobalt                            <0.5155           500.0            490.9      98     80-120  
Copper                             4.138            250.0            262.2      103    80-120  
Lead                              <1.132            100.0             94.97     95     49-155  
Molybdenum                         3.458            400.0            405.2      100    73-120  
Nickel                             2.014            500.0            496.6      99     74-120  
Selenium                          <3.292            100.0            105.2      105    44-156  
Silver                            <0.5124            50.00            50.81     102    72-124  
Thallium                          <3.290            100.0            101.3      101    34-158  
Vanadium                          <0.8836           500.0            505.1      101    80-120  
Zinc                               7.531            500.0            574.7      113    79-123  

Type:            MSD                            Lab ID:          QC288980                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Antimony                               500.0               509.2       102    68-127  1   20  
Arsenic                                100.0               109.5       107    63-151  0   35  
Barium                               2,000               2,025         98     79-120  0   20  
Beryllium                               50.00               51.35      103    80-120  0   20  
Cadmium                                 50.00               51.56      103    76-123  1   20  
Chromium                               200.0               199.7       100    79-120  0   20  
Cobalt                                 500.0               494.4       99     80-120  1   20  
Copper                                 250.0               264.5       104    80-120  1   20  
Lead                                   100.0                94.13      94     49-155  1   34  
Molybdenum                             400.0               402.3       100    73-120  1   20  
Nickel                                 500.0               497.8       99     74-120  0   20  
Selenium                               100.0               103.7       104    44-156  2   42  
Silver                                  50.00               50.84      102    72-124  0   20  
Thallium                               100.0               101.1       101    34-158  0   47  
Vanadium                               500.0               507.4       101    80-120  0   20  
Zinc                                   500.0               528.8       104    79-123  8   20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Diln Fac:        1.000                         
Type:            BLANK                         Batch#:          101076                        
Lab ID:          QC290095                      Prepared:        04/12/05                      
Matrix:          Filtrate                      Analyzed:        04/12/05                      
Units:           ug/L                                                                         

Result                RL         
ND                        0.20      

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

California Title 26 Metals

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          101076                        
Matrix:          Filtrate                      Prepared:        04/12/05                      
Units:           ug/L                          Analyzed:        04/12/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID         Spiked              Result         %REC  Limits  RPD  Lim
BS     QC290096             5.000               5.290     106    80-120           
BSD    QC290097             5.000               5.330     107    80-120  1    20  

RPD= Relative Percent Difference
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Batch QC Report

California Title 26 Metals

Lab #:    178647                               Location:        Former GA-Pacific Sawmill     
Client:   Acton Mickelson Environmental        Prep:            METHOD                        
Project#: 16017.01                             Analysis:        EPA 7470A                     
Analyte:         Mercury                       Batch#:          101076                        
Field ID:        MW7.1-033105                  Sampled:         03/31/05                      
MSS Lab ID:      178647-001                    Received:        04/01/05                      
Matrix:          Filtrate                      Prepared:        04/12/05                      
Units:           ug/L                          Analyzed:        04/12/05                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked           Result       %REC  Limits  RPD  Lim
MS     QC290098          <0.07957           5.000            4.970    99     80-120           
MSD    QC290099                             5.000            4.870    97     80-120  2    20  

RPD= Relative Percent Difference
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APPENDIX D 

DATA VALIDATION SUMMARY REPORTS 



DATA VALIDATION REPORT 
 

 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Location: 90 West Redwood Avenue, Fort Bragg, California 
Project Number: 16017.01 
Project Activity: Quarterly Ground Water Monitoring, First Quarter 2005 
 
Laboratory: Curtis & Tompkins Ltd., Berkeley, California 
Sample Deliverable Group: 178544 
Sample Date: 3/28/05 
Sample Matrix Types: Water 
Samples: See attached Table 1. 
 
Report Date Final: 8/12/05 
Review By: J.R. Heglie 
 
 
This quality assurance review is in accordance with the Quality Assurance Plan (QAP), which is 
Appendix C of the Acton • Mickelson • Environmental, Inc., June 9, 2005, Work Plan for 
Additional Site Assessment, Georgia-Pacific California Wood Products Manufacturing Facility.  
Referenced guidance documents include U.S. EPA, October 1999, US EPA Contract Laboratory 
Program, National Functional Guidelines for Organic Data Review, EPA 540/R-99/008 and 
U.S. EPA, July 2002, US EPA Contract Laboratory Program, National Functional Guidelines 
for Inorganic Data Review, EPA 540/R-01/008. 
 
ORGANIC DATA 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use.  A portion of the data has 
been qualified due to apparent presence of toluene in the sample containers or conveyance 
tubing. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 



DATA VALIDATION REPORT Page 2 of 14 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178544 
Report Date Final: 8/12/05 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY.  REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, REMARKS: 
No exceptions noted. 
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted. 
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
VOA8015  Water: 1 0  
(TPHg) Soil: NA NA  
 Waste: NA NA  
 
VOA8260   Water: 1 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8015 Water: 1 0   
(TPHd,o) Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8270 Water: 1 0   
 Soil: NA NA  
 Waste: NA NA 
 
SEMIV 8310 Water: 1 0   
(PAHs) Soil: NA NA  
 Waste: NA NA 
 
PEST 8081  Water: 1 0   
(Organo- Soil: NA NA  
chloride) Waste: NA NA 
 
PCB 8082  Water: 1 0   
(PCBs) Soil: NA NA  
 Waste: NA NA 
 



DATA VALIDATION REPORT Page 3 of 14 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178544 
Report Date Final: 8/12/05 
 

SMWW Water: 1 0   
5550 Soil: NA NA  
Tannin & Waste: NA NA 
Lignin 
 
NA – Not analyzed. 
 
REMARKS: 
1. None. 

 
 
III. SAMPLE HOLDING TIMES 
 

VOA Number Samples Number Late 
 Water 1 0 
 Soil NA 0 
 Waste NA 0 
 
SEMIVOLATILE Number Samples Number Late 
 Water 1 0 
 Soil NA 0 
 Waste NA 0 
 
PESTICIDE/ PCB Number Samples Number Late 
 Water 1 0 
 Soil NA 0 
 Waste NA 0 
 
REMARKS: 
1. None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  



DATA VALIDATION REPORT Page 4 of 14 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178544 
Report Date Final: 8/12/05 
 
 

Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
  
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
1. None. 
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VI. SURROGATE SPIKE RESULTS 
 

  No. Samples No. Samples J No. Samples R 
VOA8015  Water: 1 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 1 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 1 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8270 Water: 1 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 1 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 1 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
PCB 8082    Water: 1 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
1. The surrogate spike recovery for PCBs for sample 178544-001 (collected at MW-2.2) 

was greater than the upper control limit.  Given that surrogate recoveries in the other 
samples in the same batch were within the control limits, and that the results were less 
than the reporting limits, no data were qualified. 
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VII. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
VOA8015  Water: 1 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 5 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 1 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA   
 
SEMIV 8270 Water: 11 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 8 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 6 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
PCB 8082    Water: 1 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
VOA8015  Water: 1 0  
(TPHg) Soil: NA NA 
 Waste: NA NA 
 
VOA8260   Water: 5 0 
 Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8015 Water: 1 0  
(NWTPH) Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8270 Water: 11 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8310 Water: 8 0  
(PAHs) Soil: NA NA  
 Waste: NA NA  
 
PEST 8081   Water: 6 0  
(Organo- Soil: NA NA  
chloride) Waste: NA NA  
 
PCB 8082    Water: 1 0  
(PCBs) Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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IX. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA   

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. No field duplicate samples were collected as part of this SDG.  The results were 

qualified based on a separate SDG collected on the same day. 
 
 
X. TRIP BLANK SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Trip blanks were contaminated as shown below: 
1. None. 
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XI. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  NA   
Soil:  NA  
Waste:  NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
1. Equipment blanks were not collected.  Sampling equipment consisted of dedicated 

tubing at each sampling point and a peristaltic pump. 
2. As reported by the laboratory, a total of 27 of the 32 ground water samples obtained in 

March 2005 contained reported concentrations of toluene greater than the RL, with 
reported concentrations ranging from 0.5 to 2.7 µg/L.  Historically, reported toluene 
concentrations in ground water samples from the monitoring wells were generally 
below the RL.  Reported toluene concentrations in trip blank samples collected in 
March 2005 were also below the RL.  The relatively narrow range of reported 
concentrations, coupled with the lack of spatial correlation and the results of the trip 
blank samples and historical data suggests that the toluene was introduced to the 
samples through a pathway independent of the trip blank samples.  (For example, 
introduction of toluene to the sample containers or sample tubing during transport or 
storage.)  Based on the data validation review, these results were qualified as non-
detected, at an estimated detection limit, and qualified “uj”. 

 
 
XII. SUMMARY OF QUALIFIED DATA 
 

Data that have been assigned qualifiers as part of this review are listed on the attached 
Table 2. 
 



DATA VALIDATION REPORT Page 10 of 14 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178544 
Report Date Final: 8/12/05 
 
 
INORGANIC DATA 
 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY, REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, FIELD 
FILTRATION, REMARKS: 
No exceptions noted.  Metal samples were field filtered.  
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted.  
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
6000/7000  Water: 1 0  
Metals Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
 
REMARKS: 
None. 
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III. SAMPLE HOLDING TIMES (WATER ONLY) 
 

  Number Samples Number Late 
6000/7000 Metals 1 0 
 
REMARKS: 
None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
None. 
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VI. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
6000/7000  Water: 17 0 0 
Metals Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 

 
 
VII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
6000/7000  Water: 17 0  
Metals Soil: NA NA 
 Waste: NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. No field duplicate samples were collected as part of this SDG.  The results were 
qualified based on a separate SDG collected on the same day. 

 
 
IX. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  6000/7000: NA  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
None. 
 

 
X. SUMMARY OF QUALIFIED DATA 
 
Data that have been assigned qualifiers as part of this review are listed on the attached Table 2. 
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TABLE 1 
SAMPLES INCLUDED IN THIS QUALITY ASSURANCE REVIEW 

 

Location Sample ID Sample 
Date Matrix Type Lab ID Receipt 

Date ID on COC 

MW-2.2 MW2.2-032805 3/28/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178544-001 3/29/2005 MW2.2-032805

 
 
 

TABLE 2 
SUMMARY OF QUALIFIED DATA 

 
 
Sample 

ID Lab ID Method Analysis 
Date 

Analysis 
Time Chemical Result Units Detect 

Flag 
Lab 
Qual 

Review 
Qual MDL EQL

MW2.2-
032805 

178544-
001 

EPA 
8260B 

3/31/2005 1:32:00 
PM

Toluene 1.5 ug/l Y  uj 0.05 0.5 

 



DATA VALIDATION REPORT 
 

 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Location: 90 West Redwood Avenue, Fort Bragg, California 
Project Number: 16017.01 
Project Activity: Quarterly Ground Water Monitoring, First Quarter 2005 
 
Laboratory: Curtis & Tompkins Ltd., Berkeley, California 
Sample Deliverable Group: 178560 
Sample Date: 3/28/05 
Sample Matrix Types: Water 
Samples: See attached Table 1. 
 
Report Date Final: 8/12/05 
Review By: J.R. Heglie 
 
 
This quality assurance review is in accordance with the Quality Assurance Plan (QAP), which is 
Appendix C of the Acton • Mickelson • Environmental, Inc., June 9, 2005, Work Plan for 
Additional Site Assessment, Georgia-Pacific California Wood Products Manufacturing Facility.  
Referenced guidance documents include U.S. EPA, October 1999, US EPA Contract Laboratory 
Program, National Functional Guidelines for Organic Data Review, EPA 540/R-99/008 and 
U.S. EPA, July 2002, US EPA Contract Laboratory Program, National Functional Guidelines 
for Inorganic Data Review, EPA 540/R-01/008. 
 
ORGANIC DATA 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use.  A portion of the data has 
been qualified due to apparent presence of toluene in the sample containers or conveyance 
tubing. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY.  REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, REMARKS: 
A portion of the coolers was received at a temperature above 6 degrees C (recorded 
temperatures ranged from 4.5 to 10.7 degrees C).  The samples were collected on 3/28/05, 
sent between 2 and 3 PM on 3/28/05, and received on 3/29/05 at 11:50 AM.  Given that the 
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samples had been cooled relative to ground water temperatures, that the VOAs were 
preserved with HCL, and that the transit time was less than 24 hours, no data were 
qualified. 
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted. 
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
VOA8015  Water: 4 0  
(TPHg) Soil: NA NA  
 Waste: NA NA  
 
VOA8260   Water: 4 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8015 Water: 3 0   
(TPHd,o) Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8270 Water: 3 0   
 Soil: NA NA  
 Waste: NA NA 
 
SEMIV 8310 Water: 3 0   
(PAHs) Soil: NA NA  
 Waste: NA NA 
 
PEST 8081  Water: 3 0   
(Organo- Soil: NA NA  
chloride) Waste: NA NA 
 
PCB 8082  Water: 3 0   
(PCBs) Soil: NA NA  
 Waste: NA NA 
 
SMWW Water: 3 0   
5550 Soil: NA NA  
Tannin & Waste: NA NA 
Lignin 
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NA – Not analyzed. 
 
REMARKS: 
1. None. 

 
 
III. SAMPLE HOLDING TIMES 
 

VOA Number Samples Number Late 
 Water 4 0 
 Soil NA 0 
 Waste NA 0 
 
SEMIVOLATILE Number Samples Number Late 
 Water 3 0 
 Soil NA 0 
 Waste NA 0 
 
PESTICIDE/ PCB Number Samples Number Late 
 Water 3 0 
 Soil NA 0 
 Waste NA 0 
 
REMARKS: 
1. None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
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Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
  
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
1. None. 
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VI. SURROGATE SPIKE RESULTS 
 

  No. Samples No. Samples J No. Samples R 
VOA8015  Water: 4 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 4 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 3 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8270 Water: 3 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 3 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 3 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
PCB 8082    Water: 3 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
1. The surrogate spike recovery for decachlorobiphenyl for PCBs for the 3 samples was 

greater than the upper control limit.  Given that surrogate recoveries for TCMX were 
within the control limits, and that the results were less than the reporting limits, no data 
were qualified. 
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VII. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
VOA8015  Water: 1 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 5 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 1 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA   
 
SEMIV 8270 Water: 11 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 8 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 6 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
 
PCB 8082    Water: 1 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
VOA8015  Water: 1 0  
(TPHg) Soil: NA NA 
 Waste: NA NA 
 
VOA8260   Water: 5 0 
 Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8015 Water: 1 0  
(NWTPH) Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8270 Water: 11 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8310 Water: 8 0  
(PAHs) Soil: NA NA  
 Waste: NA NA  
 
PEST 8081   Water: 6 0  
(Organo- Soil: NA NA  
chloride) Waste: NA NA  
 
 
PCB 8082    Water: 1 0  
(PCBs) Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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IX. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA   

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. No field duplicate samples were collected as part of this SDG.  The results were 

qualified based on a separate SDG collected on the same day. 
 
 
X. TRIP BLANK SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Trip blanks were contaminated as shown below: 
1. None. 
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XI. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  NA   
Soil:  NA  
Waste:  NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
1. Equipment blanks were not collected.  Sampling equipment consisted of dedicated 

tubing at each sampling point and a peristaltic pump. 
2. As reported by the laboratory, a total of 27 of the 32 ground water samples obtained in 

March 2005 contained reported concentrations of toluene greater than the RL, with 
reported concentrations ranging from 0.5 to 2.7 µg/L.  Historically, reported toluene 
concentrations in ground water samples from the monitoring wells were generally 
below the RL.  Reported toluene concentrations in trip blank samples collected in 
March 2005 were also below the RL.  The relatively narrow range of reported 
concentrations, coupled with the lack of spatial correlation and the results of the trip 
blank samples and historical data suggests that the toluene was introduced to the 
samples through a pathway independent of the trip blank samples.  (For example, 
introduction of toluene to the sample containers or sample tubing during transport or 
storage.)  Based on the data validation review, these results were qualified as non-
detected, at an estimated detection limit, and qualified “uj”. 

 
 
XII. SUMMARY OF QUALIFIED DATA 
 

Data that have been assigned qualifiers as part of this review are listed on the attached 
Table 2. 
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INORGANIC DATA 
 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY, REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, FIELD 
FILTRATION, REMARKS: 
No exceptions noted.  Metal samples were field filtered.  
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted.  
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
6000/7000  Water: 3 0  
Metals Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
 
REMARKS: 
None. 
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III. SAMPLE HOLDING TIMES (WATER ONLY) 
 

  Number Samples Number Late 
6000/7000 Metals 3 0 
 
REMARKS: 
None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
None. 
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VI. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
6000/7000  Water: 17 0 0 
Metals Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 

 
 
VII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
6000/7000  Water: 17 0  
Metals Soil: NA NA 
 Waste: NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. No field duplicate samples were collected as part of this SDG.  The results were 
qualified based on a separate SDG collected on the same day. 

 
 
IX. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  6000/7000: NA  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
None. 
 

 
X. SUMMARY OF QUALIFIED DATA 
 
Data that have been assigned qualifiers as part of this review are listed on the attached Table 2. 
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TABLE 1 
SAMPLES INCLUDED IN THIS QUALITY ASSURANCE REVIEW 

 

Location Sample ID Sample 
Date Matrix Type Lab ID Receipt 

Date ID on COC

MW-2.1 MW2.1-
032805 

3/28/2005 Ground Water Normal 
Environmental 
Sample 

178560-
001 

3/29/2005 MW2.1-
032805 

MW-2.1 MW2.1-
032805-TB 

3/28/2005 Water Quality 
Control Matrix

Trip Blank 178560-
004 

3/29/2005 MW2.1-
032805-TB

MW-2.3 MW2.3-
032805 

3/28/2005 Ground Water Normal 
Environmental 
Sample 

178560-
002 

3/29/2005 MW2.3-
032805 

MW-3.1 MW3.1-
032805 

3/28/2005 Ground Water Normal 
Environmental 
Sample 

178560-
003 

3/29/2005 MW3.1-
032805 

 
 
 

TABLE 2 
SUMMARY OF QUALIFIED DATA 

 
 
Sample 

ID Lab ID Method Analysis 
Date 

Analysis 
Time Chemical Result Units Detect 

Flag 
Lab 
Qual 

Review 
Qual MDL EQL

MW2.1-
032805 

178560-
001 

EPA 
8260B 

3/31/2005 9:56:00 
AM

Toluene 2.7 ug/l Y  uj 0.05 0.5 

MW2.3-
032805 

178560-
002 

EPA 
8260B 

3/31/2005 2:05:00 
PM

Toluene 1.3 ug/l Y  uj 0.05 0.5 

MW3.1-
032805 

178560-
003 

EPA 
8260B 

3/31/2005 2:38:00 
PM

Toluene 1.4 ug/l Y  uj 0.05 0.5 

 



DATA VALIDATION REPORT 
 

 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Location: 90 West Redwood Avenue, Fort Bragg, California 
Project Number: 16017.01 
Project Activity: Quarterly Ground Water Monitoring, First Quarter 2005 
 
Laboratory: Curtis & Tompkins Ltd., Berkeley, California 
Sample Deliverable Group: 178601  
Sample Date: 3/28-29/05 
Sample Matrix Types: Water 
Samples: See attached Table 1. 
 
Report Date Final: 8/12/05 
Review By: J.R. Heglie 
 
 
This quality assurance review is in accordance with the Quality Assurance Plan (QAP), which is 
Appendix C of the Acton • Mickelson • Environmental, Inc., June 9, 2005, Work Plan for 
Additional Site Assessment, Georgia-Pacific California Wood Products Manufacturing Facility.  
Referenced guidance documents include U.S. EPA, October 1999, US EPA Contract Laboratory 
Program, National Functional Guidelines for Organic Data Review, EPA 540/R-99/008 and 
U.S. EPA, July 2002, US EPA Contract Laboratory Program, National Functional Guidelines 
for Inorganic Data Review, EPA 540/R-01/008. 
 
ORGANIC DATA 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use.  A portion of the data has 
been qualified due to apparent presence of toluene in the sample containers or conveyance 
tubing.  A portion of the semivolatile data has been qualified due to surrogate recoveries. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY.  REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, REMARKS: 
A portion of the coolers was received at a temperature above 6 degrees C (recorded 
temperatures ranged from 5.5 to 13.3 degrees C, and were 7.6 degrees C for VOAs).  The 
samples were collected on 3/28/05 to 3/29/05, sent between approximately 1 and 2 PM on 
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3/29/05, and received on 3/30/05 at 1:30 PM.  Given that the samples had been cooled 
relative to ground water temperatures, that the VOAs were preserved with HCL, and that 
the transit time was approximately 24 hours, no data were qualified. 
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted. 
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
VOA8015  Water: 13 0  
(TPHg) Soil: NA NA  
 Waste: NA NA  
 
VOA8260   Water: 13 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8015 Water: 12 0   
(TPHd,o) Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8270 Water: 12 0   
 Soil: NA NA  
 Waste: NA NA 
 
SEMIV 8310 Water: 12 0   
(PAHs) Soil: NA NA  
 Waste: NA NA 
 
PEST 8081  Water: 12 0   
(Organo- Soil: NA NA  
chloride) Waste: NA NA 
 
PCB 8082  Water: 12 0   
(PCBs) Soil: NA NA  
 Waste: NA NA 
 
SMWW Water: 12 0   
5550 Soil: NA NA  
Tannin & Waste: NA NA 
Lignin 
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NA – Not analyzed. 
 
REMARKS: 
1. None. 

 
 
III. SAMPLE HOLDING TIMES 
 

VOA Number Samples Number Late 
 Water 13 0 
 Soil NA 0 
 Waste NA 0 
 
SEMIVOLATILE Number Samples Number Late 
 Water 12 0 
 Soil NA 0 
 Waste NA 0 
 
PESTICIDE/ PCB Number Samples Number Late 
 Water 12 0 
 Soil NA 0 
 Waste NA 0 
 
REMARKS: 
1. None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
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Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
  
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
1. None. 
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VI. SURROGATE SPIKE RESULTS 
 

  No. Samples No. Samples J No. Samples R 
VOA8015  Water: 13 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 13 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 12 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8270 Water: 12 2 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 12 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 12 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
PCB 8082    Water: 12 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
1. The surrogate spike recoveries for bromofluorobenzene for 8260 VOCs in two samples 

were greater than the upper control limit. Given that the results were less than the 
reporting limits, no data were qualified. 

2. The surrogate spike recoveries for nitrobenzene-d5 in sample 178601-010 (MW-5.5) 
and for phenol-d5, nitrobenzene-d5, and 2-fluorobipheny in sample 178601-113 were 
less than the lower control limits.  Since the results were less than the reporting limits, a 
portion of the detection limits has been qualified as estimated (“uj”). 
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3. The surrogate spike recoveries for decachlorobiphenyl and TCMX for pesticides and 
PCBs for 4 of the samples were greater than the upper control limits.  Given that the 
results were less than the reporting limits, no data were qualified. 

 
 
VII. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
VOA8015  Water: 1 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 5 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 1 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA   
 
SEMIV 8270 Water: 11 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 8 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 6 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
 
PCB 8082    Water: 1 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
VOA8015  Water: 1 0  
(TPHg) Soil: NA NA 
 Waste: NA NA 
 
VOA8260   Water: 5 0 
 Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8015 Water: 1 0  
(NWTPH) Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8270 Water: 11 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8310 Water: 8 0  
(PAHs) Soil: NA NA  
 Waste: NA NA  
 
PEST 8081   Water: 6 0  
(Organo- Soil: NA NA  
chloride) Waste: NA NA  
 
 
PCB 8082    Water: 1 0  
(PCBs) Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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IX. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA   

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. None. 

 
 
X. TRIP BLANK SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Trip blanks were contaminated as shown below: 
1. None. 
 



DATA VALIDATION REPORT Page 9 of 16 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178601 
Report Date Final: 8/12/05 
 

 
 
XI. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  NA   
Soil:  NA  
Waste:  NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
1. Equipment blanks were not collected.  Sampling equipment consisted of dedicated 

tubing at each sampling point and a peristaltic pump. 
2. As reported by the laboratory, a total of 27 of the 32 ground water samples obtained in 

March 2005 contained reported concentrations of toluene greater than the RL, with 
reported concentrations ranging from 0.5 to 2.7 µg/L.  Historically, reported toluene 
concentrations in ground water samples from the monitoring wells were generally 
below the RL.  Reported toluene concentrations in trip blank samples collected in 
March 2005 were also below the RL.  The relatively narrow range of reported 
concentrations, coupled with the lack of spatial correlation and the results of the trip 
blank samples and historical data suggests that the toluene was introduced to the 
samples through a pathway independent of the trip blank samples.  (For example, 
introduction of toluene to the sample containers or sample tubing during transport or 
storage.)  Based on the data validation review, these results were qualified as non-
detected, at an estimated detection limit, and qualified “uj”. 

 
 
XII. SUMMARY OF QUALIFIED DATA 
 

Data that have been assigned qualifiers as part of this review are listed on the attached 
Table 2. 
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INORGANIC DATA 
 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY, REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, FIELD 
FILTRATION, REMARKS: 
No exceptions noted.  Metal samples were field filtered.  
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted.  
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
6000/7000  Water: 12 0  
Metals Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
 
REMARKS: 
None. 
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III. SAMPLE HOLDING TIMES (WATER ONLY) 
 

  Number Samples Number Late 
6000/7000 Metals 12 0 
 
REMARKS: 
None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
None. 
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VI. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
6000/7000  Water: 17 0 0 
Metals Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 

 
 
VII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
6000/7000  Water: 17 0  
Metals Soil: NA NA 
 Waste: NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. None. 

 
 
IX. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  6000/7000: NA  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
None. 
 

 
X. SUMMARY OF QUALIFIED DATA 
 
Data that have been assigned qualifiers as part of this review are listed on the attached Table 2. 
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TABLE 1 
SAMPLES INCLUDED IN THIS QUALITY ASSURANCE REVIEW 

 

Location Sample ID Sample 
Date Matrix Type Lab ID Receipt 

Date ID on COC 

MW-3.2 MW3.2-
032805 

3/28/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
001 

3/30/2005 MW3.2-
032805 

MW-3.2 MW-DUP1-
032805 

3/28/2005 Ground 
Water 

Field Duplicate 178601-
002 

3/30/2005 MW-DUP1-
032805 

MW-3.3 MW3.3-
032805 

3/28/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
003 

3/30/2005 MW3.3-
032805 

MW-3.5 MW3.5-
032905 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
004 

3/30/2005 MW3.5-
032905 

MW-3.6 MW3.6-
032905 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
005 

3/30/2005 MW3.6-
032905 

MW-5.1 MW5.1-
032905 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
006 

3/30/2005 MW5.1-
032905 

MW-5.2 MW5.2-
032905 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
007 

3/30/2005 MW5.2-
032905 

MW-5.3 MW5.3-
032905 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
008 

3/30/2005 MW5.3-
032905 

MW-5.3 MWDUP2-
032905 

3/29/2005 Ground 
Water 

Field Duplicate 178601-
009 

3/30/2005 MWDUP2-
032905 

MW-5.5 MW5.5-
032905 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
010 

3/30/2005 MW5.5-
032905 

MW-10.4 MW10.4-
032805 

3/28/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
011 

3/30/2005 MW10.4-
032805 

MW-3.2 MW3.2-
032805-TB 

3/28/2005 Water Quality 
Control 
Matrix 

Trip Blank 178601-
012 

3/30/2005 MW-3.2-
032805-TB 

MW-5.4 MW5.4-
032905b 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178601-
013 

3/30/2005 MW-5.4-
032905 
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TABLE 2 
SUMMARY OF QUALIFIED DATA 

 

Sample ID Lab ID Method Analysis 
Date 

Analysis 
Time Chemical Result Units Detect 

Flag 
Lab 
Qual 

Review 
Qual MDL EQL

MW3.2-
032805 

178601-
001 

EPA 
8260B 

4/1/2005 12:57:00 
PM

Toluene 1 ug/l Y  uj 0.06 0.5 

MW-DUP1-
032805 

178601-
002 

EPA 
8260B 

4/1/2005 1:35:00 
PM

Toluene 0.9 ug/l Y  uj 0.06 0.5 

MW3.3-
032805 

178601-
003 

EPA 
8260B 

3/31/2005 5:03:00 
PM

Toluene 0.9 ug/l Y  uj 0.06 0.5 

MW3.5-
032905 

178601-
004 

EPA 
8260B 

4/1/2005 2:11:00
PM

Toluene 0.5 ug/l Y  uj 0.06 0.5 

MW3.6-
032905 

178601-
005 

EPA 
8260B 

4/1/2005 2:47:00 
PM

Toluene 0.7 ug/l Y  uj 0.06 0.5 

MW5.1-
032905 

178601-
006 

EPA 
8260B 

4/1/2005 3:22:00 
PM

Toluene 0.5 ug/l Y  uj 0.06 0.5 

MW5.2-
032905 

178601-
007 

EPA 
8260B 

4/6/2005 12:51:00 
AM

Toluene 0.6 ug/l Y  uj 0.06 0.5 

MW5.3-
032905 

178601-
008 

EPA 
8260B 

4/4/2005 9:19:00 
PM

Toluene 0.9 ug/l Y  uj 0.05 0.5 

MWDUP2-
032905 

178601-
009 

EPA 
8260B 

4/4/2005 9:53:00 
PM

Toluene 0.9 ug/l Y  uj 0.05 0.5 

MW5.5-
032905 

178601-
010 

EPA 
8260B 

4/4/2005 10:26:00 
PM

Toluene 0.8 ug/l Y  uj 0.05 0.5 

MW5.5-
032905 

178601-
010 

EPA 
8270C 

4/12/2005 3:13:00 
PM

2,4-Dinitrotoluene  ug/l N  uj 0.82 10 

MW5.5-
032905 

178601-
010 

EPA 
8270C 

4/12/2005 3:13:00 
PM

2,6-Dinitrotoluene  ug/l N  uj 0.7 10 

MW5.5-
032905 

178601-
010 

EPA 
8270C 

4/12/2005 3:13:00 
PM

Hexachloroethane  ug/l N  uj 0.78 10 

MW5.5-
032905 

178601-
010 

EPA 
8270C 

4/12/2005 3:13:00 
PM

Nitrobenzene  ug/l N  uj 1.1 10 

MW5.5-
032905 

178601-
010 

EPA 
8270C 

4/12/2005 3:13:00 
PM

N-Nitroso-di-n-
propylamine 

 ug/l N  uj 1.3 10 

MW5.5-
032905 

178601-
010 

EPA 
8270C 

4/12/2005 3:13:00 
PM

N-
Nitrosodiphenylamine 

 ug/l N  uj 0.72 10 

MW10.4-
032805 

178601-
011 

EPA 
8260B 

4/4/2005 10:59:00 
PM

Toluene 1.8 ug/l Y  uj 0.05 0.5 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

2,4,5-Trichlorophenol  ug/l N  uj 2 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

2,4,6-Trichlorophenol  ug/l N  uj 2 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

2,4-Dinitrotoluene  ug/l N  uj 0.82 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

2,6-Dinitrotoluene  ug/l N  uj 0.7 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

bis(2-
Ethylhexyl)phthalate 

 ug/l N  uj 1.3 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Butylbenzylphthalate  ug/l N  uj 0.58 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Diethylphthalate  ug/l N  uj 0.85 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Dimethylphthalate  ug/l N  uj 0.84 10 

MW10.4- 178601- EPA 4/12/2005 2:39:00 Di-n-butylphthalate  ug/l N  uj 0.8 10 
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Sample ID Lab ID Method Analysis 
Date 

Analysis 
Time Chemical Result Units Detect 

Flag 
Lab 
Qual 

Review 
Qual MDL EQL

032805 011 8270C PM
MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Di-n-octylphthalate  ug/l N  uj 0.28 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Hexachloroethane  ug/l N  uj 0.78 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Naphthalene  ug/l N  uj 0.73 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Nitrobenzene  ug/l N  uj 1.1 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

N-
Nitrosodimethylamine 

 ug/l N  uj 0.91 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

N-Nitroso-di-n-
propylamine 

 ug/l N  uj 1.3 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

N-
Nitrosodiphenylamine 

 ug/l N  uj 0.72 10 

MW10.4-
032805 

178601-
011 

EPA 
8270C 

4/12/2005 2:39:00 
PM

Phenol  ug/l N  uj 2.2 10 

MW5.4-
032905b 

178601-
013 

EPA 
8260B 

4/4/2005 11:32:00 
PM

Toluene 0.7 ug/l Y  uj 0.05 0.5 

 



DATA VALIDATION REPORT 
 

 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Location: 90 West Redwood Avenue, Fort Bragg, California 
Project Number: 16017.01 
Project Activity: Quarterly Ground Water Monitoring, First Quarter 2005 
 
Laboratory: Curtis & Tompkins Ltd., Berkeley, California 
Sample Deliverable Group: 178637 
Sample Date: 3/29-30/05 
Sample Matrix Types: Water 
Samples: See attached Table 1. 
 
Report Date Final: 8/12/05 
Review By: J.R. Heglie 
 
 
This quality assurance review is in accordance with the Quality Assurance Plan (QAP), which is 
Appendix C of the Acton • Mickelson • Environmental, Inc., June 9, 2005, Work Plan for 
Additional Site Assessment, Georgia-Pacific California Wood Products Manufacturing Facility.  
Referenced guidance documents include U.S. EPA, October 1999, US EPA Contract Laboratory 
Program, National Functional Guidelines for Organic Data Review, EPA 540/R-99/008 and 
U.S. EPA, July 2002, US EPA Contract Laboratory Program, National Functional Guidelines 
for Inorganic Data Review, EPA 540/R-01/008. 
 
ORGANIC DATA 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use.   
 
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY.  REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, REMARKS: 
A portion of the coolers was received at a temperature above 6 degrees C (recorded 
temperatures ranged from 4.6 to 12.1 degrees C).  The samples were collected on 3/29/05 
to 3/30/05, sent between approximately 1 and 2 PM on 3/30/05, and received on 3/31/05 at 
10:00 AM.  Given that the samples had been cooled relative to ground water temperatures, 
that no VOAs were included in the shipment, and that the transit time was less than 24 
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hours, no data were qualified.  Sample breakage precluded analysis of sample 178637-003 
(MW-3.8) for organochloride pesticides. 
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted. 
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
VOA8015  Water: NA NA  
(TPHg) Soil: NA NA  
 Waste: NA NA  
 
VOA8260   Water: NA NA  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8015 Water: 11 0   
(TPHd,o) Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8270 Water: 11 0   
 Soil: NA NA  
 Waste: NA NA 
 
SEMIV 8310 Water: 11 0   
(PAHs) Soil: NA NA  
 Waste: NA NA 
 
PEST 8081  Water: 10 0   
(Organo- Soil: NA NA  
chloride) Waste: NA NA 
 
PCB 8082  Water: 11 0   
(PCBs) Soil: NA NA  
 Waste: NA NA 
 
SMWW Water: 11 0   
5550 Soil: NA NA  
Tannin & Waste: NA NA 
Lignin 
 
NA – Not analyzed. 
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REMARKS: 
1. None. 

 
 
III. SAMPLE HOLDING TIMES 
 

VOA Number Samples Number Late 
 Water NA 0 
 Soil NA 0 
 Waste NA 0 
 
SEMIVOLATILE Number Samples Number Late 
 Water 11 0 
 Soil NA 0 
 Waste NA 0 
 
PESTICIDE/ PCB Number Samples Number Late 
 Water 11 0 
 Soil NA 0 
 Waste NA 0 
 
REMARKS: 
1. None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  VOA8015: NA VOA8260: NA   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
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Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  VOA8015: NA VOA8260: NA   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
  
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
1. None. 
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VI. SURROGATE SPIKE RESULTS 
 

  No. Samples No. Samples J No. Samples R 
VOA8015  Water: NA NA NA 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: NA NA NA 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 11 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8270 Water: 11 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 11 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 10 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
PCB 8082    Water: 11 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
1. The surrogate spike recoveries for decachlorobiphenyl and TCMX for pesticides and 

PCBs for 10 of the samples were greater than the upper control limits.  Given that the 
results were less than the reporting limits, no data were qualified. 
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VII. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
VOA8015  Water: NA NA NA 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: NA NA NA 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 1 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA   
 
SEMIV 8270 Water: 11 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 8 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 6 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
 
PCB 8082    Water: 1 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
VOA8015  Water: NA NA  
(TPHg) Soil: NA NA 
 Waste: NA NA 
 
VOA8260   Water: 5 0 
 Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8015 Water: 1 0  
(NWTPH) Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8270 Water: 11 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8310 Water: 8 0  
(PAHs) Soil: NA NA  
 Waste: NA NA  
 
PEST 8081   Water: 6 0  
(Organo- Soil: NA NA  
chloride) Waste: NA NA  
 
 
PCB 8082    Water: 1 0  
(PCBs) Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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IX. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  VOA8015: NA VOA8260: NA   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA   

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. No field duplicate samples were collected as part of this SDG.  The results were 

qualified based on a separate SDG collected on the same day. 
 
 
X. TRIP BLANK SAMPLE RESULTS 
 

Water:  VOA8015: NA VOA8260: NA   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Trip blanks were contaminated as shown below: 
1. No VOAs were included in this SDG. 
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XI. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  NA   
Soil:  NA  
Waste:  NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
1. Equipment blanks were not collected.  Sampling equipment consisted of dedicated 

tubing at each sampling point and a peristaltic pump. 
2. As reported by the laboratory, a total of 27 of the 32 ground water samples obtained in 

March 2005 contained reported concentrations of toluene greater than the RL, with 
reported concentrations ranging from 0.5 to 2.7 µg/L.  Historically, reported toluene 
concentrations in ground water samples from the monitoring wells were generally 
below the RL.  Reported toluene concentrations in trip blank samples collected in 
March 2005 were also below the RL.  The relatively narrow range of reported 
concentrations, coupled with the lack of spatial correlation and the results of the trip 
blank samples and historical data suggests that the toluene was introduced to the 
samples through a pathway independent of the trip blank samples.  (For example, 
introduction of toluene to the sample containers or sample tubing during transport or 
storage.)  Based on the data validation review, these results were qualified as non-
detected, at an estimated detection limit, and qualified “uj”. 

 
 
XII. SUMMARY OF QUALIFIED DATA 
 

Data that have been assigned qualifiers as part of this review are listed on the attached 
Table 2. 
 



DATA VALIDATION REPORT Page 10 of 14 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178637 
Report Date Final: 8/12/05 
 
 
INORGANIC DATA 
 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY, REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, FIELD 
FILTRATION, REMARKS: 
No exceptions noted.  Metal samples were field filtered.  
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted.  
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
6000/7000  Water: 11 0  
Metals Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
 
REMARKS: 
None. 
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III. SAMPLE HOLDING TIMES (WATER ONLY) 
 

  Number Samples Number Late 
6000/7000 Metals 11 0 
 
REMARKS: 
None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
None. 
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VI. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
6000/7000  Water: 17 0 0 
Metals Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 

 
 
VII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
6000/7000  Water: 17 0  
Metals Soil: NA NA 
 Waste: NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 

 



DATA VALIDATION REPORT Page 13 of 14 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Number: 16017.01 
Sample Deliverable Group: 178637 
Report Date Final: 8/12/05 
 
 
VIII. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. No field duplicate samples were collected as part of this SDG.  The results were 
qualified based on a separate SDG collected on the same day. 

 
 
IX. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  6000/7000: NA  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
None. 
 

 
X. SUMMARY OF QUALIFIED DATA 
 
Data that have been assigned qualifiers as part of this review are listed on the attached Table 2. 
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TABLE 1 
SAMPLES INCLUDED IN THIS QUALITY ASSURANCE REVIEW 

 

Location Sample ID Sample 
Date Matrix Type Lab ID Receipt 

Date ID on COC

MW-3.4 MW3.4-
032905 

3/29/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
001 

3/31/2005 MW3.4-
032905 

MW-3.7 MW3.7-
032905 

3/29/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
002 

3/31/2005 MW3.7-
032905 

MW-3.8 MW3.8-
032905 

3/29/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
003 

3/31/2005 MW3.8-
032905 

MW-3.9 MW3.9-
032905 

3/29/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
004 

3/31/2005 MW3.9-
032905 

MW-4.3 MW4.3-
033005 

3/30/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
005 

3/31/2005 MW4.3-
033005 

MW-4.4 MW4.4-
033005 

3/30/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
006 

3/31/2005 MW4.4-
033005 

MW-5.4 MW5.4-
032905 

3/29/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
007 

3/31/2005 MW5.4-
032905 

MW-5.6 MW5.6-
033005 

3/30/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
008 

3/31/2005 MW5.6-
033005 

MW-5.7 MW5.7-
033005 

3/30/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
009 

3/31/2005 MW5.7-
033005 

MW-5.8 MW5.8-
033005 

3/30/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
010 

3/31/2005 MW5.8-
033005 

MW-5.9 MW5.9-
033005 

3/30/2005 Ground 
Water 

Normal Environmental 
Sample 

178637-
011 

3/31/2005 MW5.9-
033005 

 
 
 

TABLE 2 
SUMMARY OF QUALIFIED DATA 

 
 
None. 



DATA VALIDATION REPORT 
 

 
Project Name: Georgia-Pacific California Wood Products Manufacturing Facility 
Project Location: 90 West Redwood Avenue, Fort Bragg, California 
Project Number: 16017.01 
Project Activity: Quarterly Ground Water Monitoring, First Quarter 2005 
 
Laboratory: Curtis & Tompkins Ltd., Berkeley, California 
Sample Deliverable Group: 178647  
Sample Date: 3/29-31/05 
Sample Matrix Types: Water 
Samples: See attached Table 1. 
 
Report Date Final: 8/12/05 
Review By: J.R. Heglie 
 
 
This quality assurance review is in accordance with the Quality Assurance Plan (QAP), which is 
Appendix C of the Acton • Mickelson • Environmental, Inc., June 9, 2005, Work Plan for 
Additional Site Assessment, Georgia-Pacific California Wood Products Manufacturing Facility.  
Referenced guidance documents include U.S. EPA, October 1999, US EPA Contract Laboratory 
Program, National Functional Guidelines for Organic Data Review, EPA 540/R-99/008 and 
U.S. EPA, July 2002, US EPA Contract Laboratory Program, National Functional Guidelines 
for Inorganic Data Review, EPA 540/R-01/008. 
 
ORGANIC DATA 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use.  A portion of the data has 
been qualified due to apparent presence of toluene in the sample containers or conveyance 
tubing.  A portion of the semivolatile PAH data has been qualified due to holding times. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY.  REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, REMARKS: 
One cooler was received at a temperature above 6 degrees C (recorded temperatures 11 
degrees C, but it did not include VOAs).  The samples were collected on 3/29/05 to 
3/31/05, sent between approximately 1 and 4 PM on 3/31/05, and received on 4/1/05 at 
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11:45 AM.  Given that the samples had been cooled relative to ground water temperatures, 
and that the transit time was approximately 24 hours, no data were qualified.  Sample 
breakage precluded analysis of sample 178647-006 (MW-4.2) for SVOCs by 8270 and 
PCBs by 8082. 
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted. 
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
VOA8015  Water: 17 0  
(TPHg) Soil: NA NA  
 Waste: NA NA  
 
VOA8260   Water: 17 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8015 Water: 6 0   
(TPHd,o) Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8270 Water: 5 0   
 Soil: NA NA  
 Waste: NA NA 
 
SEMIV 8310 Water: 6 0   
(PAHs) Soil: NA NA  
 Waste: NA NA 
 
PEST 8081  Water: 6 0   
(Organo- Soil: NA NA  
chloride) Waste: NA NA 
 
PCB 8082  Water: 5 0   
(PCBs) Soil: NA NA  
 Waste: NA NA 
 
SMWW Water: 6 0   
5550 Soil: NA NA  
Tannin & Waste: NA NA 
Lignin 
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NA – Not analyzed. 
 
REMARKS: 
1. None. 

 
 
III. SAMPLE HOLDING TIMES 
 

VOA Number Samples Number Late 
 Water 17 0 
 Soil NA 0 
 Waste NA 0 
 
SEMIVOLATILE Number Samples Number Late 
 Water 6 2 
 Soil NA 0 
 Waste NA 0 
 
PESTICIDE/ PCB Number Samples Number Late 
 Water 6 0 
 Soil NA 0 
 Waste NA 0 
 
REMARKS: 
1. Samples 178647-001 and –002 (MW-7.1 and MW-10.1, respectively) were prepared 24 

hours outside of the holding time for analysis for PAHs by 8310.  Results were reported 
at less than the RL.  The reporting limits were qualified as estimated (“uj”). 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
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Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
  
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
1. Two chemicals were detected above the RL in two of the method blanks.  These 

analytes were not detected above the RL in the associated samples, so no data were 
qualified. 
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VI. SURROGATE SPIKE RESULTS 
 

  No. Samples No. Samples J No. Samples R 
VOA8015  Water: 17 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 17 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 6 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8270 Water: 5 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 6 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 5 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
PCB 8082    Water: 6 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
1. The surrogate spike recoveries for either decachlorobiphenyl or TCMX for the pesticide 

8081 samples and 3 of the PCB 8082 samples were greater than the upper control 
limits.  Given that the results were less than the reporting limits, and that only 1 of the 2 
recoveries exceeded the upper control limit for a particular sample, no data were 
qualified. 

2. A portion of the surrogate spike recoveries for sample 178647-004 (MW-10.2 duplicate 
sample) for the PAH 8310 samples was greater than the respective upper control limits.  
High surrogate recoveries were also reported for the LCS sample.  Given that the 
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results were less than the reporting limit, no data were qualified based on surrogate 
recoveries. 

 
VII. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
VOA8015  Water: 1 0 0 
(TPHg) Soil: NA NA NA 
 Waste: NA NA NA 
 
VOA8260   Water: 5 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8015 Water: 1 0 0 
(TPHd,o) Soil: NA NA NA 
 Waste: NA NA NA   
 
SEMIV 8270 Water: 11 0 0 
 Soil: NA NA NA 
 Waste: NA NA NA 
 
SEMIV 8310 Water: 8 0 0 
(PAHs) Soil: NA NA NA 
 Waste: NA NA NA 
 
PEST 8081   Water: 6 0 0 
(Organo- Soil: NA NA NA 
chloride) Waste: NA NA NA 
 
 
PCB 8082    Water: 1 0 0 
(PCBs) Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
VOA8015  Water: 1 0  
(TPHg) Soil: NA NA 
 Waste: NA NA 
 
VOA8260   Water: 5 0 
 Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8015 Water: 1 0  
(NWTPH) Soil: NA NA 
 Waste: NA NA 
 
SEMIV 8270 Water: 11 0  
 Soil: NA NA  
 Waste: NA NA  
 
SEMIV 8310 Water: 8 0  
(PAHs) Soil: NA NA  
 Waste: NA NA  
 
PEST 8081   Water: 6 0  
(Organo- Soil: NA NA  
chloride) Waste: NA NA  
 
 
PCB 8082    Water: 1 0  
(PCBs) Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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IX. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA   

 
Water:  SEMI 8015: A SEMI 8270: A SEMI 8310: A  
Soil:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  
Waste:  SEMI 8015: NA SEMI 8270: NA SEMI 8310: NA  

 
Water:  PEST8081: A PCB8082: A SMWW 5550: A  
Soil:  PEST8081: NA PCB8082: NA SMWW 5550: NA  
Waste:  PEST8081: NA PCB8082: NA SMWW 5550: NA   

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. None. 

 
 
X. TRIP BLANK SAMPLE RESULTS 
 

Water:  VOA8015: A VOA8260: A   
Soil:  VOA8015: NA VOA8260: NA   
Waste:  VOA8015: NA VOA8260: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Trip blanks were contaminated as shown below: 
1. None. 
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XI. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  NA   
Soil:  NA  
Waste:  NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
1. Equipment blanks were not collected.  Sampling equipment consisted of dedicated 

tubing at each sampling point and a peristaltic pump. 
2. As reported by the laboratory, a total of 27 of the 32 ground water samples obtained in 

March 2005 contained reported concentrations of toluene greater than the RL, with 
reported concentrations ranging from 0.5 to 2.7 µg/L.  Historically, reported toluene 
concentrations in ground water samples from the monitoring wells were generally 
below the RL.  Reported toluene concentrations in trip blank samples collected in 
March 2005 were also below the RL.  The relatively narrow range of reported 
concentrations, coupled with the lack of spatial correlation and the results of the trip 
blank samples and historical data suggests that the toluene was introduced to the 
samples through a pathway independent of the trip blank samples.  (For example, 
introduction of toluene to the sample containers or sample tubing during transport or 
storage.)  Based on the data validation review, these results were qualified as non-
detected, at an estimated detection limit, and qualified “uj”. 

 
 
XII. SUMMARY OF QUALIFIED DATA 
 

Data that have been assigned qualifiers as part of this review are listed on the attached 
Table 2. 
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INORGANIC DATA 
 
 
I. SUMMARY OF PROBLEMS/ COMMENTS 
 
Overall, the data quality is good and the data are acceptable for use. 
  
Completeness:  The analytical results are with the QAQ-specified ranges for data useability. 
 
 
II. DATA VERIFICATION REVIEW 

 
SAMPLE COLLECTION AND CHAIN OF CUSTODY, REMARKS: 
No exceptions noted. 
 
SAMPLE RECEIPT, INCLUDING CONDITION AND PRESERVATION, FIELD 
FILTRATION, REMARKS: 
No exceptions noted.  Metal samples were field filtered.  
 
SAMPLE PREPARATION, SAMPLE CLEANUP METHOD, REMARKS: 
No exceptions noted.  
 
SAMPLE ANALYSIS, INCLUDING ANALYTICAL METHOD AND PROJECT 
SPECIFIC REPORTING LIMITS: 
 
  No. Samples No. Exceptions Note: 
6000/7000  Water: 6 0  
Metals Soil: NA NA  
 Waste: NA NA  
 
NA – Not analyzed. 
 
 
REMARKS: 
None. 
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III. SAMPLE HOLDING TIMES (WATER ONLY) 
 

  Number Samples Number Late 
6000/7000 Metals 6 0 
 
REMARKS: 
None. 

 
 
IV. LABORATORY CONTROL SAMPLES 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable – all criteria met. 
P - Provisional – some criteria not met; data useable.  See remarks. 
U - Unacceptable - criteria not met; data unuseable.  See remarks 
NA – Not analyzed. 
 
REMARKS:  
None. 

 
 
V. METHOD BLANK ANALYSIS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - no contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - contaminants present but minimal interference with sample results. 
U - Unacceptable - gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Method blanks were contaminated as shown below: 
None. 
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VI. MATRIX SPIKE RESULTS 
 

  No. Compounds No. Out Criteria No. <10% Recovery 
6000/7000  Water: 6 0 0 
Metals Soil: NA NA NA 
 Waste: NA NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 

 
 
VII. MATRIX SPIKE DUPLICATE RESULTS 
 

  No. Compounds No. Outside Criteria 
6000/7000  Water: 6 0  
Metals Soil: NA NA 
 Waste: NA NA 
 
NA – Not analyzed. 
 
REMARKS: 
None. 
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VIII. FIELD DUPLICATE SAMPLE RESULTS 
 

Water:  6000/7000: A  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - the same compounds were identified in the primary and duplicate samples 
with minor differences in concentration 
P - Provisional - the same compounds were identified in the primary and duplicate samples 
with major differences in concentration.  These discrepancies could cause the data to be 
useful only for limited purposes. 
U - Unacceptable - differences were found in compound identifications in the primary and 
duplicate samples.  These discrepancies could cause the results for this fraction to be used 
for limited purposes or be considered unusable. 
NA – Not analyzed. 
 
REMARKS:  
1. None. 

 
 
IX. EQUIPMENT BLANK SAMPLE RESULTS 
 

Water:  6000/7000: NA  
Soil:  6000/7000: NA  
Waste:  6000/7000: NA  

 
A - Acceptable - No contaminants above minimum detection limits; no interference with 
sample results. 
P - Provisional - Contaminants present but minimal interference with sample results. 
U - Unacceptable - Gross contamination, too much interference to use data for certain 
components or the entire fraction. 
NA – Not analyzed. 
 
REMARKS: Equipment blanks were contaminated as shown below: 
None. 
 

 
X. SUMMARY OF QUALIFIED DATA 
 
Data that have been assigned qualifiers as part of this review are listed on the attached Table 2. 
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TABLE 1 
SAMPLES INCLUDED IN THIS QUALITY ASSURANCE REVIEW 

 

Location Sample ID Sample 
Date Matrix Type Lab ID Receipt 

Date ID on COC

MW-7.1 MW7.1-
033105 

3/31/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
001 

4/1/2005 MW7.1-
033105 

MW-10.1 MW10.1-
033105 

3/31/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
002 

4/1/2005 MW10.1-
033105 

MW-10.2 MW10.2-
033105 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
003 

4/1/2005 MW10.2-
033105 

MW-10.2 MWDUP3-
033105 

3/31/2005 Ground 
Water 

Field Duplicate 178647-
004 

4/1/2005 MWDUP3-
033105 

MW-4.1 MW4.1-
033005 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
005 

4/1/2005 MW4.1-
033005 

MW-4.2 MW4.2-
033005 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
006 

4/1/2005 MW4.2-
033005 

MW-3.4 MW3.4-
032905-TB 

3/29/2005 Water Quality 
Control Matrix

Trip Blank 178647-
007 

4/1/2005 MW3.4-
032905-TB 

MW-3.9 MW3.9-
032905b 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
008 

4/1/2005 MW3.9-
032905 

MW-3.8 MW3.8-
032905b 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
009 

4/1/2005 MW3.8-
032905 

MW-3.7 MW3.7-
032905b 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
010 

4/1/2005 MW3.7-
032905 

MW-3.4 MW3.4-
032905b 

3/29/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
011 

4/1/2005 MW3.4-
032905 

MW-5.8 MW5.8-
033005b 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
012 

4/1/2005 MW5.8-
033005 

MW-5.6 MW5.6-
033005b 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
013 

4/1/2005 MW5.6-
033005 

MW-5.7 MW5.7-
033005b 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
014 

4/1/2005 MW5.7-
033005 

MW-5.9 MW5.9- 3/30/2005 Ground Normal 178647- 4/1/2005 MW5.9-
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Location Sample ID Sample 
Date Matrix Type Lab ID Receipt 

Date ID on COC

033005b Water Environmental 
Sample 

015 033005 

MW-4.4 MW4.4-
033005b 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
016 

4/1/2005 MW4.4-
033005 

MW-4.3 MW4.3-
033005b 

3/30/2005 Ground 
Water 

Normal 
Environmental 
Sample 

178647-
017 

4/1/2005 MW4.3-
033005 

 
 
 

TABLE 2 
SUMMARY OF QUALIFIED DATA 

 
 
 
sys_sample_code lab_anl_method_name analysis_date analysis_time chemical_name qualifier
178647-001 EPA 8260B 4/8/2005 5:36:00 PM Toluene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Acenaphthene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Acenaphthylene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Anthracene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Benzo(a)anthracene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Benzo(a)pyrene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Benzo(b)fluoranthene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Benzo(g,h,i)perylene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Benzo(k)fluoranthene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Chrysene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Dibenz(a,h)anthracene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Fluoranthene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Fluorene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Indeno(1,2,3-

cd)pyrene 
uj 

178647-001 EPA 8310 4/13/2005 8:00:00 PM Naphthalene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Phenanthrene uj 
178647-001 EPA 8310 4/13/2005 8:00:00 PM Pyrene uj 
178647-002 EPA 8260B 4/4/2005 6:28:00 PM Toluene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Acenaphthene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Acenaphthylene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Anthracene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Benzo(a)anthracene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Benzo(a)pyrene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Benzo(b)fluoranthene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Benzo(g,h,i)perylene uj 
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sys_sample_code lab_anl_method_name analysis_date analysis_time chemical_name qualifier
178647-002 EPA 8310 4/13/2005 8:36:00 PM Benzo(k)fluoranthene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Chrysene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Dibenz(a,h)anthracene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Fluoranthene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Fluorene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Indeno(1,2,3-

cd)pyrene 
uj 

178647-002 EPA 8310 4/13/2005 8:36:00 PM Naphthalene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Phenanthrene uj 
178647-002 EPA 8310 4/13/2005 8:36:00 PM Pyrene uj 
178647-003 EPA 8260B 4/4/2005 7:05:00 PM Toluene uj 
178647-004 EPA 8260B 4/4/2005 7:42:00 PM Toluene uj 
178647-005 EPA 8260B 4/5/2005 9:57:00 PM Toluene uj 
178647-006 EPA 8260B 4/5/2005 10:32:00 PM Toluene uj 
178647-008 EPA 8260B 4/5/2005 11:42:00 PM Toluene uj 
178647-009 EPA 8260B 4/6/2005 12:16:00 AM Toluene uj 
178647-011 EPA 8260B 4/7/2005 5:18:00 PM Toluene uj 
178647-013 EPA 8260B 4/7/2005 6:32:00 PM Toluene uj 
178647-015 EPA 8260B 4/7/2005 7:47:00 PM Toluene uj 
178647-016 EPA 8260B 4/7/2005 8:24:00 PM Toluene uj 
178647-017 EPA 8260B 4/7/2005 9:02:00 PM Toluene uj 
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